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City of Ensenada

Site 1

DATE DAY OF WEEK SAMPLE TYPE TIME ANALYTE VALUE UNITS
23-JAN-03 THURSDAY 1 _Hr COMP 1130 Specific Conductance 2000 umhos/cm
23-JAN-03 THURSDAY 1 Hr COMP 1130 pH 7.1 pH
23-JAN-03 THURSDAY 1 Hr COMP 1230 Specific Conductance 2400 umhos/cm
23-JAN-03 THURSDAY 1 _Hr COMP 1230 pH 7.3 pH
23-JAN-03 THURSDAY 1_Hr COMP 1330 Specific Conductance 2300 umhos/cm
23-JAN-03 THURSDAY 1 Hr COMP 1330 pH 7.4 pH
23-JAN-03 THURSDAY 1_Hr COMP 1430 Specific Conductance 2400 umhos/cm
23-JAN-03 THURSDAY 1 Hr COMP 1430 pH 7.3 pH
23-JAN-03 THURSDAY 1 Hr COMP 1530 Specific Conductance 2300 umhos/cm
23-JAN-03 THURSDAY 1 Hr COMP 1530 pH 7.3 pH
23-JAN-03 THURSDAY 1_Hr COMP 1630 Specific Conductance 3000 umhos/cm
23-JAN-03 THURSDAY 1 Hr COMP 1630 pH 7 pH
23-JAN-03 THURSDAY 1 Hr COMP 1730 Specific Conductance 2800 umhos/cm
23-JAN-03 THURSDAY 1 Hr COMP 1730 pH 7 pH
23-JAN-03 THURSDAY 1_Hr COMP 1830 Specific Conductance 2100 umhos/cm
23-JAN-03 THURSDAY 1 Hr COMP 1830 pH 7.3 pH
23-JAN-03 THURSDAY 1 Hr COMP 1930 Specific Conductance 3000 umhos/cm
23-JAN-03 THURSDAY 1 Hr COMP 1930 pH 7.2 pH
23-JAN-03 THURSDAY 1_Hr COMP 2030 Specific Conductance 3000 umhos/cm
23-JAN-03 THURSDAY 1 Hr COMP 2030 pH 7.2 pH
23-JAN-03 THURSDAY 1 Hr COMP 2130 Specific Conductance 2900 umhos/cm
23-JAN-03 THURSDAY 1 Hr COMP 2130 pH 7.3 pH
23-JAN-03 THURSDAY 1_Hr COMP 2230 Specific Conductance 2300 umhos/cm
23-JAN-03 THURSDAY 1 Hr COMP 2230 pH 7.3 pH
23-JAN-03 THURSDAY 1 Hr COMP 2330 Specific Conductance 2100 umhos/cm
23-JAN-03 THURSDAY 1 Hr COMP 2330 pH 7.4 pH
24-JAN-03 FRIDAY 1_Hr COMP 30 Specific Conductance 2000 umhos/cm
24-JAN-03 FRIDAY 1 Hr COMP 30 pH 7.5 pH
24-JAN-03 FRIDAY 1 Hr COMP 130 Specific Conductance 2100 umhos/cm
24-JAN-03 FRIDAY 1 Hr COMP 130 pH 7.5 pH
24-JAN-03 FRIDAY 1_Hr COMP 230 Specific Conductance 2000 umhos/cm
24-JAN-03 FRIDAY 1 Hr COMP 230 pH 7.5 pH
24-JAN-03 FRIDAY 1 Hr COMP 330 Specific Conductance 2100 umhos/cm
24-JAN-03 FRIDAY 1 Hr COMP 330 pH 7.5 pH
24-JAN-03 FRIDAY 1_Hr COMP 430 Specific Conductance 2200 umhos/cm
24-JAN-03 FRIDAY 1 Hr COMP 430 pH 7.5 pH
24-JAN-03 FRIDAY 1 Hr COMP 530 sSpecific Conductance 1900 umhos/cm
24-JAN-03 FRIDAY 1 Hr COMP 530 pH 7.5 pH
24-JAN-03 FRIDAY 1_Hr COMP 630 Specific Conductance 1900 umhos/cm
24-JAN-03 FRIDAY 1 Hr COMP 630 pH 7.5 pH
24-JAN-03 FRIDAY 1 Hr COMP 730 specific Conductance 2200 umhos/cm
24-JAN-03 FRIDAY 1 Hr COMP 730 pH 8 pH
24-JAN-03 FRIDAY 1_Hr COMP 830 Specific Conductance 2400 umhos/cm
24-JAN-03 FRIDAY 1 Hr COMP 830 pH 8.2 pH
24-JAN-03 FRIDAY COMP_CONDUCT 930 Specific Conductance 2200 umhos/cm
24-JAN-03 FRIDAY COMP_PH 930 pH 7.6 pH
24-JAN-03 FRIDAY GRAB 940 Specific Conductance 2400 umhos/cm
24-JAN-03 FRIDAY GRAB 940 pH 8.2 pH
31-JAN-03 FRIDAY 1 Hr COMP 955 Specific Conductance 2000 umhos/cm
31-JAN-03 FRIDAY 1 Hr COMP 955 pH 7.7 pH
31-JAN-03 FRIDAY 1_Hr COMP 1055 specific Conductance 2000 umhos/cm
31-JAN-03 FRIDAY 1 Hr COMP 1055 pH 7.6 pH
31-JAN-03 FRIDAY 1 Hr COMP 1155 sSpecific Conductance 2000 umhos/cm
31-JAN-03 FRIDAY 1 Hr COMP 1155 pH 7.7 pH
31-JAN-03 FRIDAY 1 _Hr COMP 1255 Specific Conductance 2000 umhos/cm
31-JAN-03 FRIDAY 1 Hr COMP 1255 pH 7.6 pH
31-JAN-03 FRIDAY 1_Hr COMP 1355 Specific Conductance 2100 umhos/cm
31-JAN-03 FRIDAY 1 Hr COMP 1355 pH 7.5 pH
31-JAN-03 FRIDAY 1 Hr COMP 1455 Specific Conductance 2100 umhos/cm
31-JAN-03 FRIDAY 1 Hr COMP 1455 pH 7.5 pH
31-JAN-03 FRIDAY 1_Hr COMP 1555 Specific Conductance 2000 umhos/cm
31-JAN-03 FRIDAY 1 Hr COMP 1555 pH 7.5 pH
31-JAN-03 FRIDAY 1 Hr COMP 1655 Specific Conductance 2000 umhos/cm
31-JAN-03 FRIDAY 1 Hr COMP 1655 pH 7.7 pH
31-JAN-03 FRIDAY 1_Hr COMP 1755 Specific Conductance 2000 umhos/cm
31-JAN-03 FRIDAY 1 Hr COMP 1755 pH 7.6 pH
31-JAN-03 FRIDAY 1 Hr COMP 1855 Specific Conductance 1900 umhos/cm
31-JAN-03 FRIDAY 1 Hr COMP 1855 pH 7.5 pH
31-JAN-03 FRIDAY 1_Hr COMP 1955 Specific Conductance 1800 umhos/cm
31-JAN-03 FRIDAY 1 Hr COMP 1955 pH 7.6 pH
31-JAN-03 FRIDAY 1 Hr COMP 2055 Specific Conductance 1900 umhos/cm
31-JAN-03 FRIDAY 1 Hr COMP 2055 pH 7.6 pH
31-JAN-03 FRIDAY 1_Hr COMP 2155 Specific Conductance 1900 umhos/cm

31-JAN-03 FRIDAY 1 Hr COMP 2155 pH 7.6 pH
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31-JAN-03 FRIDAY 1 _Hr COMP 2255 Specific Conductance 1900 umhos/cm
31-JAN-03 FRIDAY 1 Hr COMP 2255 pH 7.6 pH
31-JAN-03 FRIDAY 1 Hr COMP 2355 Specific Conductance 1900 umhos/cm
31-JAN-03 FRIDAY 1 _Hr COMP 2355 pH 7.6 pH
01-FEB-03 SATURDAY 1_Hr COMP 55 Specific Conductance 1800 umhos/cm
01-FEB-03 SATURDAY 1 Hr COMP 55 pH 7.7 pH
01-FEB-03 SATURDAY 1_Hr COMP 155 specific Conductance 1800 umhos/cm
01-FEB-03 SATURDAY 1 Hr COMP 155 pH 7.7 pH
01-FEB-03 SATURDAY 1 Hr COMP 255 Specific Conductance 1900 umhos/cm
01-FEB-03 SATURDAY 1 Hr COMP 255 pH 7.7 pH
01-FEB-03 SATURDAY 1_Hr COMP 355 Specific Conductance 1800 umhos/cm
01-FEB-03 SATURDAY 1 Hr COMP 355 pH 7.7 pH
01-FEB-03 SATURDAY 1 Hr COMP 455 Specific Conductance 1800 umhos/cm
01-FEB-03 SATURDAY 1 Hr COMP 455 pH 7.5 pH
01-FEB-03 SATURDAY 1_Hr COMP 555 Specific Conductance 1800 umhos/cm
01-FEB-03 SATURDAY 1 Hr COMP 555 pH 7.4 pH
01-FEB-03 SATURDAY 1 Hr COMP 655 Specific Conductance 1800 umhos/cm
01-FEB-03 SATURDAY 1 Hr COMP 655 pH 7.5 pH
01-FEB-03 SATURDAY 1_Hr COMP 755 Specific Conductance 1900 umhos/cm
01-FEB-03 SATURDAY 1 Hr COMP 755 pH 7.7 pH
01-FEB-03 SATURDAY 1 Hr COMP 855 Specific Conductance 2100 umhos/cm
01-FEB-03 SATURDAY 1 Hr COMP 855 pH 8 pH
01-FEB-03 SATURDAY COMP_CONDUCT 950 specific Conductance 2200 umhos/cm
01-FEB-03 SATURDAY COMP PH 950 pH 7.5 pH
01-FEB-03 SATURDAY GRAB 1000 Specific Conductance 2300 umhos/cm
01-FEB-03 SATURDAY GRAB 1000 pH 7.9 pH
08-FEB-03 SATURDAY 1 Hr COMP 945 Specific Conductance 1900 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 945 pH 7.5 pH
08-FEB-03 SATURDAY 1 _Hr COMP 1045 specific Conductance 1900 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 1045 pH 7.5 pH
08-FEB-03 SATURDAY 1 Hr COMP 1145 Specific Conductance 1900 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 1145 pH 7.4 pH
08-FEB-03 SATURDAY 1 Hr COMP 1245 specific Conductance 2000 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 1245 pH 7.5 pH
08-FEB-03 SATURDAY 1 Hr COMP 1345 Specific Conductance 1900 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 1345 pH 7.5 pH
08-FEB-03 SATURDAY 1 Hr COMP 1445 specific Conductance 1900 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 1445 pH 7.4 pH
08-FEB-03 SATURDAY 1 Hr COMP 1545 Specific Conductance 1800 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 1545 pH 7.3 pH
08-FEB-03 SATURDAY 1 Hr COMP 1645 sSpecific Conductance 1900 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 1645 pH 7.3 pH
08-FEB-03 SATURDAY 1 Hr COMP 1745 Specific Conductance 1900 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 1745 pH 7.4 pH
08-FEB-03 SATURDAY 1 Hr COMP 1845 sSpecific Conductance 1900 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 1845 pH 7.5 pH
08-FEB-03 SATURDAY 1 Hr COMP 1945 Specific Conductance 1900 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 1945 pH 7.5 pH
08-FEB-03 SATURDAY 1 Hr COMP 2045 Specific Conductance 1900 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 2045 pH 7.5 pH
08-FEB-03 SATURDAY 1 Hr COMP 2145 Specific Conductance 1900 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 2145 pH 7.6 pH
08-FEB-03 SATURDAY 1 Hr COMP 2245 Specific Conductance 1900 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 2245 pH 7.6 pH
08-FEB-03 SATURDAY 1 Hr COMP 2345 Specific Conductance 1900 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 2345 pH 7.7 pH
09-FEB-03 SUNDAY 1 Hr COMP 45 Specific Conductance 2000 umhos/cm
09-FEB-03 SUNDAY 1 Hr COMP 45 pH 7.7 pH
09-FEB-03 SUNDAY 1 Hr COMP 145 Specific Conductance 2100 umhos/cm
09-FEB-03 SUNDAY 1 Hr COMP 145 pH 7.7 pH
09-FEB-03 SUNDAY 1 Hr COMP 245 specific Conductance 2000 umhos/cm
09-FEB-03 SUNDAY 1 Hr COMP 245 pH 7.7 pH
09-FEB-03 SUNDAY 1 Hr COMP 345 Specific Conductance 1900 umhos/cm
09-FEB-03 SUNDAY 1 Hr COMP 345 pH 7.7 pH
09-FEB-03 SUNDAY 1 Hr COMP 445 sSpecific Conductance 1800 umhos/cm
09-FEB-03 SUNDAY 1 Hr COMP 445 pH 7.7 pH
09-FEB-03 SUNDAY 1 Hr COMP 545 Specific Conductance 1900 umhos/cm
09-FEB-03 SUNDAY 1 Hr COMP 545 pH 7.6 pH
09-FEB-03 SUNDAY 1 Hr COMP 645 Specific Conductance 1800 umhos/cm
09-FEB-03 SUNDAY 1 Hr COMP 645 pH 7.6 pH
09-FEB-03 SUNDAY 1 Hr COMP 745 Specific Conductance 1800 umhos/cm
09-FEB-03 SUNDAY 1 Hr COMP 745 pH 7.6 pH
09-FEB-03 SUNDAY COMP_CONDUCT 840 Specific Conductance 1900 umhos/cm

09-FEB-03 SUNDAY COMP_PH 840 pH 7.5 pH
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09-FEB-03 SUNDAY GRAB 850 Specific Conductance 2000 umhos/cm
09-FEB-03 SUNDAY GRAB 850 pH 8 pH
24-FEB-03 MONDAY 1 Hr COMP 925 Specific Conductance 1900 umhos/cm
24-FEB-03 MONDAY 1 _Hr COMP 925 pH 7.5 pH
24-FEB-03 MONDAY 1_Hr COMP 1025 specific Conductance 2000 umhos/cm
24-FEB-03 MONDAY 1 Hr COMP 1025 pH 7.6 pH
24-FEB-03 MONDAY 1_Hr COMP 1125 Specific Conductance 2000 umhos/cm
24-FEB-03 MONDAY 1 Hr COMP 1125 pH 7.5 pH
24-FEB-03 MONDAY 1 Hr COMP 1225 Specific Conductance 2000 umhos/cm
24-FEB-03 MONDAY 1 Hr COMP 1225 pH 7.5 pH
24-FEB-03 MONDAY 1_Hr COMP 1325 Specific Conductance 2000 umhos/cm
24-FEB-03 MONDAY 1 Hr COMP 1325 pH 7.4 pH
24-FEB-03 MONDAY 1 Hr COMP 1425 Specific Conductance 2000 umhos/cm
24-FEB-03 MONDAY 1 Hr COMP 1425 pH 7.4 pH
24-FEB-03 MONDAY 1_Hr COMP 1525 Specific Conductance 2000 umhos/cm
24-FEB-03 MONDAY 1 Hr COMP 1525 pH 7.3 pH
24-FEB-03 MONDAY 1 _Hr COMP 1625 Specific Conductance 1900 umhos/cm
24-FEB-03 MONDAY 1 Hr COMP 1625 pH 7.4 pH
24-FEB-03 MONDAY 1_Hr COMP 1725 Specific Conductance 1900 umhos/cm
24-FEB-03 MONDAY 1 Hr COMP 1725 pH 7.4 pH
24-FEB-03 MONDAY 1 _Hr COMP 1825 Specific Conductance 1900 umhos/cm
24-FEB-03 MONDAY 1 Hr COMP 1825 pH 7.2 pH
24-FEB-03 MONDAY 1_Hr COMP 1925 Specific Conductance 2000 umhos/cm
24-FEB-03 MONDAY 1 Hr COMP 1925 pH 7.2 pH
24-FEB-03 MONDAY 1 _Hr COMP 2025 Specific Conductance 2000 umhos/cm
24-FEB-03 MONDAY 1 Hr COMP 2025 pH 7.3 pH
24-FEB-03 MONDAY 1_Hr COMP 2125 Specific Conductance 2000 umhos/cm
24-FEB-03 MONDAY 1 Hr COMP 2125 pH 7.4 pH
24-FEB-03 MONDAY 1 _Hr COMP 2225 Specific Conductance 2000 umhos/cm
24-FEB-03 MONDAY 1 Hr COMP 2225 pH 7.4 pH
24-FEB-03 MONDAY 1_Hr COMP 2325 Specific Conductance 2000 umhos/cm
24-FEB-03 MONDAY 1 Hr COMP 2325 pH 7.4 pH
25-FEB-03 TUESDAY 1 Hr COMP 25 Specific Conductance 1900 umhos/cm
25-FEB-03 TUESDAY 1 Hr COMP 25 pH 7.4 pH
25-FEB-03 TUESDAY 1_Hr COMP 125 specific Conductance 1900 umhos/cm
25-FEB-03 TUESDAY 1 Hr COMP 125 pH 7.4 pH
25-FEB-03 TUESDAY 1 Hr COMP 225 specific Conductance 1900 umhos/cm
25-FEB-03 TUESDAY 1 Hr COMP 225 pH 7.4 pH
25-FEB-03 TUESDAY 1_Hr COMP 325 Specific Conductance 2000 umhos/cm
25-FEB-03 TUESDAY 1 Hr COMP 325 pH 7.4 pH
25-FEB-03 TUESDAY 1 Hr COMP 425 Specific Conductance 1900 umhos/cm
25-FEB-03 TUESDAY 1 Hr COMP 425 pH 7.3 pH
25-FEB-03 TUESDAY 1_Hr COMP 525 Specific Conductance 1400 umhos/cm
25-FEB-03 TUESDAY 1 Hr COMP 525 pH 7.4 pH
25-FEB-03 TUESDAY 1 Hr COMP 625 Specific Conductance 1100 umhos/cm
25-FEB-03 TUESDAY 1 Hr COMP 625 pH 7.4 pH
25-FEB-03 TUESDAY 1_Hr COMP 725 Specific Conductance 900 umhos/cm
25-FEB-03 TUESDAY 1 Hr COMP 725 pH 7.3 pH
25-FEB-03 TUESDAY 1 Hr COMP 825 Specific Conductance 600 umhos/cm
25-FEB-03 TUESDAY 1 _Hr COMP 825 pH 7.4 pH
25-FEB-03 TUESDAY COMP_CONDUCT 1000 specific Conductance 1800 umhos/cm
25-FEB-03 TUESDAY COMP_PH 1000 pH 7.5 pH
25-FEB-03 TUESDAY GRAB 1010 Specific Conductance 700 umhos/cm
25-FEB-03 TUESDAY GRAB 1010 pH 7.2 pH
04-MAR-03 TUESDAY 1 Hr COMP 915 Specific Conductance 2100 umhos/cm
04-MAR-03 TUESDAY 1 Hr COMP 915 pH 7.8 pH
04-MAR-03 TUESDAY 1_Hr COMP 1015 Specific Conductance 2000 umhos/cm
04-MAR-03 TUESDAY 1 Hr COMP 1015 pH 7.7 pH
04-MAR-03 TUESDAY 1 Hr COMP 1115 Specific Conductance 1900 umhos/cm
04-MAR-03 TUESDAY 1 Hr COMP 1115 pH 7.6 pH
04-MAR-03 TUESDAY 1_Hr COMP 1215 Specific Conductance 1900 umhos/cm
04-MAR-03 TUESDAY 1 Hr COMP 1215 pH 7.6 pH
04-MAR-03 TUESDAY 1 Hr COMP 1315 Specific Conductance 1500 umhos/cm
04-MAR-03 TUESDAY 1 Hr COMP 1315 pH 7.4 pH
04-MAR-03 TUESDAY 1_Hr COMP 1415 Specific Conductance 1600 umhos/cm
04-MAR-03 TUESDAY 1 Hr COMP 1415 pH 7.4 pH
04-MAR-03 TUESDAY 1 Hr COMP 1515 Specific Conductance 2000 umhos/cm
04-MAR-03 TUESDAY 1 Hr COMP 1515 pH 7.5 pH
04-MAR-03 TUESDAY 1_Hr COMP 1615 Specific Conductance 1800 umhos/cm
04-MAR-03 TUESDAY 1 Hr COMP 1615 pH 7.4 pH
04-MAR-03 TUESDAY 1 Hr COMP 1715 Specific Conductance 1800 umhos/cm
04-MAR-03 TUESDAY 1 Hr COMP 1715 pH 7.4 pH
04-MAR-03 TUESDAY 1_Hr COMP 1815 Specific Conductance 1400 umhos/cm

04-MAR-03 TUESDAY 1 Hr COMP 1815 pH 7.4 pH
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04-MAR-03 TUESDAY 1 _Hr COMP 1915 sSpecific Conductance 1300 umhos/cm
04-MAR-03 TUESDAY 1 Hr COMP 1915 pH 7.4 pH
04-MAR-03 TUESDAY 1 Hr COMP 2015 Specific Conductance 1200 umhos/cm
04-MAR-03 TUESDAY 1 Hr COMP 2015 pH 7.3 pH
04-MAR-03 TUESDAY 1_Hr COMP 2115 Specific Conductance 1000 umhos/cm
04-MAR-03 TUESDAY 1 Hr COMP 2115 pH 7.3 pH
04-MAR-03 TUESDAY 1_Hr COMP 2215 Specific Conductance 1000 umhos/cm
04-MAR-03 TUESDAY 1 Hr COMP 2215 pH 7.3 pH
04-MAR-03 TUESDAY 1 _Hr COMP 2315 Specific Conductance 1100 umhos/cm
04-MAR-03 TUESDAY 1 Hr COMP 2315 pH 7.3 pH
05-MAR-03 WEDNESDAY 1 Hr COMP 15 Specific Conductance 1300 umhos/cm
05-MAR-03 WEDNESDAY 1 Hr COMP 15 pH 7.5 pH
05-MAR-03 WEDNESDAY 1 _Hr COMP 115 Specific Conductance 1100 umhos/cm
05-MAR-03 WEDNESDAY 1 Hr COMP 115 pH 7.4 pH
05-MAR-03 WEDNESDAY 1 Hr COMP 215 Specific Conductance 1100 umhos/cm
05-MAR-03 WEDNESDAY 1 Hr COMP 215 pH 7.3 pH
05-MAR-03 WEDNESDAY 1 _Hr COMP 315 Specific Conductance 1100 umhos/cm
05-MAR-03 WEDNESDAY 1 Hr COMP 315 pH 7.4 pH
05-MAR-03 WEDNESDAY 1 Hr COMP 415 Specific Conductance 1200 umhos/cm
05-MAR-03 WEDNESDAY 1 Hr COMP 415 pH 7.4 pH
05-MAR-03 WEDNESDAY 1 _Hr COMP 515 Specific Conductance 1200 umhos/cm
05-MAR-03 WEDNESDAY 1 Hr COMP 515 pH 7.5 pH
05-MAR-03 WEDNESDAY 1 Hr COMP 615 Specific Conductance 1400 umhos/cm
05-MAR-03 WEDNESDAY 1 Hr COMP 615 pH 7.5 pH
05-MAR-03 WEDNESDAY 1 _Hr COMP 715 Specific Conductance 1700 umhos/cm
05-MAR-03 WEDNESDAY 1 Hr COMP 715 pH 8.1 pH
05-MAR-03 WEDNESDAY 1 Hr COMP 815 Specific Conductance 1500 umhos/cm
05-MAR-03 WEDNESDAY 1 Hr COMP 815 pH 8.1 pH
05-MAR-03 WEDNESDAY GRAB 1130 Specific Conductance 1600 umhos/cm
05-MAR-03 WEDNESDAY GRAB 1130 pH 8 pH
05-MAR-03 WEDNESDAY COMP_CONDUCT 1140 Specific Conductance 1500 umhos/cm
05-MAR-03 WEDNESDAY COMP_PH 1140 pH 7.6 pH
12-MAR-03 WEDNESDAY 1 Hr COMP 850 Specific Conductance 2100 umhos/cm
12-MAR-03 WEDNESDAY 1 Hr COMP 850 pH 7.8 pH
12-MAR-03 WEDNESDAY 1_Hr COMP 950 specific Conductance 2000 umhos/cm
12-MAR-03 WEDNESDAY 1 Hr COMP 950 pH 7.6 pH
12-MAR-03 WEDNESDAY 1 Hr COMP 1050 sSpecific Conductance 2000 umhos/cm
12-MAR-03 WEDNESDAY 1 _Hr COMP 1050 pH 7.4 pH
12-MAR-03 WEDNESDAY 1_Hr COMP 1150 sSpecific Conductance 2200 umhos/cm
12-MAR-03 WEDNESDAY 1 Hr COMP 1150 pH 7.4 pH
12-MAR-03 WEDNESDAY 1 Hr COMP 1250 Specific Conductance 2100 umhos/cm
12-MAR-03 WEDNESDAY 1 _Hr COMP 1250 pH 7.3 pH
12-MAR-03 WEDNESDAY 1_Hr COMP 1350 Specific Conductance 2100 umhos/cm
12-MAR-03 WEDNESDAY 1 Hr COMP 1350 pH 7.4 pH
12-MAR-03 WEDNESDAY 1 Hr COMP 1450 sSpecific Conductance 2100 umhos/cm
12-MAR-03 WEDNESDAY 1 _Hr COMP 1450 pH 7.4 pH
12-MAR-03 WEDNESDAY 1_Hr COMP 1550 Specific Conductance 2100 umhos/cm
12-MAR-03 WEDNESDAY 1 Hr COMP 1550 pH 7.4 pH
12-MAR-03 WEDNESDAY 1 Hr COMP 1650 Specific Conductance 2000 umhos/cm
12-MAR-03 WEDNESDAY 1 _Hr COMP 1650 pH 7.4 pH
12-MAR-03 WEDNESDAY 1_Hr COMP 1750 Specific Conductance 2100 umhos/cm
12-MAR-03 WEDNESDAY 1 Hr COMP 1750 pH 7.4 pH
12-MAR-03 WEDNESDAY 1 Hr COMP 1850 Specific Conductance 2000 umhos/cm
12-MAR-03 WEDNESDAY 1 _Hr COMP 1850 pH 7.4 pH
12-MAR-03 WEDNESDAY 1 Hr COMP 1950 Specific Conductance 2100 umhos/cm
12-MAR-03 WEDNESDAY 1 Hr COMP 1950 pH 7.5 pH
12-MAR-03 WEDNESDAY 1_Hr COMP 2050 Specific Conductance 2000 umhos/cm
12-MAR-03 WEDNESDAY 1 Hr COMP 2050 pH 7.4 pH
12-MAR-03 WEDNESDAY 1 Hr COMP 2150 Specific Conductance 2000 umhos/cm
12-MAR-03 WEDNESDAY 1 Hr COMP 2150 pH 7.4 pH
12-MAR-03 WEDNESDAY 1_Hr COMP 2250 Specific Conductance 2000 umhos/cm
12-MAR-03 WEDNESDAY 1 Hr COMP 2250 pH 7.5 pH
12-MAR-03 WEDNESDAY 1 Hr COMP 2350 Specific Conductance 2000 umhos/cm
12-MAR-03 WEDNESDAY 1 Hr COMP 2350 pH 7.5 pH
13-MAR-03 THURSDAY 1_Hr COMP 50 Specific Conductance 2000 umhos/cm
13-MAR-03 THURSDAY 1 Hr COMP 50 pH 7.5 pH
13-MAR-03 THURSDAY 1 Hr COMP 150 Specific Conductance 2100 umhos/cm
13-MAR-03 THURSDAY 1 Hr COMP 150 pH 7.7 pH
13-MAR-03 THURSDAY 1_Hr COMP 250 Specific Conductance 1800 umhos/cm
13-MAR-03 THURSDAY 1 Hr COMP 250 pH 7.4 pH
13-MAR-03 THURSDAY 1 _Hr COMP 350 Specific Conductance 1800 umhos/cm
13-MAR-03 THURSDAY 1 Hr COMP 350 pH 7.4 pH
13-MAR-03 THURSDAY 1_Hr COMP 450 Specific Conductance 2000 umhos/cm

13-MAR-03 THURSDAY 1 Hr COMP 450 pH 7.1 pH
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13-MAR-03 THURSDAY 1_Hr COMP 550 Specific Conductance 1900 umhos/cm
13-MAR-03 THURSDAY 1 Hr COMP 550 pH 7.3 pH
13-MAR-03 THURSDAY 1 Hr COMP 650 Specific Conductance 1900 umhos/cm
13-MAR-03 THURSDAY 1 Hr COMP 650 pH 7.5 pH
13-MAR-03 THURSDAY 1_Hr COMP 750 Specific Conductance 2100 umhos/cm
13-MAR-03 THURSDAY 1 Hr COMP 750 pH 7.9 pH
13-MAR-03 THURSDAY COMP_CONDUCT 940 specific Conductance 2000 umhos/cm
13-MAR-03 THURSDAY COMP_PH 940 pH 7.5 pH
13-MAR-03 THURSDAY GRAB 950 Specific Conductance 1700 umhos/cm
13-MAR-03 THURSDAY GRAB 950 pH 7.5 pH
20-MAR-03 THURSDAY 1_Hr COMP 825 Specific Conductance 2400 umhos/cm
20-MAR-03 THURSDAY 1 Hr COMP 825 pH 7.5 pH
20-MAR-03 THURSDAY 1 _Hr COMP 925 sSpecific Conductance 2000 umhos/cm
20-MAR-03 THURSDAY 1 Hr COMP 925 pH 7.9 pH
20-MAR-03 THURSDAY 1_Hr COMP 1025 Specific Conductance 2300 umhos/cm
20-MAR-03 THURSDAY 1 Hr COMP 1025 pH 7.3 pH
20-MAR-03 THURSDAY 1 _Hr COMP 1125 Specific Conductance 2100 umhos/cm
20-MAR-03 THURSDAY 1 Hr COMP 1125 pH 6.9 pH
20-MAR-03 THURSDAY 1_Hr COMP 1225 Specific Conductance 2200 umhos/cm
20-MAR-03 THURSDAY 1 Hr COMP 1225 pH 7.2 pH
20-MAR-03 THURSDAY 1 Hr COMP 1325 Specific Conductance 2600 umhos/cm
20-MAR-03 THURSDAY 1 Hr COMP 1325 pH 7.4 pH
20-MAR-03 THURSDAY 1_Hr COMP 1425 Specific Conductance 2600 umhos/cm
20-MAR-03 THURSDAY 1 Hr COMP 1425 pH 7.3 pH
20-MAR-03 THURSDAY 1 Hr COMP 1525 Specific Conductance 2600 umhos/cm
20-MAR-03 THURSDAY 1 Hr COMP 1525 pH 7.1 pH
20-MAR-03 THURSDAY 1_Hr COMP 1625 Specific Conductance 2100 umhos/cm
20-MAR-03 THURSDAY 1 Hr COMP 1625 pH 7.3 pH
20-MAR-03 THURSDAY 1 Hr COMP 1725 Specific Conductance 2000 umhos/cm
20-MAR-03 THURSDAY 1 Hr COMP 1725 pH 7.4 pH
20-MAR-03 THURSDAY 1_Hr COMP 1825 Specific Conductance 2000 umhos/cm
20-MAR-03 THURSDAY 1 Hr COMP 1825 pH 7.4 pH
20-MAR-03 THURSDAY 1 Hr COMP 1925 Specific Conductance 2100 umhos/cm
20-MAR-03 THURSDAY 1 _Hr COMP 1925 pH 7.4 pH
20-MAR-03 THURSDAY 1_Hr COMP 2025 Specific Conductance 2100 umhos/cm
20-MAR-03 THURSDAY 1 Hr COMP 2025 pH 7.5 pH
20-MAR-03 THURSDAY 1 Hr COMP 2125 Specific Conductance 2200 umhos/cm
20-MAR-03 THURSDAY 1 _Hr COMP 2125 pH 7.4 pH
20-MAR-03 THURSDAY 1_Hr COMP 2225 Specific Conductance 2100 umhos/cm
20-MAR-03 THURSDAY 1 Hr COMP 2225 pH 7.4 pH
20-MAR-03 THURSDAY 1 Hr COMP 2325 Specific Conductance 2200 umhos/cm
20-MAR-03 THURSDAY 1 _Hr COMP 2325 pH 7.5 pH
21-MAR-03 FRIDAY 1_Hr COMP 25 Specific Conductance 2100 umhos/cm
21-MAR-03 FRIDAY 1 Hr COMP 25 pH 7.5 pH
21-MAR-03 FRIDAY 1 Hr COMP 125 Specific Conductance 2400 umhos/cm
21-MAR-03 FRIDAY 1 _Hr COMP 125 pH 7.5 pH
21-MAR-03 FRIDAY 1_Hr COMP 225 Specific Conductance 2200 umhos/cm
21-MAR-03 FRIDAY 1 Hr COMP 225 pH 7.5 pH
21-MAR-03 FRIDAY 1 Hr COMP 325 specific Conductance 2300 umhos/cm
21-MAR-03 FRIDAY 1 _Hr COMP 325 pH 7.5 pH
21-MAR-03 FRIDAY 1_Hr COMP 425 Specific Conductance 2100 umhos/cm
21-MAR-03 FRIDAY 1 Hr COMP 425 pH 7.6 pH
21-MAR-03 FRIDAY 1 Hr COMP 525 specific Conductance 2100 umhos/cm
21-MAR-03 FRIDAY 1 Hr COMP 525 pH 7.4 pH
21-MAR-03 FRIDAY 1 Hr COMP 625 Specific Conductance 2400 umhos/cm
21-MAR-03 FRIDAY 1 Hr COMP 625 pH 7.2 pH
21-MAR-03 FRIDAY 1_Hr COMP 725 Specific Conductance 2200 umhos/cm
21-MAR-03 FRIDAY 1 Hr COMP 725 pH 7.4 pH
21-MAR-03 FRIDAY COMP CONDUCT 735 Specific Conductance 2200 umhos/cm
21-MAR-03 FRIDAY COMP PH 735 pH 7.4 pH
21-MAR-03 FRIDAY GRAB 745 Specific Conductance 2400 umhos/cm
21-MAR-03 FRIDAY GRAB 745 pH 7.4 pH
28-MAR-03 FRIDAY 1 _Hr COMP 900 specific Conductance 2200 umhos/cm
28-MAR-03 FRIDAY 1 Hr COMP 900 pH 7.4 pH
28-MAR-03 FRIDAY 1_Hr COMP 1000 Specific Conductance 2600 umhos/cm
28-MAR-03 FRIDAY 1 Hr COMP 1000 pH 7.5 pH
28-MAR-03 FRIDAY 1 _Hr COMP 1100 sSpecific Conductance 2300 umhos/cm
28-MAR-03 FRIDAY 1 Hr COMP 1100 pH 7.5 pH
28-MAR-03 FRIDAY 1_Hr COMP 1200 Specific Conductance 2300 umhos/cm
28-MAR-03 FRIDAY 1 Hr COMP 1200 pH 7.5 pH
28-MAR-03 FRIDAY 1 _Hr COMP 1300 specific Conductance 2400 umhos/cm
28-MAR-03 FRIDAY 1 Hr COMP 1300 pH 7.4 pH
28-MAR-03 FRIDAY 1_Hr COMP 1400 Specific Conductance 2200 umhos/cm

28-MAR-03 FRIDAY 1 Hr COMP 1400 pH 7.4 pH
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28-MAR-03 FRIDAY 1_Hr COMP 1500 specific Conductance 2100 umhos/cm
28-MAR-03 FRIDAY 1 Hr COMP 1500 pH 7.5 pH
28-MAR-03 FRIDAY 1 Hr COMP 1600 sSpecific Conductance 2100 umhos/cm
28-MAR-03 FRIDAY 1 Hr COMP 1600 pH 7.5 pH
28-MAR-03 FRIDAY 1_Hr COMP 1700 specific Conductance 2200 umhos/cm
28-MAR-03 FRIDAY 1 Hr COMP 1700 pH 7.6 pH
28-MAR-03 FRIDAY 1_Hr COMP 1800 Specific Conductance 2100 umhos/cm
28-MAR-03 FRIDAY 1 Hr COMP 1800 pH 7.6 pH
28-MAR-03 FRIDAY 1 Hr COMP 1900 Specific Conductance 2300 umhos/cm
28-MAR-03 FRIDAY 1 Hr COMP 1900 pH 7.6 pH
28-MAR-03 FRIDAY 1_Hr COMP 2000 Specific Conductance 2300 umhos/cm
28-MAR-03 FRIDAY 1 Hr COMP 2000 pH 7.5 pH
28-MAR-03 FRIDAY 1 Hr COMP 2100 Specific Conductance 2200 umhos/cm
28-MAR-03 FRIDAY 1 Hr COMP 2100 pH 7.5 pH
28-MAR-03 FRIDAY 1_Hr COMP 2200 Specific Conductance 2300 umhos/cm
28-MAR-03 FRIDAY 1 Hr COMP 2200 pH 7.4 pH
28-MAR-03 FRIDAY 1 Hr COMP 2300 Specific Conductance 2400 umhos/cm
28-MAR-03 FRIDAY 1 Hr COMP 2300 pH 7.3 pH
29-MAR-03 SATURDAY 1_Hr COMP 100 specific Conductance 2200 umhos/cm
29-MAR-03 SATURDAY 1 Hr COMP 100 pH 7.7 pH
29-MAR-03 SATURDAY 1 Hr COMP 200 Specific Conductance 2400 umhos/cm
29-MAR-03 SATURDAY 1 Hr COMP 200 pH 7.7 pH
29-MAR-03 SATURDAY 1_Hr COMP 300 Specific Conductance 2200 umhos/cm
29-MAR-03 SATURDAY 1 Hr COMP 300 pH 7.6 pH
29-MAR-03 SATURDAY 1 Hr COMP 400 Specific Conductance 2200 umhos/cm
29-MAR-03 SATURDAY 1 Hr COMP 400 pH 7.5 pH
29-MAR-03 SATURDAY 1_Hr COMP 500 Specific Conductance 2200 umhos/cm
29-MAR-03 SATURDAY 1 Hr COMP 500 pH 7.2 pH
29-MAR-03 SATURDAY 1 Hr COMP 600 Specific Conductance 2300 umhos/cm
29-MAR-03 SATURDAY 1 Hr COMP 600 pH 7.4 pH
29-MAR-03 SATURDAY 1_Hr COMP 700 Specific Conductance 2200 umhos/cm
29-MAR-03 SATURDAY 1 Hr COMP 700 pH 7.4 pH
29-MAR-03 SATURDAY GRAB 705 Specific Conductance 2200 umhos/cm
29-MAR-03 SATURDAY GRAB 705 pH 7.2 pH
29-MAR-03 SATURDAY COMP_CONDUCT 715 Specific Conductance 2300 umhos/cm
29-MAR-03 SATURDAY COMP_PH 715 pH 7.5 pH
29-MAR-03 SATURDAY 1 Hr COMP 800 Specific Conductance 2300 umhos/cm
29-MAR-03 SATURDAY 1 _Hr COMP 800 pH 7.5 pH
06-APR-03 SUNDAY 1 Hr COMP 805 Specific Conductance 2000 umhos/cm
06-APR-03 SUNDAY 1 Hr COMP 805 pH 7.5 pH
06-APR-03 SUNDAY 1 Hr COMP 905 Specific Conductance 2000 umhos/cm
06-APR-03 SUNDAY 1 Hr COMP 905 pH 7.5 pH
06-APR-03 SUNDAY 1 Hr COMP 1005 Specific Conductance 2300 umhos/cm
06-APR-03 SUNDAY 1 Hr COMP 1005 pH 7.5 pH
06-APR-03 SUNDAY 1 Hr COMP 1105 specific Conductance 2200 umhos/cm
06-APR-03 SUNDAY 1 Hr COMP 1105 pH 7.6 pH
06-APR-03 SUNDAY 1 Hr COMP 1205 Specific Conductance 2100 umhos/cm
06-APR-03 SUNDAY 1 Hr COMP 1205 pH 7.4 pH
06-APR-03 SUNDAY 1 Hr COMP 1305 sSpecific Conductance 2000 umhos/cm
06-APR-03 SUNDAY 1 Hr COMP 1305 pH 7.5 pH
06-APR-03 SUNDAY 1 Hr COMP 1405 Specific Conductance 2000 umhos/cm
06-APR-03 SUNDAY 1 Hr COMP 1405 pH 7.5 pH
06-APR-03 SUNDAY 1 Hr COMP 1505 specific Conductance 2000 umhos/cm
06-APR-03 SUNDAY 1 Hr COMP 1505 pH 7.3 pH
06-APR-03 SUNDAY 1 _Hr COMP 1605 Specific Conductance 2000 umhos/cm
06-APR-03 SUNDAY 1 Hr COMP 1605 pH 7.4 pH
06-APR-03 SUNDAY 1 Hr COMP 1705 Specific Conductance 2000 umhos/cm
06-APR-03 SUNDAY 1 Hr COMP 1705 pH 7.4 pH
06-APR-03 SUNDAY 1 _Hr COMP 1805 sSpecific Conductance 2000 umhos/cm
06-APR-03 SUNDAY 1 Hr COMP 1805 pH 7.5 pH
06-APR-03 SUNDAY 1 Hr COMP 1905 Specific Conductance 2000 umhos/cm
06-APR-03 SUNDAY 1 Hr COMP 1905 pH 7.5 pH
06-APR-03 SUNDAY 1 _Hr COMP 2005 Specific Conductance 2200 umhos/cm
06-APR-03 SUNDAY 1 Hr COMP 2005 pH 7.5 pH
06-APR-03 SUNDAY 1 Hr COMP 2105 Specific Conductance 2100 umhos/cm
06-APR-03 SUNDAY 1 Hr COMP 2105 pH 7.5 pH
06-APR-03 SUNDAY 1 _Hr COMP 2205 Specific Conductance 2200 umhos/cm
06-APR-03 SUNDAY 1 Hr COMP 2205 pH 7.5 pH
06-APR-03 SUNDAY 1 Hr COMP 2305 Specific Conductance 2100 umhos/cm
06-APR-03 SUNDAY 1 Hr COMP 2305 pH 7.6 pH
07-APR-03 MONDAY 1 _Hr COMP 5 Specific Conductance 2000 umhos/cm
07-APR-03 MONDAY 1 Hr COMP 5 pH 7.5 pH
07-APR-03 MONDAY 1_Hr COMP 105 specific Conductance 2100 umhos/cm

07-APR-03 MONDAY 1 Hr COMP 105 pH 7.5 pH
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07-APR-03 MONDAY 1 _Hr COMP 205 Specific Conductance 2200 umhos/cm
07-APR-03 MONDAY 1 Hr COMP 205 pH 7.5 pH
07-APR-03 MONDAY 1 Hr COMP 305 Specific Conductance 2100 umhos/cm
07-APR-03 MONDAY 1 Hr COMP 305 pH 7.5 pH
07-APR-03 MONDAY 1_Hr COMP 405 Specific Conductance 2200 umhos/cm
07-APR-03 MONDAY 1 Hr COMP 405 pH 7.4 pH
07-APR-03 MONDAY 1_Hr COMP 505 Specific Conductance 2000 umhos/cm
07-APR-03 MONDAY 1 Hr COMP 505 pH 7.4 pH
07-APR-03 MONDAY 1 Hr COMP 605 Specific Conductance 2000 umhos/cm
07-APR-03 MONDAY 1 Hr COMP 605 pH 7.3 pH
07-APR-03 MONDAY 1_Hr COMP 705 Specific Conductance 2000 umhos/cm
07-APR-03 MONDAY 1 Hr COMP 705 pH 7.4 pH
07-APR-03 MONDAY GRAB 805 Specific Conductance 2400 umhos/cm
07-APR-03 MONDAY GRAB 805 pH 7.7 pH
07-APR-03 MONDAY COMP_CONDUCT 820 Specific Conductance 1900 umhos/cm
07-APR-03 MONDAY COMP_PH 820 pH 7.5 pH
15-APR-03 TUESDAY 1 Hr COMP 810 Specific Conductance 1500 umhos/cm
15-APR-03 TUESDAY 1 Hr COMP 810 pH 7.7 pH
15-APR-03 TUESDAY 1_Hr COMP 910 specific Conductance 1700 umhos/cm
15-APR-03 TUESDAY 1 Hr COMP 910 pH 7.8 pH
15-APR-03 TUESDAY 1 Hr COMP 1010 Specific Conductance 1700 umhos/cm
15-APR-03 TUESDAY 1 Hr COMP 1010 pH 7.7 pH
15-APR-03 TUESDAY 1_Hr COMP 1110 Specific Conductance 1800 umhos/cm
15-APR-03 TUESDAY 1 Hr COMP 1110 pH 7.6 pH
15-APR-03 TUESDAY 1 Hr COMP 1210 Specific Conductance 2000 umhos/cm
15-APR-03 TUESDAY 1 Hr COMP 1210 pH 7.2 pH
15-APR-03 TUESDAY 1_Hr COMP 1310 Specific Conductance 1800 umhos/cm
15-APR-03 TUESDAY 1 Hr COMP 1310 pH 7.2 pH
15-APR-03 TUESDAY 1 Hr COMP 1410 Specific Conductance 1800 umhos/cm
15-APR-03 TUESDAY 1 Hr COMP 1410 pH 7.3 pH
15-APR-03 TUESDAY 1_Hr COMP 1510 Specific Conductance 1800 umhos/cm
15-APR-03 TUESDAY 1 Hr COMP 1510 pH 7.3 pH
15-APR-03 TUESDAY 1 Hr COMP 1610 Specific Conductance 1900 umhos/cm
15-APR-03 TUESDAY 1 Hr COMP 1610 pH 7.3 pH
15-APR-03 TUESDAY 1_Hr COMP 1710 Specific Conductance 1900 umhos/cm
15-APR-03 TUESDAY 1 Hr COMP 1710 pH 7.3 pH
15-APR-03 TUESDAY 1 Hr COMP 1810 Specific Conductance 2200 umhos/cm
15-APR-03 TUESDAY 1 Hr COMP 1810 pH 7.3 pH
15-APR-03 TUESDAY 1_Hr COMP 1910 Specific Conductance 2400 umhos/cm
15-APR-03 TUESDAY 1 Hr COMP 1910 pH 7.3 pH
15-APR-03 TUESDAY 1 Hr COMP 2010 Specific Conductance 2700 umhos/cm
15-APR-03 TUESDAY 1 Hr COMP 2010 pH 7.3 pH
15-APR-03 TUESDAY 1_Hr COMP 2110 Specific Conductance 2200 umhos/cm
15-APR-03 TUESDAY 1 Hr COMP 2110 pH 7.2 pH
15-APR-03 TUESDAY 1 Hr COMP 2210 Specific Conductance 2000 umhos/cm
15-APR-03 TUESDAY 1 Hr COMP 2210 pH 7.4 pH
15-APR-03 TUESDAY 1_Hr COMP 2310 Specific Conductance 2100 umhos/cm
15-APR-03 TUESDAY 1 Hr COMP 2310 pH 7.4 pH
16-APR-03 WEDNESDAY 1 Hr COMP 10 Specific Conductance 1900 umhos/cm
16-APR-03 WEDNESDAY 1 Hr COMP 10 pH 7.4 pH
16-APR-03 WEDNESDAY 1_Hr COMP 110 specific Conductance 1700 umhos/cm
16-APR-03 WEDNESDAY 1 Hr COMP 110 pH 7.4 pH
16-APR-03 WEDNESDAY 1 Hr COMP 210 specific Conductance 1800 umhos/cm
16-APR-03 WEDNESDAY 1 Hr COMP 210 pH 7.4 pH
16-APR-03 WEDNESDAY 1 _Hr COMP 310 Specific Conductance 1900 umhos/cm
16-APR-03 WEDNESDAY 1 Hr COMP 310 pH 7.5 pH
16-APR-03 WEDNESDAY 1_Hr COMP 410 Specific Conductance 1900 umhos/cm
16-APR-03 WEDNESDAY 1 Hr COMP 410 pH 7.5 pH
16-APR-03 WEDNESDAY 1 _Hr COMP 510 Specific Conductance 2000 umhos/cm
16-APR-03 WEDNESDAY 1 Hr COMP 510 pH 7.5 pH
16-APR-03 WEDNESDAY 1_Hr COMP 610 Specific Conductance 1900 umhos/cm
16-APR-03 WEDNESDAY 1 Hr COMP 610 pH 7.4 pH
16-APR-03 WEDNESDAY 1 Hr COMP 710 Specific Conductance 1900 umhos/cm
16-APR-03 WEDNESDAY 1 Hr COMP 710 pH 7.5 pH
16-APR-03 WEDNESDAY GRAB 825 Specific Conductance 2200 umhos/cm
16-APR-03 WEDNESDAY GRAB 825 pH 7.9 pH
16-APR-03 WEDNESDAY COMP CONDUCT 835 Specific Conductance 2000 umhos/cm

16-APR-03 WEDNESDAY COMP PH 835 pH 7.5 pH
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23-JAN-03 THURSDAY 1 _Hr COMP 1220 specific Conductance 4300 umhos/cm
23-JAN-03 THURSDAY 1 Hr COMP 1220 pH 7.1 pH
23-JAN-03 THURSDAY 1 Hr COMP 1320 Specific Conductance 4200 umhos/cm
23-JAN-03 THURSDAY 1 Hr COMP 1320 pH 7.3 pH
23-JAN-03 THURSDAY 1_Hr COMP 1420 specific Conductance 4300 umhos/cm
23-JAN-03 THURSDAY 1 Hr COMP 1420 pH 7.4 pH
23-JAN-03 THURSDAY 1_Hr COMP 1520 Specific Conductance 4500 umhos/cm
23-JAN-03 THURSDAY 1 Hr COMP 1520 pH 7.8 pH
23-JAN-03 THURSDAY 1 Hr COMP 1620 Specific Conductance 4500 umhos/cm
23-JAN-03 THURSDAY 1 Hr COMP 1620 pH 8.1 pH
23-JAN-03 THURSDAY 1_Hr COMP 1720 Specific Conductance 4100 umhos/cm
23-JAN-03 THURSDAY 1 Hr COMP 1720 pH 7.6 pH
23-JAN-03 THURSDAY 1 Hr COMP 1820 Specific Conductance 4500 umhos/cm
23-JAN-03 THURSDAY 1 Hr COMP 1820 pH 7.2 pH
23-JAN-03 THURSDAY 1_Hr COMP 1920 Specific Conductance 4200 umhos/cm
23-JAN-03 THURSDAY 1 Hr COMP 1920 pH 7.8 pH
23-JAN-03 THURSDAY 1 Hr COMP 2020 Specific Conductance 4000 umhos/cm
23-JAN-03 THURSDAY 1 Hr COMP 2020 pH 7.8 pH
23-JAN-03 THURSDAY 1_Hr COMP 2120 Specific Conductance 4500 umhos/cm
23-JAN-03 THURSDAY 1 Hr COMP 2120 pH 8.4 pH
23-JAN-03 THURSDAY 1 Hr COMP 2220 Specific Conductance 4600 umhos/cm
23-JAN-03 THURSDAY 1 Hr COMP 2220 pH 8.8 pH
23-JAN-03 THURSDAY 1_Hr COMP 2320 Specific Conductance 4400 umhos/cm
23-JAN-03 THURSDAY 1 Hr COMP 2320 pH 7.9 pH
24-JAN-03 FRIDAY 1 Hr COMP 20 Specific Conductance 4500 umhos/cm
24-JAN-03 FRIDAY 1 Hr COMP 20 pH 8.4 pH
24-JAN-03 FRIDAY 1_Hr COMP 120 specific Conductance 4300 umhos/cm
24-JAN-03 FRIDAY 1 Hr COMP 120 pH 8.4 pH
24-JAN-03 FRIDAY 1 Hr COMP 220 Specific Conductance 4100 umhos/cm
24-JAN-03 FRIDAY 1 Hr COMP 220 pH 8.2 pH
24-JAN-03 FRIDAY 1_Hr COMP 320 Specific Conductance 4500 umhos/cm
24-JAN-03 FRIDAY 1 Hr COMP 320 pH 9 pH
24-JAN-03 FRIDAY 1 Hr COMP 420 Specific Conductance 4200 umhos/cm
24-JAN-03 FRIDAY 1 Hr COMP 420 pH 8.3 pH
24-JAN-03 FRIDAY 1_Hr COMP 520 Specific Conductance 4100 umhos/cm
24-JAN-03 FRIDAY 1 Hr COMP 520 pH 8.1 pH
24-JAN-03 FRIDAY 1 Hr COMP 620 Specific Conductance 4000 umhos/cm
24-JAN-03 FRIDAY 1 Hr COMP 620 pH 8 pH
24-JAN-03 FRIDAY 1_Hr COMP 720 Specific Conductance 4000 umhos/cm
24-JAN-03 FRIDAY 1 Hr COMP 720 pH 8.1 pH
24-JAN-03 FRIDAY 1 Hr COMP 820 Specific Conductance 5200 umhos/cm
24-JAN-03 FRIDAY 1 Hr COMP 820 pH 8.1 pH
24-JAN-03 FRIDAY 1_Hr COMP 920 specific Conductance 4100 umhos/cm
24-JAN-03 FRIDAY 1 Hr COMP 920 pH 8.1 pH
24-JAN-03 FRIDAY 1 Hr COMP 1020 specific Conductance 4200 umhos/cm
24-JAN-03 FRIDAY 1 Hr COMP 1020 pH 8.1 pH
24-JAN-03 FRIDAY COMP_CONDUCT 1120 specific Conductance 4300 umhos/cm
24-JAN-03 FRIDAY COMP_PH 1120 pH 7.9 pH
24-JAN-03 FRIDAY GRAB 1130 Specific Conductance 4000 umhos/cm
24-JAN-03 FRIDAY GRAB 1130 pH 7.8 pH
31-JAN-03 FRIDAY 1_Hr COMP 1100 specific Conductance 4400 umhos/cm
31-JAN-03 FRIDAY 1 Hr COMP 1100 pH 7.8 pH
31-JAN-03 FRIDAY 1 Hr COMP 1200 specific Conductance 4200 umhos/cm
31-JAN-03 FRIDAY 1 Hr COMP 1200 pH 7.7 pH
31-JAN-03 FRIDAY 1 _Hr COMP 1300 specific Conductance 4400 umhos/cm
31-JAN-03 FRIDAY 1 Hr COMP 1300 pH 7.6 pH
31-JAN-03 FRIDAY 1_Hr COMP 1400 Specific Conductance 4200 umhos/cm
31-JAN-03 FRIDAY 1 Hr COMP 1400 pH 7.6 pH
31-JAN-03 FRIDAY 1 _Hr COMP 1500 specific Conductance 4300 umhos/cm
31-JAN-03 FRIDAY 1 Hr COMP 1500 pH 7.6 pH
31-JAN-03 FRIDAY 1_Hr COMP 1600 Specific Conductance 4300 umhos/cm
31-JAN-03 FRIDAY 1 Hr COMP 1600 pH 7.6 pH
31-JAN-03 FRIDAY 1 Hr COMP 1700 Specific Conductance 4600 umhos/cm
31-JAN-03 FRIDAY 1 Hr COMP 1700 pH 7.6 pH
31-JAN-03 FRIDAY 1_Hr COMP 1800 Specific Conductance 5100 umhos/cm
31-JAN-03 FRIDAY 1 Hr COMP 1800 pH 7.6 pH
31-JAN-03 FRIDAY 1 Hr COMP 1900 Specific Conductance 4900 umhos/cm
31-JAN-03 FRIDAY 1 Hr COMP 1900 pH 7.7 pH
31-JAN-03 FRIDAY 1_Hr COMP 2000 Specific Conductance 5300 umhos/cm
31-JAN-03 FRIDAY 1 Hr COMP 2000 pH 8.3 pH
31-JAN-03 FRIDAY 1 Hr COMP 2100 Specific Conductance 4800 umhos/cm
31-JAN-03 FRIDAY 1 Hr COMP 2100 pH 8.3 pH

31-JAN-03 FRIDAY 1_Hr COMP 2200 Specific Conductance 4700 umhos/cm
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31-JAN-03 FRIDAY 1 Hr COMP 2200 pH 8.6 pH
31-JAN-03 FRIDAY 1_Hr COMP 2300 Specific Conductance 4800 umhos/cm
31-JAN-03 FRIDAY 1 Hr COMP 2300 pH 8.3 pH
31-JAN-03 FRIDAY 1 Hr COMP 2400 Specific Conductance 6100 umhos/cm
31-JAN-03 FRIDAY 1 Hr COMP 2400 pH 8.5 pH
01-FEB-03 SATURDAY 1_Hr COMP 100 specific Conductance 4700 umhos/cm
01-FEB-03 SATURDAY 1 Hr COMP 100 pH 7.8 pH
01-FEB-03 SATURDAY 1 Hr COMP 400 specific Conductance 4200 umhos/cm
01-FEB-03 SATURDAY 1 _Hr COMP 400 pH 7.6 pH
01-FEB-03 SATURDAY 1_Hr COMP 600 sSpecific Conductance 4300 umhos/cm
01-FEB-03 SATURDAY 1 Hr COMP 600 pH 7.7 pH
01-FEB-03 SATURDAY 1 Hr COMP 700 specific Conductance 4200 umhos/cm
01-FEB-03 SATURDAY 1 _Hr COMP 700 pH 7.8 pH
01-FEB-03 SATURDAY 1_Hr COMP 800 specific Conductance 4200 umhos/cm
01-FEB-03 SATURDAY 1 Hr COMP 800 pH 8 pH
01-FEB-03 SATURDAY 1 Hr COMP 900 Specific Conductance 4200 umhos/cm
01-FEB-03 SATURDAY 1 _Hr COMP 900 pH 8.1 pH
01-FEB-03 SATURDAY 1_Hr COMP 1000 sSpecific Conductance 4100 umhos/cm
01-FEB-03 SATURDAY 1 Hr COMP 1000 pH 8.2 pH
01-FEB-03 SATURDAY COMP CONDUCT 1145 Specific Conductance 4400 umhos/cm
01-FEB-03 SATURDAY COMP PH 1145 pH 7.9 pH
01-FEB-03 SATURDAY GRAB 1155 Specific Conductance 4100 umhos/cm
01-FEB-03 SATURDAY GRAB 1155 pH 7.9 pH
08-FEB-03 SATURDAY 1 Hr COMP 1030 Specific Conductance 4000 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 1030 pH 7.6 pH
08-FEB-03 SATURDAY 1 Hr COMP 1130 Specific Conductance 4000 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 1130 pH 7.5 pH
08-FEB-03 SATURDAY 1 Hr COMP 1230 specific Conductance 4000 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 1230 pH 7.4 pH
08-FEB-03 SATURDAY 1 Hr COMP 1330 Specific Conductance 3900 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 1330 pH 7.4 pH
08-FEB-03 SATURDAY 1 Hr COMP 1430 Specific Conductance 3900 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 1430 pH 7.4 pH
08-FEB-03 SATURDAY 1 _Hr COMP 1530 sSpecific Conductance 3800 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 1530 pH 7.4 pH
08-FEB-03 SATURDAY 1 Hr COMP 1630 Specific Conductance 3800 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 1630 pH 7.4 pH
08-FEB-03 SATURDAY 1 _Hr COMP 1730 sSpecific Conductance 3700 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 1730 pH 7.5 pH
08-FEB-03 SATURDAY 1 Hr COMP 1830 Specific Conductance 3900 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 1830 pH 7.6 pH
08-FEB-03 SATURDAY 1 _Hr COMP 1930 Specific Conductance 4100 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 1930 pH 7.8 pH
08-FEB-03 SATURDAY 1 Hr COMP 2030 Specific Conductance 4000 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 2030 pH 8 pH
08-FEB-03 SATURDAY 1 _Hr COMP 2130 Specific Conductance 3800 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 2130 pH 8.5 pH
08-FEB-03 SATURDAY 1 Hr COMP 2230 Specific Conductance 4000 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 2230 pH 8.4 pH
08-FEB-03 SATURDAY 1 _Hr COMP 2330 Specific Conductance 4000 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 2330 pH 8.3 pH
09-FEB-03 SUNDAY 1 Hr COMP 30 Specific Conductance 4300 umhos/cm
09-FEB-03 SUNDAY 1 Hr COMP 30 pH 8.5 pH
09-FEB-03 SUNDAY 1 Hr COMP 130 Specific Conductance 4100 umhos/cm
09-FEB-03 SUNDAY 1 Hr COMP 130 pH 8.3 pH
09-FEB-03 SUNDAY 1 Hr COMP 230 Specific Conductance 4000 umhos/cm
09-FEB-03 SUNDAY 1 Hr COMP 230 pH 8.5 pH
09-FEB-03 SUNDAY 1 Hr COMP 330 sSpecific Conductance 4000 umhos/cm
09-FEB-03 SUNDAY 1 Hr COMP 330 pH 8.5 pH
09-FEB-03 SUNDAY 1 Hr COMP 430 Specific Conductance 4000 umhos/cm
09-FEB-03 SUNDAY 1 Hr COMP 430 pH 8.2 pH
09-FEB-03 SUNDAY 1 Hr COMP 530 Specific Conductance 4000 umhos/cm
09-FEB-03 SUNDAY 1 _Hr COMP 530 pH 8 pH
09-FEB-03 SUNDAY 1 Hr COMP 630 Specific Conductance 3900 umhos/cm
09-FEB-03 SUNDAY 1 Hr COMP 630 pH 7.9 pH
09-FEB-03 SUNDAY 1 Hr COMP 730 sSpecific Conductance 3700 umhos/cm
09-FEB-03 SUNDAY 1 _Hr COMP 730 pH 7.9 pH
09-FEB-03 SUNDAY 1 Hr COMP 830 Specific Conductance 3900 umhos/cm
09-FEB-03 SUNDAY 1 Hr COMP 830 pH 8.1 pH
09-FEB-03 SUNDAY COMP CONDUCT 940 Specific Conductance 4000 umhos/cm
09-FEB-03 SUNDAY COMP_PH 940 pH 7.8 pH
09-FEB-03 SUNDAY GRAB 950 Specific Conductance 4100 umhos/cm

09-FEB-03 SUNDAY GRAB 950 pH 8 pH



City of Ensenada

Site 2

DATE DAY OF WEEK SAMPLE TYPE TIME ANALYTE VALUE UNITS
25-FEB-03 TUESDAY GRAB 1105 Specific Conductance 1800 umhos/cm
25-FEB-03 TUESDAY GRAB 1105 pH 7.9 pH
04-MAR-03 TUESDAY 1 Hr COMP 955 Specific Conductance 3500 umhos/cm
04-MAR-03 TUESDAY 1 _Hr COMP 955 pH 7.9 pH
04-MAR-03 TUESDAY 1_Hr COMP 1055 sSpecific Conductance 2300 umhos/cm
04-MAR-03 TUESDAY 1 Hr COMP 1055 pH 7.8 pH
04-MAR-03 TUESDAY 1_Hr COMP 1155 Specific Conductance 1600 umhos/cm
04-MAR-03 TUESDAY 1 Hr COMP 1155 pH 7.6 pH
04-MAR-03 TUESDAY 1 Hr COMP 1255 Specific Conductance 1600 umhos/cm
04-MAR-03 TUESDAY 1 Hr COMP 1255 pH 7.5 pH
04-MAR-03 TUESDAY 1_Hr COMP 1355 Specific Conductance 2000 umhos/cm
04-MAR-03 TUESDAY 1 Hr COMP 1355 pH 7.5 pH
04-MAR-03 TUESDAY 1 Hr COMP 1455 Specific Conductance 2500 umhos/cm
04-MAR-03 TUESDAY 1 Hr COMP 1455 pH 7.9 pH
04-MAR-03 TUESDAY 1_Hr COMP 1555 Specific Conductance 2600 umhos/cm
04-MAR-03 TUESDAY 1 Hr COMP 1555 pH 7.9 pH
04-MAR-03 TUESDAY 1 Hr COMP 1655 Specific Conductance 2400 umhos/cm
04-MAR-03 TUESDAY 1 Hr COMP 1655 pH 7.8 pH
04-MAR-03 TUESDAY 1_Hr COMP 1755 Specific Conductance 2600 umhos/cm
04-MAR-03 TUESDAY 1 Hr COMP 1755 pH 7.1 pH
04-MAR-03 TUESDAY 1 _Hr COMP 1855 Specific Conductance 2200 umhos/cm
04-MAR-03 TUESDAY 1 Hr COMP 1855 pH 7.8 pH
04-MAR-03 TUESDAY 1_Hr COMP 1955 Specific Conductance 3000 umhos/cm
04-MAR-03 TUESDAY 1 Hr COMP 1955 pH 7.9 pH
04-MAR-03 TUESDAY 1 _Hr COMP 2055 Specific Conductance 3300 umhos/cm
04-MAR-03 TUESDAY 1 Hr COMP 2055 pH 7.7 pH
04-MAR-03 TUESDAY 1_Hr COMP 2155 Specific Conductance 3900 umhos/cm
04-MAR-03 TUESDAY 1 Hr COMP 2155 pH 7.9 pH
04-MAR-03 TUESDAY 1 _Hr COMP 2255 Specific Conductance 3600 umhos/cm
04-MAR-03 TUESDAY 1 Hr COMP 2255 pH 7.9 pH
04-MAR-03 TUESDAY 1_Hr COMP 2355 Specific Conductance 3900 umhos/cm
04-MAR-03 TUESDAY 1 Hr COMP 2355 pH 8.1 pH
05-MAR-03 WEDNESDAY 1 Hr COMP 55 Specific Conductance 4300 umhos/cm
05-MAR-03 WEDNESDAY 1 Hr COMP 55 pH 8.1 pH
05-MAR-03 WEDNESDAY 1 Hr COMP 155 Specific Conductance 3900 umhos/cm
05-MAR-03 WEDNESDAY 1 Hr COMP 155 pH 7.9 pH
05-MAR-03 WEDNESDAY 1 Hr COMP 255 specific Conductance 3800 umhos/cm
05-MAR-03 WEDNESDAY 1 Hr COMP 255 pH 7.8 pH
05-MAR-03 WEDNESDAY 1 Hr COMP 355 Specific Conductance 4100 umhos/cm
05-MAR-03 WEDNESDAY 1 Hr COMP 355 pH 7.8 pH
05-MAR-03 WEDNESDAY 1 Hr COMP 455 specific Conductance 3900 umhos/cm
05-MAR-03 WEDNESDAY 1 Hr COMP 455 pH 7.4 pH
05-MAR-03 WEDNESDAY 1 Hr COMP 555 Specific Conductance 3900 umhos/cm
05-MAR-03 WEDNESDAY 1 Hr COMP 555 pH 7.4 pH
05-MAR-03 WEDNESDAY 1 Hr COMP 655 Specific Conductance 3800 umhos/cm
05-MAR-03 WEDNESDAY 1 Hr COMP 655 pH 7.5 pH
05-MAR-03 WEDNESDAY 1 Hr COMP 755 Specific Conductance 4100 umhos/cm
05-MAR-03 WEDNESDAY 1 Hr COMP 755 pH 7.6 pH
05-MAR-03 WEDNESDAY 1 Hr COMP 855 Specific Conductance 3900 umhos/cm
05-MAR-03 WEDNESDAY 1 Hr COMP 855 pH 7.4 pH
05-MAR-03 WEDNESDAY COMP_CONDUCT 1330 Specific Conductance 3200 umhos/cm
05-MAR-03 WEDNESDAY COMP_PH 1330 pH 7.8 pH
05-MAR-03 WEDNESDAY GRAB 1340 Specific Conductance 4600 umhos/cm
05-MAR-03 WEDNESDAY GRAB 1340 pH 7.8 pH
12-MAR-03 WEDNESDAY 1 Hr COMP 945 Specific Conductance 3800 umhos/cm
12-MAR-03 WEDNESDAY 1 Hr COMP 945 pH 7.6 pH
12-MAR-03 WEDNESDAY 1_Hr COMP 1045 Specific Conductance 3800 umhos/cm
12-MAR-03 WEDNESDAY 1 Hr COMP 1045 pH 7.6 pH
12-MAR-03 WEDNESDAY 1 Hr COMP 1145 Specific Conductance 3800 umhos/cm
12-MAR-03 WEDNESDAY 1 Hr COMP 1145 pH 7.6 pH
12-MAR-03 WEDNESDAY 1_Hr COMP 1245 Specific Conductance 3800 umhos/cm
12-MAR-03 WEDNESDAY 1 Hr COMP 1245 pH 7.6 pH
12-MAR-03 WEDNESDAY 1 Hr COMP 1345 Specific Conductance 3800 umhos/cm
12-MAR-03 WEDNESDAY 1 Hr COMP 1345 pH 7.6 pH
12-MAR-03 WEDNESDAY 1_Hr COMP 1445 Specific Conductance 3900 umhos/cm
12-MAR-03 WEDNESDAY 1 Hr COMP 1445 pH 7.9 pH
12-MAR-03 WEDNESDAY 1 Hr COMP 1545 Specific Conductance 3800 umhos/cm
12-MAR-03 WEDNESDAY 1 Hr COMP 1545 pH 8 pH
12-MAR-03 WEDNESDAY 1_Hr COMP 1645 Specific Conductance 3600 umhos/cm
12-MAR-03 WEDNESDAY 1 Hr COMP 1645 pH 8 pH
12-MAR-03 WEDNESDAY 1 Hr COMP 1745 Specific Conductance 4400 umhos/cm
12-MAR-03 WEDNESDAY 1 Hr COMP 1745 pH 7.7 pH

12-MAR-03 WEDNESDAY 1_Hr COMP 1845 Specific Conductance 4700 umhos/cm
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12-MAR-03 WEDNESDAY 1 Hr COMP 1845 pH 7.5 pH
12-MAR-03 WEDNESDAY 1_Hr COMP 1945 Specific Conductance 4600 umhos/cm
12-MAR-03 WEDNESDAY 1 Hr COMP 1945 pH 7.5 pH
12-MAR-03 WEDNESDAY 1 Hr COMP 2045 Specific Conductance 4900 umhos/cm
12-MAR-03 WEDNESDAY 1 Hr COMP 2045 pH 7.5 pH
12-MAR-03 WEDNESDAY 1_Hr COMP 2145 Specific Conductance 4900 umhos/cm
12-MAR-03 WEDNESDAY 1 Hr COMP 2145 pH 7.6 pH
12-MAR-03 WEDNESDAY 1 Hr COMP 2245 Specific Conductance 4900 umhos/cm
12-MAR-03 WEDNESDAY 1 Hr COMP 2245 pH 7.6 pH
12-MAR-03 WEDNESDAY 1_Hr COMP 2345 Specific Conductance 4700 umhos/cm
12-MAR-03 WEDNESDAY 1 Hr COMP 2345 pH 7.5 pH
13-MAR-03 THURSDAY 1 Hr COMP 45 Specific Conductance 4800 umhos/cm
13-MAR-03 THURSDAY 1 Hr COMP 45 pH 7.3 pH
13-MAR-03 THURSDAY 1_Hr COMP 145 specific Conductance 4800 umhos/cm
13-MAR-03 THURSDAY 1 Hr COMP 145 pH 7.4 pH
13-MAR-03 THURSDAY 1 Hr COMP 245 specific Conductance 4800 umhos/cm
13-MAR-03 THURSDAY 1 Hr COMP 245 pH 7.3 pH
13-MAR-03 THURSDAY 1_Hr COMP 345 Specific Conductance 4200 umhos/cm
13-MAR-03 THURSDAY 1 Hr COMP 345 pH 7.3 pH
13-MAR-03 THURSDAY 1 Hr COMP 445 specific Conductance 4100 umhos/cm
13-MAR-03 THURSDAY 1 Hr COMP 445 pH 7.2 pH
13-MAR-03 THURSDAY 1_Hr COMP 545 Specific Conductance 3800 umhos/cm
13-MAR-03 THURSDAY 1 Hr COMP 545 pH 7.3 pH
13-MAR-03 THURSDAY 1 Hr COMP 645 Specific Conductance 3900 umhos/cm
13-MAR-03 THURSDAY 1 Hr COMP 645 pH 6.8 pH
13-MAR-03 THURSDAY 1_Hr COMP 745 Specific Conductance 3800 umhos/cm
13-MAR-03 THURSDAY 1 Hr COMP 745 pH 7.4 pH
13-MAR-03 THURSDAY 1 Hr COMP 845 Specific Conductance 3800 umhos/cm
13-MAR-03 THURSDAY 1 Hr COMP 845 pH 7.5 pH
13-MAR-03 THURSDAY COMP_CONDUCT 1100 specific Conductance 4300 umhos/cm
13-MAR-03 THURSDAY COMP PH 1100 pH 7.6 pH
13-MAR-03 THURSDAY GRAB 1110 Specific Conductance 3800 umhos/cm
13-MAR-03 THURSDAY GRAB 1110 pH 8 pH
20-MAR-03 THURSDAY 1 _Hr COMP 930 sSpecific Conductance 4500 umhos/cm
20-MAR-03 THURSDAY 1 Hr COMP 930 pH 7.8 pH
20-MAR-03 THURSDAY 1_Hr COMP 1030 Specific Conductance 4400 umhos/cm
20-MAR-03 THURSDAY 1 Hr COMP 1030 pH 7.6 pH
20-MAR-03 THURSDAY 1 Hr COMP 1130 Specific Conductance 4500 umhos/cm
20-MAR-03 THURSDAY 1 Hr COMP 1130 pH 7.6 pH
20-MAR-03 THURSDAY 1_Hr COMP 1230 Specific Conductance 4300 umhos/cm
20-MAR-03 THURSDAY 1 Hr COMP 1230 pH 7.5 pH
20-MAR-03 THURSDAY 1 Hr COMP 1330 Specific Conductance 4000 umhos/cm
20-MAR-03 THURSDAY 1 Hr COMP 1330 pH 7.4 pH
20-MAR-03 THURSDAY 1_Hr COMP 1430 Specific Conductance 5000 umhos/cm
20-MAR-03 THURSDAY 1 Hr COMP 1430 pH 7.4 pH
20-MAR-03 THURSDAY 1 Hr COMP 1530 Specific Conductance 4400 umhos/cm
20-MAR-03 THURSDAY 1 Hr COMP 1530 pH 7.4 pH
20-MAR-03 THURSDAY 1_Hr COMP 1630 Specific Conductance 4500 umhos/cm
20-MAR-03 THURSDAY 1 Hr COMP 1630 pH 7.5 pH
20-MAR-03 THURSDAY 1 Hr COMP 1730 Specific Conductance 4400 umhos/cm
20-MAR-03 THURSDAY 1 Hr COMP 1730 pH 7.5 pH
20-MAR-03 THURSDAY 1_Hr COMP 1830 Specific Conductance 4500 umhos/cm
20-MAR-03 THURSDAY 1 Hr COMP 1830 pH 7.5 pH
20-MAR-03 THURSDAY 1 Hr COMP 1930 Specific Conductance 4400 umhos/cm
20-MAR-03 THURSDAY 1 _Hr COMP 1930 pH 7.4 pH
20-MAR-03 THURSDAY 1_Hr COMP 2030 Specific Conductance 4200 umhos/cm
20-MAR-03 THURSDAY 1 Hr COMP 2030 pH 7.3 pH
20-MAR-03 THURSDAY 1 Hr COMP 2130 Specific Conductance 4000 umhos/cm
20-MAR-03 THURSDAY 1 _Hr COMP 2130 pH 7.1 pH
20-MAR-03 THURSDAY 1_Hr COMP 2230 Specific Conductance 4100 umhos/cm
20-MAR-03 THURSDAY 1 Hr COMP 2230 pH 7.6 pH
20-MAR-03 THURSDAY 1 Hr COMP 2330 Specific Conductance 4000 umhos/cm
20-MAR-03 THURSDAY 1 _Hr COMP 2330 pH 7.7 pH
21-MAR-03 FRIDAY 1_Hr COMP 30 Specific Conductance 4000 umhos/cm
21-MAR-03 FRIDAY 1 Hr COMP 30 pH 7.7 pH
21-MAR-03 FRIDAY 1 Hr COMP 130 Specific Conductance 3900 umhos/cm
21-MAR-03 FRIDAY 1 Hr COMP 130 pH 7.8 pH
21-MAR-03 FRIDAY 1_Hr COMP 230 Specific Conductance 4000 umhos/cm
21-MAR-03 FRIDAY 1 Hr COMP 230 pH 7.8 pH
21-MAR-03 FRIDAY 1 Hr COMP 330 Specific Conductance 4000 umhos/cm
21-MAR-03 FRIDAY 1 Hr COMP 330 pH 7.7 pH
21-MAR-03 FRIDAY 1_Hr COMP 430 Specific Conductance 3900 umhos/cm

21-MAR-03 FRIDAY 1 Hr COMP 430 pH 7.7 pH
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21-MAR-03 FRIDAY 1 _Hr COMP 530 Specific Conductance 3900 umhos/cm
21-MAR-03 FRIDAY 1 Hr COMP 530 pH 7.7 pH
21-MAR-03 FRIDAY 1 Hr COMP 630 Specific Conductance 3800 umhos/cm
21-MAR-03 FRIDAY 1 Hr COMP 630 pH 7.7 pH
21-MAR-03 FRIDAY 1_Hr COMP 730 Specific Conductance 4100 umhos/cm
21-MAR-03 FRIDAY 1 Hr COMP 730 pH 7.9 pH
21-MAR-03 FRIDAY 1_Hr COMP 830 Specific Conductance 4200 umhos/cm
21-MAR-03 FRIDAY 1 Hr COMP 830 pH 8 pH
21-MAR-03 FRIDAY COMP_CONDUCT 925 sSpecific Conductance 4200 umhos/cm
21-MAR-03 FRIDAY COMP PH 925 pH 7.7 pH
21-MAR-03 FRIDAY GRAB 935 Specific Conductance 4200 umhos/cm
21-MAR-03 FRIDAY GRAB 935 pH 8.07 pH
28-MAR-03 FRIDAY 1 _Hr COMP 935 Specific Conductance 4400 umhos/cm
28-MAR-03 FRIDAY 1 Hr COMP 935 pH 7.4 pH
28-MAR-03 FRIDAY 1_Hr COMP 1035 Specific Conductance 4500 umhos/cm
28-MAR-03 FRIDAY 1 Hr COMP 1035 pH 7.3 pH
28-MAR-03 FRIDAY 1 _Hr COMP 1135 sSpecific Conductance 4300 umhos/cm
28-MAR-03 FRIDAY 1 Hr COMP 1135 pH 7.2 pH
28-MAR-03 FRIDAY 1_Hr COMP 1235 Specific Conductance 4300 umhos/cm
28-MAR-03 FRIDAY 1 Hr COMP 1235 pH 7.2 pH
28-MAR-03 FRIDAY 1 _Hr COMP 1335 Specific Conductance 4700 umhos/cm
28-MAR-03 FRIDAY 1 Hr COMP 1335 pH 7.4 pH
28-MAR-03 FRIDAY 1_Hr COMP 1435 Specific Conductance 4500 umhos/cm
28-MAR-03 FRIDAY 1 Hr COMP 1435 pH 7.3 pH
28-MAR-03 FRIDAY 1 _Hr COMP 1535 Specific Conductance 4300 umhos/cm
28-MAR-03 FRIDAY 1 Hr COMP 1535 pH 7.3 pH
28-MAR-03 FRIDAY 1_Hr COMP 1635 Specific Conductance 4300 umhos/cm
28-MAR-03 FRIDAY 1 Hr COMP 1635 pH 7.2 pH
28-MAR-03 FRIDAY 1 Hr COMP 1735 Specific Conductance 4100 umhos/cm
28-MAR-03 FRIDAY 1 Hr COMP 1735 pH 7.3 pH
28-MAR-03 FRIDAY 1_Hr COMP 1835 Specific Conductance 4100 umhos/cm
28-MAR-03 FRIDAY 1 Hr COMP 1835 pH 7.3 pH
28-MAR-03 FRIDAY 1 Hr COMP 1935 Specific Conductance 4200 umhos/cm
28-MAR-03 FRIDAY 1 _Hr COMP 1935 pH 7.3 pH
28-MAR-03 FRIDAY 1_Hr COMP 2035 Specific Conductance 4300 umhos/cm
28-MAR-03 FRIDAY 1 Hr COMP 2035 pH 7.3 pH
28-MAR-03 FRIDAY 1 Hr COMP 2135 Specific Conductance 4100 umhos/cm
28-MAR-03 FRIDAY 1 _Hr COMP 2135 pH 7.2 pH
28-MAR-03 FRIDAY 1_Hr COMP 2235 Specific Conductance 4200 umhos/cm
28-MAR-03 FRIDAY 1 Hr COMP 2235 pH 7.2 pH
28-MAR-03 FRIDAY 1 Hr COMP 2335 Specific Conductance 4100 umhos/cm
28-MAR-03 FRIDAY 1 _Hr COMP 2335 pH 7.1 pH
29-MAR-03 SATURDAY 1_Hr COMP 35 Specific Conductance 4100 umhos/cm
29-MAR-03 SATURDAY 1 Hr COMP 35 pH 7.5 pH
29-MAR-03 SATURDAY 1 Hr COMP 135 Specific Conductance 4100 umhos/cm
29-MAR-03 SATURDAY 1 _Hr COMP 135 pH 7.5 pH
29-MAR-03 SATURDAY 1_Hr COMP 235 Specific Conductance 4100 umhos/cm
29-MAR-03 SATURDAY 1 Hr COMP 235 pH 7.6 pH
29-MAR-03 SATURDAY 1 Hr COMP 335 sSpecific Conductance 4000 umhos/cm
29-MAR-03 SATURDAY 1 _Hr COMP 335 pH 7.6 pH
29-MAR-03 SATURDAY 1_Hr COMP 435 Specific Conductance 4000 umhos/cm
29-MAR-03 SATURDAY 1 Hr COMP 435 pH 7.6 pH
29-MAR-03 SATURDAY 1 Hr COMP 535 Specific Conductance 4000 umhos/cm
29-MAR-03 SATURDAY 1 _Hr COMP 535 pH 7.6 pH
29-MAR-03 SATURDAY 1 Hr COMP 635 Specific Conductance 4000 umhos/cm
29-MAR-03 SATURDAY 1 Hr COMP 635 pH 7.7 pH
29-MAR-03 SATURDAY 1_Hr COMP 735 Specific Conductance 4200 umhos/cm
29-MAR-03 SATURDAY 1 Hr COMP 735 pH 7.8 pH
29-MAR-03 SATURDAY 1 Hr COMP 835 Specific Conductance 4300 umhos/cm
29-MAR-03 SATURDAY 1 Hr COMP 835 pH 7.8 pH
29-MAR-03 SATURDAY GRAB 835 Specific Conductance 4300 umhos/cm
29-MAR-03 SATURDAY GRAB 835 pH 7.8 pH
29-MAR-03 SATURDAY COMP_ CONDUCT 845 Specific Conductance 4300 umhos/cm
29-MAR-03 SATURDAY COMP PH 845 pH 7.4 pH
06-APR-03 SUNDAY 1 Hr COMP 900 Specific Conductance 3800 umhos/cm
06-APR-03 SUNDAY 1 Hr COMP 900 pH 7.8 pH
06-APR-03 SUNDAY 1 _Hr COMP 1000 specific Conductance 3900 umhos/cm
06-APR-03 SUNDAY 1 Hr COMP 1000 pH 7.9 pH
06-APR-03 SUNDAY 1 Hr COMP 1100 Specific Conductance 4200 umhos/cm
06-APR-03 SUNDAY 1 Hr COMP 1100 pH 8 pH
06-APR-03 SUNDAY 1 _Hr COMP 1200 sSpecific Conductance 4100 umhos/cm
06-APR-03 SUNDAY 1 Hr COMP 1200 pH 7.7 pH

06-APR-03 SUNDAY 1 Hr COMP 1300 Specific Conductance 3900 umhos/cm
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06-APR-03 SUNDAY 1 Hr COMP 1300 pH 7.5 pH
06-APR-03 SUNDAY 1 Hr COMP 1400 Specific Conductance 3800 umhos/cm
06-APR-03 SUNDAY 1 Hr COMP 1400 pH 7.4 pH
06-APR-03 SUNDAY 1 _Hr COMP 1500 specific Conductance 3700 umhos/cm
06-APR-03 SUNDAY 1 Hr COMP 1500 pH 7.4 pH
06-APR-03 SUNDAY 1 Hr COMP 1600 Specific Conductance 3700 umhos/cm
06-APR-03 SUNDAY 1 Hr COMP 1600 pH 7.4 pH
06-APR-03 SUNDAY 1 Hr COMP 1700 specific Conductance 3700 umhos/cm
06-APR-03 SUNDAY 1 Hr COMP 1700 pH 7.5 pH
06-APR-03 SUNDAY 1 Hr COMP 1800 Specific Conductance 3700 umhos/cm
06-APR-03 SUNDAY 1 Hr COMP 1800 pH 7.5 pH
06-APR-03 SUNDAY 1 Hr COMP 1900 specific Conductance 3700 umhos/cm
06-APR-03 SUNDAY 1 Hr COMP 1900 pH 7.5 pH
06-APR-03 SUNDAY 1 Hr COMP 2000 Specific Conductance 3700 umhos/cm
06-APR-03 SUNDAY 1 Hr COMP 2000 pH 7.5 pH
06-APR-03 SUNDAY 1 Hr COMP 2100 Specific Conductance 3800 umhos/cm
06-APR-03 SUNDAY 1 Hr COMP 2100 pH 7.6 pH
06-APR-03 SUNDAY 1 Hr COMP 2200 Specific Conductance 3800 umhos/cm
06-APR-03 SUNDAY 1 Hr COMP 2200 pH 7.6 pH
06-APR-03 SUNDAY 1 Hr COMP 2300 Specific Conductance 3900 umhos/cm
06-APR-03 SUNDAY 1 Hr COMP 2300 pH 7.7 pH
06-APR-03 SUNDAY 1 Hr COMP 2400 Specific Conductance 3900 umhos/cm
06-APR-03 SUNDAY 1 Hr COMP 2400 pH 7.6 pH
07-APR-03 MONDAY 1 Hr COMP 100 Specific Conductance 3800 umhos/cm
07-APR-03 MONDAY 1 _Hr COMP 100 pH 7.7 pH
07-APR-03 MONDAY 1_Hr COMP 200 Specific Conductance 3800 umhos/cm
07-APR-03 MONDAY 1 Hr COMP 200 pH 7.6 pH
07-APR-03 MONDAY 1 Hr COMP 300 specific Conductance 3800 umhos/cm
07-APR-03 MONDAY 1 _Hr COMP 300 pH 7.7 pH
07-APR-03 MONDAY 1_Hr COMP 400 Specific Conductance 3700 umhos/cm
07-APR-03 MONDAY 1 Hr COMP 400 pH 7.6 pH
07-APR-03 MONDAY 1_Hr COMP 500 Specific Conductance 3700 umhos/cm
07-APR-03 MONDAY 1 Hr COMP 500 pH 7.6 pH
07-APR-03 MONDAY 1 Hr COMP 600 Specific Conductance 3700 umhos/cm
07-APR-03 MONDAY 1 Hr COMP 600 pH 7.6 pH
07-APR-03 MONDAY 1_Hr COMP 700 Specific Conductance 3700 umhos/cm
07-APR-03 MONDAY 1 Hr COMP 700 pH 7.7 pH
07-APR-03 MONDAY 1 Hr COMP 800 Specific Conductance 3900 umhos/cm
07-APR-03 MONDAY 1 Hr COMP 800 pH 7.8 pH
07-APR-03 MONDAY GRAB 900 Specific Conductance 4100 umhos/cm
07-APR-03 MONDAY GRAB 900 pH 8.1 pH
07-APR-03 MONDAY COMP_ CONDUCT 910 sSpecific Conductance 3800 umhos/cm
07-APR-03 MONDAY COMP_PH 910 pH 7.5 pH
15-APR-03 TUESDAY 1_Hr COMP 835 Specific Conductance 3700 umhos/cm
15-APR-03 TUESDAY 1 Hr COMP 835 pH 7.1 pH
15-APR-03 TUESDAY 1 Hr COMP 935 Specific Conductance 3700 umhos/cm
15-APR-03 TUESDAY 1 Hr COMP 935 pH 7.1 pH
15-APR-03 TUESDAY 1_Hr COMP 1035 Specific Conductance 3700 umhos/cm
15-APR-03 TUESDAY 1 Hr COMP 1035 pH 7.3 pH
15-APR-03 TUESDAY 1 Hr COMP 1135 Specific Conductance 3800 umhos/cm
15-APR-03 TUESDAY 1 Hr COMP 1135 pH 7.3 pH
15-APR-03 TUESDAY 1_Hr COMP 1235 Specific Conductance 3800 umhos/cm
15-APR-03 TUESDAY 1 Hr COMP 1235 pH 7.3 pH
15-APR-03 TUESDAY 1 Hr COMP 1335 Specific Conductance 3800 umhos/cm
15-APR-03 TUESDAY 1 Hr COMP 1335 pH 7.6 pH
15-APR-03 TUESDAY 1_Hr COMP 1435 sSpecific Conductance 3900 umhos/cm
15-APR-03 TUESDAY 1 Hr COMP 1435 pH 7.3 pH
15-APR-03 TUESDAY 1 Hr COMP 1535 sSpecific Conductance 3900 umhos/cm
15-APR-03 TUESDAY 1 Hr COMP 1535 pH 7.5 pH
15-APR-03 TUESDAY 1_Hr COMP 1635 Specific Conductance 3700 umhos/cm
15-APR-03 TUESDAY 1 Hr COMP 1635 pH 7.5 pH
15-APR-03 TUESDAY 1 Hr COMP 1735 sSpecific Conductance 3700 umhos/cm
15-APR-03 TUESDAY 1 Hr COMP 1735 pH 7.5 pH
15-APR-03 TUESDAY 1_Hr COMP 1835 Specific Conductance 3600 umhos/cm
15-APR-03 TUESDAY 1 Hr COMP 1835 pH 7.3 pH
15-APR-03 TUESDAY 1 Hr COMP 1935 sSpecific Conductance 3600 umhos/cm
15-APR-03 TUESDAY 1 Hr COMP 1935 pH 7.3 pH
15-APR-03 TUESDAY 1_Hr COMP 2035 Specific Conductance 3700 umhos/cm
15-APR-03 TUESDAY 1 Hr COMP 2035 pH 7.6 pH
15-APR-03 TUESDAY 1 Hr COMP 2135 Specific Conductance 3700 umhos/cm
15-APR-03 TUESDAY 1 Hr COMP 2135 pH 7.6 pH
15-APR-03 TUESDAY 1_Hr COMP 2235 Specific Conductance 3600 umhos/cm

15-APR-03 TUESDAY 1 Hr COMP 2235 pH 7.4 pH
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15-APR-03 TUESDAY 1_Hr COMP 2335 Specific Conductance 3900 umhos/cm
15-APR-03 TUESDAY 1 Hr COMP 2335 pH 7.4 pH
16-APR-03 WEDNESDAY 1 Hr COMP 35 Specific Conductance 3700 umhos/cm
16-APR-03 WEDNESDAY 1 Hr COMP 35 pH 7.4 pH
16-APR-03 WEDNESDAY 1_Hr COMP 135 specific Conductance 3700 umhos/cm
16-APR-03 WEDNESDAY 1 Hr COMP 135 pH 7.3 pH
16-APR-03 WEDNESDAY 1_Hr COMP 235 Specific Conductance 3700 umhos/cm
16-APR-03 WEDNESDAY 1 Hr COMP 235 pH 7.3 pH
16-APR-03 WEDNESDAY 1 Hr COMP 335 Specific Conductance 3900 umhos/cm
16-APR-03 WEDNESDAY 1 Hr COMP 335 pH 7.2 pH
16-APR-03 WEDNESDAY 1_Hr COMP 435 Specific Conductance 3900 umhos/cm
16-APR-03 WEDNESDAY 1 Hr COMP 435 pH 7.2 pH
16-APR-03 WEDNESDAY 1 Hr COMP 535 Specific Conductance 4000 umhos/cm
16-APR-03 WEDNESDAY 1 Hr COMP 535 pH 7.4 pH
16-APR-03 WEDNESDAY 1_Hr COMP 635 Specific Conductance 4000 umhos/cm
16-APR-03 WEDNESDAY 1 Hr COMP 635 pH 7.4 pH
16-APR-03 WEDNESDAY 1 Hr COMP 735 Specific Conductance 3900 umhos/cm
16-APR-03 WEDNESDAY 1 Hr COMP 735 pH 7.4 pH
16-APR-03 WEDNESDAY GRAB 925 Specific Conductance 4600 umhos/cm
16-APR-03 WEDNESDAY GRAB 925 pH 7.7 pH
16-APR-03 WEDNESDAY COMP CONDUCT 935 Specific Conductance 3900 umhos/cm
16-APR-03 WEDNESDAY COMP_PH 935 pH 7.3 pH
23-APR-03 WEDNESDAY 1_Hr COMP 835 Specific Conductance 4400 umhos/cm
23-APR-03 WEDNESDAY 1 Hr COMP 835 pH 7.6 pH
23-APR-03 WEDNESDAY 1 Hr COMP 935 Specific Conductance 4200 umhos/cm
23-APR-03 WEDNESDAY 1 Hr COMP 935 pH 7.7 pH
23-APR-03 WEDNESDAY 1_Hr COMP 1035 Specific Conductance 4300 umhos/cm
23-APR-03 WEDNESDAY 1 Hr COMP 1035 pH 7.5 pH
23-APR-03 WEDNESDAY 1 Hr COMP 1135 Specific Conductance 4300 umhos/cm
23-APR-03 WEDNESDAY 1 Hr COMP 1135 pH 7.4 pH
23-APR-03 WEDNESDAY 1_Hr COMP 1235 sSpecific Conductance 4400 umhos/cm
23-APR-03 WEDNESDAY 1 Hr COMP 1235 pH 7.3 pH
23-APR-03 WEDNESDAY 1 Hr COMP 1335 Specific Conductance 4100 umhos/cm
23-APR-03 WEDNESDAY 1 _Hr COMP 1335 pH 7.4 pH
23-APR-03 WEDNESDAY 1_Hr COMP 1435 sSpecific Conductance 4100 umhos/cm
23-APR-03 WEDNESDAY 1 Hr COMP 1435 pH 7.4 pH
23-APR-03 WEDNESDAY 1 Hr COMP 1535 Specific Conductance 4000 umhos/cm
23-APR-03 WEDNESDAY 1 _Hr COMP 1535 pH 7.4 pH
23-APR-03 WEDNESDAY 1_Hr COMP 1635 Specific Conductance 4300 umhos/cm
23-APR-03 WEDNESDAY 1 Hr COMP 1635 pH 7.4 pH
23-APR-03 WEDNESDAY 1 Hr COMP 1735 Specific Conductance 4200 umhos/cm
23-APR-03 WEDNESDAY 1 Hr COMP 1735 pH 7.4 pH
23-APR-03 WEDNESDAY 1_Hr COMP 1835 Specific Conductance 4600 umhos/cm
23-APR-03 WEDNESDAY 1 Hr COMP 1835 pH 7.3 pH
23-APR-03 WEDNESDAY 1 Hr COMP 1935 sSpecific Conductance 4100 umhos/cm
23-APR-03 WEDNESDAY 1 Hr COMP 1935 pH 7.4 pH
23-APR-03 WEDNESDAY 1_Hr COMP 2035 Specific Conductance 4300 umhos/cm
23-APR-03 WEDNESDAY 1 Hr COMP 2035 pH 7.5 pH
23-APR-03 WEDNESDAY 1 Hr COMP 2135 Specific Conductance 4300 umhos/cm
23-APR-03 WEDNESDAY 1 Hr COMP 2135 pH 7.3 pH
23-APR-03 WEDNESDAY 1_Hr COMP 2235 Specific Conductance 4500 umhos/cm
23-APR-03 WEDNESDAY 1 Hr COMP 2235 pH 7.2 pH
23-APR-03 WEDNESDAY 1 Hr COMP 2335 Specific Conductance 4400 umhos/cm
23-APR-03 WEDNESDAY 1 Hr COMP 2335 pH 6.8 pH
24-APR-03 THURSDAY 1 _Hr COMP 35 Specific Conductance 4400 umhos/cm
24-APR-03 THURSDAY 1 Hr COMP 35 pH 6.8 pH
24-APR-03 THURSDAY 1_Hr COMP 135 sSpecific Conductance 4400 umhos/cm
24-APR-03 THURSDAY 1 Hr COMP 135 pH 7.4 pH
24-APR-03 THURSDAY 1 _Hr COMP 235 Specific Conductance 4300 umhos/cm
24-APR-03 THURSDAY 1 Hr COMP 235 pH 7.5 pH
24-APR-03 THURSDAY 1_Hr COMP 335 Specific Conductance 4100 umhos/cm
24-APR-03 THURSDAY 1 Hr COMP 335 pH 7.5 pH
24-APR-03 THURSDAY 1 _Hr COMP 435 Specific Conductance 4000 umhos/cm
24-APR-03 THURSDAY 1 Hr COMP 435 pH 7.5 pH
24-APR-03 THURSDAY 1_Hr COMP 535 Specific Conductance 3800 umhos/cm
24-APR-03 THURSDAY 1 Hr COMP 535 pH 7.5 pH
24-APR-03 THURSDAY 1 _Hr COMP 635 Specific Conductance 4100 umhos/cm
24-APR-03 THURSDAY 1 Hr COMP 635 pH 7.6 pH
24-APR-03 THURSDAY 1_Hr COMP 735 Specific Conductance 4300 umhos/cm
24-APR-03 THURSDAY 1 Hr COMP 735 pH 7.7 pH
24-APR-03 THURSDAY COMP_CONDUCT 825 Specific Conductance 4300 umhos/cm
24-APR-03 THURSDAY COMP PH 825 pH 7.4 pH

24-APR-03 THURSDAY GRAB 840 Specific Conductance 4400 umhos/cm
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24-APR-03 THURSDAY GRAB 840 pH 7.8 pH
01-MAY-03 THURSDAY 1_Hr COMP 745 Specific Conductance 3900 umhos/cm
01-MAY-03 THURSDAY 1 Hr COMP 745 pH 7.5 pH
01-MAY-03 THURSDAY 1 Hr COMP 845 Specific Conductance 4000 umhos/cm
01-MAY-03 THURSDAY 1 Hr COMP 845 pH 7.5 pH
01-MAY-03 THURSDAY 1_Hr COMP 945 specific Conductance 4000 umhos/cm
01-MAY-03 THURSDAY 1 Hr COMP 945 pH 7.5 pH
01-MAY-03 THURSDAY 1 Hr COMP 1045 specific Conductance 4000 umhos/cm
01-MAY-03 THURSDAY 1 _Hr COMP 1045 pH 7.5 pH
01-MAY-03 THURSDAY 1_Hr COMP 1145 sSpecific Conductance 4100 umhos/cm
01-MAY-03 THURSDAY 1 Hr COMP 1145 pH 7.6 pH
01-MAY-03 THURSDAY 1 Hr COMP 1245 specific Conductance 4100 umhos/cm
01-MAY-03 THURSDAY 1 _Hr COMP 1245 pH 7.6 pH
01-MAY-03 THURSDAY 1_Hr COMP 1345 specific Conductance 4200 umhos/cm
01-MAY-03 THURSDAY 1 Hr COMP 1345 pH 7.6 pH
01-MAY-03 THURSDAY 1 Hr COMP 1445 specific Conductance 4000 umhos/cm
01-MAY-03 THURSDAY 1 _Hr COMP 1445 pH 7.7 pH
01-MAY-03 THURSDAY 1_Hr COMP 1545 sSpecific Conductance 4000 umhos/cm
01-MAY-03 THURSDAY 1 Hr COMP 1545 pH 7.7 pH
01-MAY-03 THURSDAY 1 Hr COMP 1645 Specific Conductance 3600 umhos/cm
01-MAY-03 THURSDAY 1 _Hr COMP 1645 pH 7.7 pH
01-MAY-03 THURSDAY 1_Hr COMP 1745 specific Conductance 3800 umhos/cm
01-MAY-03 THURSDAY 1 Hr COMP 1745 pH 7.6 pH
01-MAY-03 THURSDAY 1 Hr COMP 1845 Specific Conductance 4000 umhos/cm
01-MAY-03 THURSDAY 1 _Hr COMP 1845 pH 7.7 pH
01-MAY-03 THURSDAY 1_Hr COMP 1945 specific Conductance 3900 umhos/cm
01-MAY-03 THURSDAY 1 Hr COMP 1945 pH 7.6 pH
01-MAY-03 THURSDAY 1 Hr COMP 2045 Specific Conductance 3900 umhos/cm
01-MAY-03 THURSDAY 1 _Hr COMP 2045 pH 7.6 pH
01-MAY-03 THURSDAY 1_Hr COMP 2145 Specific Conductance 3800 umhos/cm
01-MAY-03 THURSDAY 1 Hr COMP 2145 pH 7.6 pH
01-MAY-03 THURSDAY 1_Hr COMP 2245 Specific Conductance 3900 umhos/cm
01-MAY-03 THURSDAY 1 Hr COMP 2245 pH 7.7 pH
01-MAY-03 THURSDAY 1 Hr COMP 2345 Specific Conductance 5000 umhos/cm
01-MAY-03 THURSDAY 1 Hr COMP 2345 pH 7.7 pH
02-MAY-03 FRIDAY 1_Hr COMP 45 Specific Conductance 4300 umhos/cm
02-MAY-03 FRIDAY 1 Hr COMP 45 pH 7.8 pH
02-MAY-03 FRIDAY 1 Hr COMP 145 Specific Conductance 4300 umhos/cm
02-MAY-03 FRIDAY 1 Hr COMP 145 pH 7.8 pH
02-MAY-03 FRIDAY 1_Hr COMP 245 Specific Conductance 4200 umhos/cm
02-MAY-03 FRIDAY 1 Hr COMP 245 pH 7.7 pH
02-MAY-03 FRIDAY 1 _Hr COMP 345 Specific Conductance 4100 umhos/cm
02-MAY-03 FRIDAY 1 Hr COMP 345 pH 7.5 pH
02-MAY-03 FRIDAY 1_Hr COMP 445 Specific Conductance 4000 umhos/cm
02-MAY-03 FRIDAY 1 Hr COMP 445 pH 7.4 pH
02-MAY-03 FRIDAY 1 _Hr COMP 545 Specific Conductance 3900 umhos/cm
02-MAY-03 FRIDAY 1 Hr COMP 545 pH 7.3 pH
02-MAY-03 FRIDAY 1_Hr COMP 645 Specific Conductance 4000 umhos/cm
02-MAY-03 FRIDAY 1 Hr COMP 645 pH 7.4 pH
02-MAY-03 FRIDAY COMP_CONDUCT 820 Specific Conductance 4100 umhos/cm
02-MAY-03 FRIDAY COMP PH 820 pH 7.6 pH
02-MAY-03 FRIDAY GRAB 835 Specific Conductance 4000 umhos/cm
02-MAY-03 FRIDAY GRAB 835 pH 7.4 pH
09-MAY-03 FRIDAY 1 _Hr COMP 105 sSpecific Conductance 4100 umhos/cm
09-MAY-03 FRIDAY 1 Hr COMP 105 pH 7.7 pH
09-MAY-03 FRIDAY 1 Hr COMP 905 Specific Conductance 4300 umhos/cm
09-MAY-03 FRIDAY 1 Hr COMP 905 pH 7.6 pH
09-MAY-03 FRIDAY 1 Hr COMP 1005 specific Conductance 4300 umhos/cm
09-MAY-03 FRIDAY 1 Hr COMP 1005 pH 7.6 pH
09-MAY-03 FRIDAY 1 Hr COMP 1105 Specific Conductance 4300 umhos/cm
09-MAY-03 FRIDAY 1 Hr COMP 1105 pH 7.5 pH
09-MAY-03 FRIDAY 1 Hr COMP 1205 specific Conductance 4400 umhos/cm
09-MAY-03 FRIDAY 1 Hr COMP 1205 pH 7.4 pH
09-MAY-03 FRIDAY 1 Hr COMP 1305 Specific Conductance 4300 umhos/cm
09-MAY-03 FRIDAY 1 Hr COMP 1305 pH 7.4 pH
09-MAY-03 FRIDAY 1 Hr COMP 1405 specific Conductance 4100 umhos/cm
09-MAY-03 FRIDAY 1 Hr COMP 1405 pH 7.5 pH
09-MAY-03 FRIDAY 1 Hr COMP 1505 Specific Conductance 4100 umhos/cm
09-MAY-03 FRIDAY 1 Hr COMP 1505 pH 7.4 pH
09-MAY-03 FRIDAY 1 Hr COMP 1605 Specific Conductance 4300 umhos/cm
09-MAY-03 FRIDAY 1 _Hr COMP 1605 pH 7.4 pH
09-MAY-03 FRIDAY 1 Hr COMP 1705 Specific Conductance 4300 umhos/cm

09-MAY-03 FRIDAY 1 Hr COMP 1705 pH 7.5 pH
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09-MAY-03 FRIDAY 1 Hr COMP 1805 Specific Conductance 4300 umhos/cm
09-MAY-03 FRIDAY 1 Hr COMP 1805 pH 7.5 pH
09-MAY-03 FRIDAY 1 Hr COMP 1905 Specific Conductance 4400 umhos/cm
09-MAY-03 FRIDAY 1 _Hr COMP 1905 pH 7.5 pH
09-MAY-03 FRIDAY 1 Hr COMP 2005 Specific Conductance 4100 umhos/cm
09-MAY-03 FRIDAY 1 Hr COMP 2005 pH 7.5 pH
09-MAY-03 FRIDAY 1 Hr COMP 2105 Specific Conductance 4700 umhos/cm
09-MAY-03 FRIDAY 1 Hr COMP 2105 pH 7.4 pH
09-MAY-03 FRIDAY 1 Hr COMP 2205 Specific Conductance 4100 umhos/cm
09-MAY-03 FRIDAY 1 Hr COMP 2205 pH 7.6 pH
09-MAY-03 FRIDAY 1 Hr COMP 2305 Specific Conductance 4100 umhos/cm
09-MAY-03 FRIDAY 1 Hr COMP 2305 pH 7.6 pH
10-MAY-03 SATURDAY 1 Hr COMP 5 Specific Conductance 4000 umhos/cm
10-MAY-03 SATURDAY 1 Hr COMP 5 pH 7.7 pH
10-MAY-03 SATURDAY 1_Hr COMP 205 Specific Conductance 4000 umhos/cm
10-MAY-03 SATURDAY 1 Hr COMP 205 pH 7.7 pH
10-MAY-03 SATURDAY 1 Hr COMP 305 Specific Conductance 3900 umhos/cm
10-MAY-03 SATURDAY 1 Hr COMP 305 pH 7.7 pH
17-MAY-03 SATURDAY 1_Hr COMP 840 sSpecific Conductance 4200 umhos/cm
17-MAY-03 SATURDAY 1 Hr COMP 840 pH 7.2 pH
17-MAY-03 SATURDAY 1 Hr COMP 940 Specific Conductance 4100 umhos/cm
17-MAY-03 SATURDAY 1 Hr COMP 940 pH 7.3 pH
17-MAY-03 SATURDAY 1_Hr COMP 1040 Specific Conductance 4000 umhos/cm
17-MAY-03 SATURDAY 1 Hr COMP 1040 pH 7.3 pH
17-MAY-03 SATURDAY 1 Hr COMP 1140 Specific Conductance 4000 umhos/cm
17-MAY-03 SATURDAY 1 Hr COMP 1140 pH 7.3 pH
17-MAY-03 SATURDAY 1_Hr COMP 1240 Specific Conductance 3900 umhos/cm
17-MAY-03 SATURDAY 1 Hr COMP 1240 pH 7.2 pH
17-MAY-03 SATURDAY 1 Hr COMP 1340 Specific Conductance 3900 umhos/cm
17-MAY-03 SATURDAY 1 Hr COMP 1340 pH 7.2 pH
17-MAY-03 SATURDAY 1_Hr COMP 1440 specific Conductance 3800 umhos/cm
17-MAY-03 SATURDAY 1 Hr COMP 1440 pH 7.2 pH
17-MAY-03 SATURDAY 1 Hr COMP 1540 specific Conductance 3800 umhos/cm
17-MAY-03 SATURDAY 1 Hr COMP 1540 pH 7.2 pH
17-MAY-03 SATURDAY 1_Hr COMP 1640 Specific Conductance 3900 umhos/cm
17-MAY-03 SATURDAY 1 Hr COMP 1640 pH 7.2 pH
17-MAY-03 SATURDAY 1 Hr COMP 1740 specific Conductance 3800 umhos/cm
17-MAY-03 SATURDAY 1 Hr COMP 1740 pH 7.2 pH
17-MAY-03 SATURDAY 1_Hr COMP 1840 specific Conductance 3800 umhos/cm
17-MAY-03 SATURDAY 1 Hr COMP 1840 pH 7.2 pH
17-MAY-03 SATURDAY 1 Hr COMP 1940 specific Conductance 3800 umhos/cm
17-MAY-03 SATURDAY 1 Hr COMP 1940 pH 7.2 pH
17-MAY-03 SATURDAY 1_Hr COMP 2040 Specific Conductance 3900 umhos/cm
17-MAY-03 SATURDAY 1 Hr COMP 2040 pH 7.3 pH
18-MAY-03 SUNDAY COMP_CONDUCT 905 Specific Conductance 4000 umhos/cm
18-MAY-03 SUNDAY COMP PH 905 pH 7.3 pH
18-MAY-03 SUNDAY GRAB 920 Specific Conductance 4200 umhos/cm
18-MAY-03 SUNDAY GRAB 920 pH 7.5 pH
25-MAY-03 SUNDAY 1 Hr COMP 905 Specific Conductance 4100 umhos/cm
25-MAY-03 SUNDAY 1 Hr COMP 905 pH 7.9 pH
25-MAY-03 SUNDAY 1_Hr COMP 1005 specific Conductance 4000 umhos/cm
25-MAY-03 SUNDAY 1 Hr COMP 1005 pH 7.8 pH
25-MAY-03 SUNDAY 1 Hr COMP 1105 specific Conductance 4000 umhos/cm
25-MAY-03 SUNDAY 1 Hr COMP 1105 pH 7.7 pH
25-MAY-03 SUNDAY 1 Hr COMP 1205 Specific Conductance 3800 umhos/cm
25-MAY-03 SUNDAY 1 Hr COMP 1205 pH 7.6 pH
25-MAY-03 SUNDAY 1_Hr COMP 1305 Specific Conductance 3700 umhos/cm
25-MAY-03 SUNDAY 1 _Hr COMP 1305 pH 7.4 pH
25-MAY-03 SUNDAY 1 Hr COMP 1405 Specific Conductance 3600 umhos/cm
25-MAY-03 SUNDAY 1 Hr COMP 1405 pH 7.3 pH
25-MAY-03 SUNDAY 1_Hr COMP 1505 Specific Conductance 3600 umhos/cm
25-MAY-03 SUNDAY 1 _Hr COMP 1505 pH 7.4 pH
25-MAY-03 SUNDAY 1 Hr COMP 1605 Specific Conductance 3600 umhos/cm
25-MAY-03 SUNDAY 1 Hr COMP 1605 pH 7.4 pH
25-MAY-03 SUNDAY 1_Hr COMP 1705 Specific Conductance 3600 umhos/cm
25-MAY-03 SUNDAY 1 _Hr COMP 1705 pH 7.5 pH
25-MAY-03 SUNDAY 1 Hr COMP 1805 Specific Conductance 3600 umhos/cm
25-MAY-03 SUNDAY 1 Hr COMP 1805 pH 7.4 pH
25-MAY-03 SUNDAY 1_Hr COMP 1905 Specific Conductance 3600 umhos/cm
25-MAY-03 SUNDAY 1 _Hr COMP 1905 pH 7.4 pH
25-MAY-03 SUNDAY 1 Hr COMP 2005 Specific Conductance 3700 umhos/cm
25-MAY-03 SUNDAY 1 Hr COMP 2005 pH 7.6 pH

25-MAY-03 SUNDAY 1_Hr COMP 2105 Specific Conductance 3700 umhos/cm
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25-MAY-03 SUNDAY 1 Hr COMP 2105 pH 7.7 pH
25-MAY-03 SUNDAY 1_Hr COMP 2205 Specific Conductance 3700 umhos/cm
25-MAY-03 SUNDAY 1 _Hr COMP 2205 pH 7.7 pH
25-MAY-03 SUNDAY 1 Hr COMP 2305 Specific Conductance 3700 umhos/cm
25-MAY-03 SUNDAY 1 Hr COMP 2305 pH 7.8 pH
26-MAY-03 MONDAY 1_Hr COMP 5 Specific Conductance 3700 umhos/cm
26-MAY-03 MONDAY 1 Hr COMP 5 pH 7.8 pH
26-MAY-03 MONDAY 1 Hr COMP 105 Specific Conductance 3700 umhos/cm
26-MAY-03 MONDAY 1 _Hr COMP 105 pH 7.8 pH
26-MAY-03 MONDAY 1_Hr COMP 205 Specific Conductance 3600 umhos/cm
26-MAY-03 MONDAY 1 Hr COMP 205 pH 7.8 pH
26-MAY-03 MONDAY 1 Hr COMP 305 specific Conductance 4200 umhos/cm
26-MAY-03 MONDAY 1 Hr COMP 305 pH 7.9 pH
26-MAY-03 MONDAY 1_Hr COMP 405 Specific Conductance 5200 umhos/cm
26-MAY-03 MONDAY 1 Hr COMP 405 pH 7.9 pH
26-MAY-03 MONDAY 1 Hr COMP 505 sSpecific Conductance 4600 umhos/cm
26-MAY-03 MONDAY 1 Hr COMP 505 pH 7.8 pH
26-MAY-03 MONDAY 1_Hr COMP 605 sSpecific Conductance 3900 umhos/cm
26-MAY-03 MONDAY 1 Hr COMP 605 pH 7.6 pH
26-MAY-03 MONDAY 1 Hr COMP 705 Specific Conductance 4000 umhos/cm
26-MAY-03 MONDAY 1 Hr COMP 705 pH 7.8 pH
26-MAY-03 MONDAY 1_Hr COMP 805 sSpecific Conductance 4000 umhos/cm
26-MAY-03 MONDAY 1 Hr COMP 805 pH 7.9 pH
26-MAY-03 MONDAY COMP_CONDUCT 1025 specific Conductance 3700 umhos/cm
26-MAY-03 MONDAY COMP_PH 1025 pH 7.7 pH
26-MAY-03 MONDAY GRAB 1045 Specific Conductance 3900 umhos/cm
26-MAY-03 MONDAY GRAB 1045 pH 7.4 pH
02-JUN-03 MONDAY 1 Hr COMP 920 Specific Conductance 3800 umhos/cm
02-JUN-03 MONDAY 1 Hr COMP 920 pH 7.8 pH
02-JUN-03 MONDAY 1_Hr COMP 1020 specific Conductance 3900 umhos/cm
02-JUN-03 MONDAY 1 Hr COMP 1020 pH 7.6 pH
02-JUN-03 MONDAY 1_Hr COMP 1120 Specific Conductance 4000 umhos/cm
02-JUN-03 MONDAY 1 Hr COMP 1120 pH 7.4 pH
02-JUN-03 MONDAY 1 _Hr COMP 1220 specific Conductance 4000 umhos/cm
02-JUN-03 MONDAY 1 Hr COMP 1220 pH 7.4 pH
02-JUN-03 MONDAY 1_Hr COMP 1320 Specific Conductance 3800 umhos/cm
02-JUN-03 MONDAY 1 Hr COMP 1320 pH 7.4 pH
02-JUN-03 MONDAY 1 _Hr COMP 1420 specific Conductance 4000 umhos/cm
02-JUN-03 MONDAY 1 Hr COMP 1420 pH 7.5 pH
02-JUN-03 MONDAY 1_Hr COMP 1520 Specific Conductance 4100 umhos/cm
02-JUN-03 MONDAY 1 Hr COMP 1520 pH 7.5 pH
02-JUN-03 MONDAY 1 _Hr COMP 1620 Specific Conductance 3900 umhos/cm
02-JUN-03 MONDAY 1 Hr COMP 1620 pH 7.5 pH
02-JUN-03 MONDAY 1_Hr COMP 1720 Specific Conductance 3900 umhos/cm
02-JUN-03 MONDAY 1 Hr COMP 1720 pH 7.5 pH
02-JUN-03 MONDAY 1 Hr COMP 1820 Specific Conductance 3900 umhos/cm
02-JUN-03 MONDAY 1 Hr COMP 1820 pH 7.5 pH
02-JUN-03 MONDAY 1_Hr COMP 1920 Specific Conductance 4100 umhos/cm
02-JUN-03 MONDAY 1 Hr COMP 1920 pH 7.5 pH
02-JUN-03 MONDAY 1 Hr COMP 2020 Specific Conductance 3900 umhos/cm
02-JUN-03 MONDAY 1 Hr COMP 2020 pH 7.6 pH
02-JUN-03 MONDAY 1_Hr COMP 2120 Specific Conductance 3800 umhos/cm
02-JUN-03 MONDAY 1 Hr COMP 2120 pH 7.5 pH
02-JUN-03 MONDAY 1 Hr COMP 2220 Specific Conductance 3900 umhos/cm
02-JUN-03 MONDAY 1 _Hr COMP 2220 pH 7.4 pH
02-JUN-03 MONDAY 1_Hr COMP 2320 Specific Conductance 3800 umhos/cm
02-JUN-03 MONDAY 1 Hr COMP 2320 pH 7.4 pH
03-JUN-03 TUESDAY 1 Hr COMP 20 Specific Conductance 3800 umhos/cm
03-JUN-03 TUESDAY 1 _Hr COMP 20 pH 7.5 pH
03-JUN-03 TUESDAY 1 Hr COMP 120 Specific Conductance 3800 umhos/cm
03-JUN-03 TUESDAY 1 Hr COMP 120 pH 7.6 pH
03-JUN-03 TUESDAY 1 Hr COMP 220 Specific Conductance 3800 umhos/cm
03-JUN-03 TUESDAY 1 _Hr COMP 220 pH 7.7 pH
03-JUN-03 TUESDAY 1 Hr COMP 320 Specific Conductance 3700 umhos/cm
03-JUN-03 TUESDAY 1 Hr COMP 320 pH 7.8 pH
03-JUN-03 TUESDAY 1 Hr COMP 420 specific Conductance 3700 umhos/cm
03-JUN-03 TUESDAY 1 _Hr COMP 420 pH 7.5 pH
03-JUN-03 TUESDAY 1 Hr COMP 520 Specific Conductance 3700 umhos/cm
03-JUN-03 TUESDAY 1 Hr COMP 520 pH 7.6 pH
03-JUN-03 TUESDAY 1 Hr COMP 620 Specific Conductance 3700 umhos/cm
03-JUN-03 TUESDAY 1 _Hr COMP 620 pH 7.8 pH
03-JUN-03 TUESDAY 1 Hr COMP 720 Specific Conductance 3900 umhos/cm

03-JUN-03 TUESDAY 1 Hr COMP 720 pH 8 pH
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03-JUN-03 TUESDAY 1 Hr COMP 820 Specific Conductance 4100 umhos/cm
03-JUN-03 TUESDAY 1 Hr COMP 820 pH 8.3 pH
03-JUN-03 TUESDAY COMP CONDUCT 950 Specific Conductance 3900 umhos/cm
03-JUN-03 TUESDAY COMP_PH 950 pH 7.6 pH
03-JUN-03 TUESDAY GRAB 1005 Specific Conductance 4200 umhos/cm
03-JUN-03 TUESDAY GRAB 1005 pH 8.3 pH
10-JUN-03 TUESDAY 1_Hr COMP 1030 Specific Conductance 4000 umhos/cm
10-JUN-03 TUESDAY 1 Hr COMP 1030 pH 7.4 pH
10-JUN-03 TUESDAY 1 Hr COMP 1130 Specific Conductance 3500 umhos/cm
10-JUN-03 TUESDAY 1 Hr COMP 1130 pH 7.5 pH
10-JUN-03 TUESDAY 1_Hr COMP 1230 Specific Conductance 4000 umhos/cm
10-JUN-03 TUESDAY 1 Hr COMP 1230 pH 7.5 pH
10-JUN-03 TUESDAY 1 _Hr COMP 1330 Specific Conductance 4000 umhos/cm
10-JUN-03 TUESDAY 1 Hr COMP 1330 pH 7.4 pH
10-JUN-03 TUESDAY 1_Hr COMP 1430 Specific Conductance 4000 umhos/cm
10-JUN-03 TUESDAY 1 Hr COMP 1430 pH 7.4 pH
10-JUN-03 TUESDAY 1 _Hr COMP 1530 sSpecific Conductance 4000 umhos/cm
10-JUN-03 TUESDAY 1 Hr COMP 1530 pH 7.4 pH
10-JUN-03 TUESDAY 1_Hr COMP 1630 Specific Conductance 4100 umhos/cm
10-JUN-03 TUESDAY 1 Hr COMP 1630 pH 7.5 pH
10-JUN-03 TUESDAY 1 _Hr COMP 1730 Specific Conductance 4300 umhos/cm
10-JUN-03 TUESDAY 1 Hr COMP 1730 pH 7.4 pH
10-JUN-03 TUESDAY 1_Hr COMP 1830 Specific Conductance 4300 umhos/cm
10-JUN-03 TUESDAY 1 Hr COMP 1830 pH 7.3 pH
10-JUN-03 TUESDAY 1 _Hr COMP 1930 Specific Conductance 4200 umhos/cm
10-JUN-03 TUESDAY 1 Hr COMP 1930 pH 7.4 pH
10-JUN-03 TUESDAY 1_Hr COMP 2030 Specific Conductance 4100 umhos/cm
10-JUN-03 TUESDAY 1 Hr COMP 2030 pH 7.4 pH
10-JUN-03 TUESDAY 1 _Hr COMP 2130 Specific Conductance 4100 umhos/cm
10-JUN-03 TUESDAY 1 Hr COMP 2130 pH 7.5 pH
10-JUN-03 TUESDAY 1_Hr COMP 2230 Specific Conductance 4000 umhos/cm
10-JUN-03 TUESDAY 1 Hr COMP 2230 pH 7.4 pH
10-JUN-03 TUESDAY 1 Hr COMP 2330 Specific Conductance 4000 umhos/cm
10-JUN-03 TUESDAY 1 Hr COMP 2330 pH 7.4 pH
11-JUN-03 WEDNESDAY 1_Hr COMP 30 Specific Conductance 4000 umhos/cm
11-JUN-03 WEDNESDAY 1 Hr COMP 30 pH 7.6 pH
11-JUN-03 WEDNESDAY 1 Hr COMP 130 Specific Conductance 4000 umhos/cm
11-JUN-03 WEDNESDAY 1 Hr COMP 130 pH 7.7 pH
11-JUN-03 WEDNESDAY 1_Hr COMP 230 Specific Conductance 4000 umhos/cm
11-JUN-03 WEDNESDAY 1 Hr COMP 230 pH 7.7 pH
11-JUN-03 WEDNESDAY 1 Hr COMP 330 Specific Conductance 4000 umhos/cm
11-JUN-03 WEDNESDAY 1 Hr COMP 330 pH 7.7 pH
11-JUN-03 WEDNESDAY 1_Hr COMP 430 Specific Conductance 4200 umhos/cm
11-JUN-03 WEDNESDAY 1 Hr COMP 430 pH 7.7 pH
11-JUN-03 WEDNESDAY 1 Hr COMP 530 sSpecific Conductance 4000 umhos/cm
11-JUN-03 WEDNESDAY 1 _Hr COMP 530 pH 7.7 pH
11-JUN-03 WEDNESDAY 1_Hr COMP 630 sSpecific Conductance 4000 umhos/cm
11-JUN-03 WEDNESDAY 1 Hr COMP 630 pH 7.9 pH
11-JUN-03 WEDNESDAY 1 Hr COMP 730 specific Conductance 4000 umhos/cm
11-JUN-03 WEDNESDAY 1 _Hr COMP 730 pH 8 pH
11-JUN-03 WEDNESDAY 1_Hr COMP 830 specific Conductance 4000 umhos/cm
11-JUN-03 WEDNESDAY 1 Hr COMP 830 pH 8 pH
11-JUN-03 WEDNESDAY 1 Hr COMP 930 Specific Conductance 4000 umhos/cm
11-JUN-03 WEDNESDAY 1 _Hr COMP 930 pH 8 pH
11-JUN-03 WEDNESDAY GRAB 1045 Specific Conductance 3900 umhos/cm
11-JUN-03 WEDNESDAY GRAB 1045 pH 7.9 pH
11-JUN-03 WEDNESDAY COMP_CONDUCT 1100 Specific Conductance 4100 umhos/cm
11-JUN-03 WEDNESDAY COMP_PH 1100 pH 7.6 pH
18-JUN-03 WEDNESDAY 1 Hr COMP 835 Specific Conductance 4500 umhos/cm
18-JUN-03 WEDNESDAY 1 Hr COMP 835 pH 7.2 pH
18-JUN-03 WEDNESDAY 1_Hr COMP 935 sSpecific Conductance 4200 umhos/cm
18-JUN-03 WEDNESDAY 1 Hr COMP 935 pH 7.7 pH
18-JUN-03 WEDNESDAY 1 Hr COMP 1035 Specific Conductance 4500 umhos/cm
18-JUN-03 WEDNESDAY 1 Hr COMP 1035 pH 7.7 pH
18-JUN-03 WEDNESDAY 1_Hr COMP 1135 Specific Conductance 5000 umhos/cm
18-JUN-03 WEDNESDAY 1 Hr COMP 1135 pH 7.5 pH
18-JUN-03 WEDNESDAY 1 Hr COMP 1235 Specific Conductance 4000 umhos/cm
18-JUN-03 WEDNESDAY 1 Hr COMP 1235 pH 7.5 pH
18-JUN-03 WEDNESDAY 1_Hr COMP 1335 Specific Conductance 4100 umhos/cm
18-JUN-03 WEDNESDAY 1 Hr COMP 1335 pH 7.5 pH
18-JUN-03 WEDNESDAY 1 Hr COMP 1435 Specific Conductance 4100 umhos/cm
18-JUN-03 WEDNESDAY 1 Hr COMP 1435 pH 7.4 pH

18-JUN-03 WEDNESDAY 1_Hr COMP 1535 Specific Conductance 4100 umhos/cm
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18-JUN-03 WEDNESDAY 1 Hr COMP 1535 pH 7.5 pH
18-JUN-03 WEDNESDAY 1_Hr COMP 1635 Specific Conductance 4100 umhos/cm
18-JUN-03 WEDNESDAY 1 Hr COMP 1635 pH 7.6 pH
18-JUN-03 WEDNESDAY 1 _Hr COMP 1735 Specific Conductance 4300 umhos/cm
18-JUN-03 WEDNESDAY 1 Hr COMP 1735 pH 7.6 pH
18-JUN-03 WEDNESDAY 1_Hr COMP 1835 Specific Conductance 4500 umhos/cm
18-JUN-03 WEDNESDAY 1 Hr COMP 1835 pH 7.6 pH
18-JUN-03 WEDNESDAY 1 Hr COMP 1935 sSpecific Conductance 5600 umhos/cm
18-JUN-03 WEDNESDAY 1 Hr COMP 1935 pH 7.7 pH
18-JUN-03 WEDNESDAY 1_Hr COMP 2035 Specific Conductance 4600 umhos/cm
18-JUN-03 WEDNESDAY 1 Hr COMP 2035 pH 7.7 pH
18-JUN-03 WEDNESDAY 1 Hr COMP 2135 Specific Conductance 4200 umhos/cm
18-JUN-03 WEDNESDAY 1 Hr COMP 2135 pH 7.6 pH
18-JUN-03 WEDNESDAY 1_Hr COMP 2235 Specific Conductance 4100 umhos/cm
18-JUN-03 WEDNESDAY 1 Hr COMP 2235 pH 7.6 pH
18-JUN-03 WEDNESDAY 1 Hr COMP 2335 Specific Conductance 4100 umhos/cm
18-JUN-03 WEDNESDAY 1 Hr COMP 2335 pH 7.4 pH
19-JUN-03 THURSDAY 1_Hr COMP 35 Specific Conductance 4000 umhos/cm
19-JUN-03 THURSDAY 1 Hr COMP 35 pH 7.6 pH
19-JUN-03 THURSDAY 1 Hr COMP 135 Specific Conductance 4000 umhos/cm
19-JUN-03 THURSDAY 1 Hr COMP 135 pH 7.8 pH
19-JUN-03 THURSDAY 1_Hr COMP 235 Specific Conductance 4000 umhos/cm
19-JUN-03 THURSDAY 1 Hr COMP 235 pH 7.8 pH
19-JUN-03 THURSDAY 1 Hr COMP 335 specific Conductance 3800 umhos/cm
19-JUN-03 THURSDAY 1 Hr COMP 335 pH 7.7 pH
19-JUN-03 THURSDAY 1_Hr COMP 435 Specific Conductance 3800 umhos/cm
19-JUN-03 THURSDAY 1 Hr COMP 435 pH 7.7 pH
19-JUN-03 THURSDAY 1 Hr COMP 535 sSpecific Conductance 3900 umhos/cm
19-JUN-03 THURSDAY 1 Hr COMP 535 pH 7.7 pH
19-JUN-03 THURSDAY 1_Hr COMP 635 Specific Conductance 4400 umhos/cm
19-JUN-03 THURSDAY 1 Hr COMP 635 pH 7.9 pH
19-JUN-03 THURSDAY 1_Hr COMP 735 Specific Conductance 4600 umhos/cm
19-JUN-03 THURSDAY 1 Hr COMP 735 pH 7.9 pH
19-JUN-03 THURSDAY COMP CONDUCT 850 Specific Conductance 4300 umhos/cm
19-JUN-03 THURSDAY COMP_PH 850 pH 7.7 pH
19-JUN-03 THURSDAY GRAB 905 Specific Conductance 4700 umhos/cm
19-JUN-03 THURSDAY GRAB 905 pH 7.2 pH
26-JUN-03 THURSDAY 1 Hr COMP 820 Specific Conductance 4500 umhos/cm
26-JUN-03 THURSDAY 1 Hr COMP 820 pH 7.7 pH
26-JUN-03 THURSDAY 1_Hr COMP 920 specific Conductance 4500 umhos/cm
26-JUN-03 THURSDAY 1 Hr COMP 920 pH 7.7 pH
26-JUN-03 THURSDAY 1 Hr COMP 1020 Specific Conductance 4300 umhos/cm
26-JUN-03 THURSDAY 1 Hr COMP 1020 pH 7.4 pH
26-JUN-03 THURSDAY 1_Hr COMP 1120 Specific Conductance 4500 umhos/cm
26-JUN-03 THURSDAY 1 Hr COMP 1120 pH 7.2 pH
26-JUN-03 THURSDAY 1 Hr COMP 1220 Specific Conductance 4300 umhos/cm
26-JUN-03 THURSDAY 1 Hr COMP 1220 pH 7.3 pH
26-JUN-03 THURSDAY 1_Hr COMP 1320 Specific Conductance 4200 umhos/cm
26-JUN-03 THURSDAY 1 Hr COMP 1320 pH 7.4 pH
26-JUN-03 THURSDAY 1 Hr COMP 1420 Specific Conductance 4600 umhos/cm
26-JUN-03 THURSDAY 1 Hr COMP 1420 pH 7.5 pH
26-JUN-03 THURSDAY 1_Hr COMP 1520 Specific Conductance 4300 umhos/cm
26-JUN-03 THURSDAY 1 Hr COMP 1520 pH 7.5 pH
26-JUN-03 THURSDAY 1 Hr COMP 1620 Specific Conductance 4200 umhos/cm
26-JUN-03 THURSDAY 1 _Hr COMP 1620 pH 7.5 pH
26-JUN-03 THURSDAY 1_Hr COMP 1720 sSpecific Conductance 4200 umhos/cm
26-JUN-03 THURSDAY 1 Hr COMP 1720 pH 7.5 pH
26-JUN-03 THURSDAY 1 Hr COMP 1820 sSpecific Conductance 4200 umhos/cm
26-JUN-03 THURSDAY 1 Hr COMP 1820 pH 7.5 pH
26-JUN-03 THURSDAY 1_Hr COMP 1920 sSpecific Conductance 4300 umhos/cm
26-JUN-03 THURSDAY 1 Hr COMP 1920 pH 7.5 pH
26-JUN-03 THURSDAY 1 Hr COMP 2020 Specific Conductance 4400 umhos/cm
26-JUN-03 THURSDAY 1 Hr COMP 2020 pH 7.6 pH
26-JUN-03 THURSDAY 1_Hr COMP 2120 Specific Conductance 4100 umhos/cm
26-JUN-03 THURSDAY 1 Hr COMP 2120 pH 7.7 pH
26-JUN-03 THURSDAY 1 Hr COMP 2220 Specific Conductance 4300 umhos/cm
26-JUN-03 THURSDAY 1 Hr COMP 2220 pH 7.5 pH
26-JUN-03 THURSDAY 1_Hr COMP 2320 Specific Conductance 4300 umhos/cm
26-JUN-03 THURSDAY 1 Hr COMP 2320 pH 7.5 pH
27-JUN-03 FRIDAY 1 Hr COMP 20 Specific Conductance 4300 umhos/cm
27-JUN-03 FRIDAY 1 Hr COMP 20 pH 7.5 pH
27-JUN-03 FRIDAY 1_Hr COMP 120 specific Conductance 4500 umhos/cm

27-JUN-03 FRIDAY 1 Hr COMP 120 pH 7.7 pH



City of Ensenada

Site 2

DATE DAY OF WEEK SAMPLE TYPE TIME ANALYTE VALUE UNITS
27-JUN-03 FRIDAY 1_Hr COMP 220 Specific Conductance 4400 umhos/cm
27-JUN-03 FRIDAY 1 Hr COMP 220 pH 7.7 pH
27-JUN-03 FRIDAY 1 Hr COMP 320 specific Conductance 4600 umhos/cm
27-JUN-03 FRIDAY 1 Hr COMP 320 pH 7.5 pH
27-JUN-03 FRIDAY 1_Hr COMP 420 Specific Conductance 4500 umhos/cm
27-JUN-03 FRIDAY 1 Hr COMP 420 pH 7.7 pH
27-JUN-03 FRIDAY 1_Hr COMP 520 Specific Conductance 4400 umhos/cm
27-JUN-03 FRIDAY 1 Hr COMP 520 pH 7.7 pH
27-JUN-03 FRIDAY 1 _Hr COMP 620 Specific Conductance 4500 umhos/cm
27-JUN-03 FRIDAY 1 Hr COMP 620 pH 7.8 pH
27-JUN-03 FRIDAY 1_Hr COMP 720 Specific Conductance 4500 umhos/cm
27-JUN-03 FRIDAY 1 Hr COMP 720 pH 8 pH
27-JUN-03 FRIDAY COMP_CONDUCT 830 Specific Conductance 4400 umhos/cm
27-JUN-03 FRIDAY COMP PH 830 pH 7.6 pH
27-JUN-03 FRIDAY GRAB 845 Specific Conductance 4500 umhos/cm
27-JUN-03 FRIDAY GRAB 845 pH 7.9 pH
27-JUN-03 FRIDAY COMP_CONDUCT 1025 specific Conductance 3600 umhos/cm
27-JUN-03 FRIDAY COMP_ PH 1025 pH 7.5 pH
27-JUN-03 FRIDAY GRAB 1035 Specific Conductance 4100 umhos/cm
27-JUN-03 FRIDAY GRAB 1035 pH 7.9 pH
04-JUL-03 FRIDAY 1 Hr COMP 815 Specific Conductance 4500 umhos/cm
04-JUL-03 FRIDAY 1 Hr COMP 815 pH 7.9 pH
04-JUL-03 FRIDAY 1_Hr COMP 915 specific Conductance 4200 umhos/cm
04-JUL-03 FRIDAY 1 Hr COMP 915 pH 8.2 pH
04-JUL-03 FRIDAY 1 Hr COMP 1015 Specific Conductance 4300 umhos/cm
04-JUL-03 FRIDAY 1 Hr COMP 1015 pH 8.2 pH
04-JUL-03 FRIDAY 1_Hr COMP 1115 Specific Conductance 4200 umhos/cm
04-JUL-03 FRIDAY 1 Hr COMP 1115 pH 8 pH
04-JUL-03 FRIDAY 1 Hr COMP 1215 Specific Conductance 4400 umhos/cm
04-JUL-03 FRIDAY 1 Hr COMP 1215 pH 8.1 pH
04-JUL-03 FRIDAY 1_Hr COMP 1315 Specific Conductance 4300 umhos/cm
04-JUL-03 FRIDAY 1 Hr COMP 1315 pH 8 pH
04-JUL-03 FRIDAY 1 Hr COMP 1415 Specific Conductance 4200 umhos/cm
04-JUL-03 FRIDAY 1 _Hr COMP 1415 pH 7.9 pH
04-JUL-03 FRIDAY 1_Hr COMP 1515 sSpecific Conductance 4100 umhos/cm
04-JUL-03 FRIDAY 1 Hr COMP 1515 pH 8 pH
04-JUL-03 FRIDAY 1 Hr COMP 1615 Specific Conductance 4100 umhos/cm
04-JUL-03 FRIDAY 1 _Hr COMP 1615 pH 8 pH
04-JUL-03 FRIDAY 1_Hr COMP 1715 sSpecific Conductance 4100 umhos/cm
04-JUL-03 FRIDAY 1 Hr COMP 1715 pH 8 pH
04-JUL-03 FRIDAY 1 Hr COMP 1815 Specific Conductance 4700 umhos/cm
04-JUL-03 FRIDAY 1 _Hr COMP 1815 pH 8 pH
04-JUL-03 FRIDAY 1_Hr COMP 1915 specific Conductance 4600 umhos/cm
04-JUL-03 FRIDAY 1 Hr COMP 1915 pH 8.2 pH
04-JUL-03 FRIDAY 1 Hr COMP 2015 Specific Conductance 4800 umhos/cm
04-JUL-03 FRIDAY 1 _Hr COMP 2015 pH 7.6 pH
04-JUL-03 FRIDAY 1_Hr COMP 2115 Specific Conductance 4400 umhos/cm
04-JUL-03 FRIDAY 1 Hr COMP 2115 pH 7.6 pH
04-JUL-03 FRIDAY 1 Hr COMP 2215 Specific Conductance 4300 umhos/cm
04-JUL-03 FRIDAY 1 Hr COMP 2215 pH 7.6 pH
04-JUL-03 FRIDAY 1_Hr COMP 2315 Specific Conductance 4400 umhos/cm
04-JUL-03 FRIDAY 1 Hr COMP 2315 pH 7.4 pH
05-JUL-03 SATURDAY 1 Hr COMP 15 Specific Conductance 4200 umhos/cm
05-JUL-03 SATURDAY 1 Hr COMP 15 pH 7.7 pH
05-JUL-03 SATURDAY 1 Hr COMP 115 Specific Conductance 4100 umhos/cm
05-JUL-03 SATURDAY 1 Hr COMP 115 pH 7.8 pH
05-JUL-03 SATURDAY 1 Hr COMP 215 sSpecific Conductance 4100 umhos/cm
05-JUL-03 SATURDAY 1 Hr COMP 215 pH 7.8 pH
05-JUL-03 SATURDAY 1 _Hr COMP 315 Specific Conductance 4000 umhos/cm
05-JUL-03 SATURDAY 1 Hr COMP 315 pH 7.8 pH
05-JUL-03 SATURDAY 1 Hr COMP 415 Specific Conductance 4000 umhos/cm
05-JUL-03 SATURDAY 1 Hr COMP 415 pH 7.8 pH
05-JUL-03 SATURDAY 1 _Hr COMP 515 Specific Conductance 3900 umhos/cm
05-JUL-03 SATURDAY 1 Hr COMP 515 pH 7.8 pH
05-JUL-03 SATURDAY 1 Hr COMP 615 Specific Conductance 3900 umhos/cm
05-JUL-03 SATURDAY 1 Hr COMP 615 pH 7.8 pH
05-JUL-03 SATURDAY 1 _Hr COMP 715 Specific Conductance 4500 umhos/cm
05-JUL-03 SATURDAY 1 Hr COMP 715 pH 7.8 pH
05-JUL-03 SATURDAY COMP_CONDUCT 820 Specific Conductance 4300 umhos/cm
05-JUL-03 SATURDAY COMP PH 820 pH 7.8 pH
05-JUL-03 SATURDAY GRAB 830 Specific Conductance 4500 umhos/cm
05-JUL-03 SATURDAY GRAB 830 pH 7.6 pH

12-JUL-03 SATURDAY 1_Hr COMP 815 Specific Conductance 4200 umhos/cm



City of Ensenada
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DATE DAY OF WEEK SAMPLE TYPE TIME ANALYTE VALUE UNITS
12-JUL-03 SATURDAY 1 Hr COMP 815 pH 7.8 pH
12-JUL-03 SATURDAY 1_Hr COMP 915 sSpecific Conductance 4100 umhos/cm
12-JUL-03 SATURDAY 1 Hr COMP 915 pH 8.1 pH
12-JUL-03 SATURDAY 1 _Hr COMP 1015 specific Conductance 4200 umhos/cm
12-JUL-03 SATURDAY 1 Hr COMP 1015 pH 8 pH
12-JUL-03 SATURDAY 1_Hr COMP 1115 Specific Conductance 4100 umhos/cm
12-JUL-03 SATURDAY 1 Hr COMP 1115 pH 7.9 pH
12-JUL-03 SATURDAY 1 Hr COMP 1215 specific Conductance 4100 umhos/cm
12-JUL-03 SATURDAY 1 Hr COMP 1215 pH 7.9 pH
12-JUL-03 SATURDAY 1_Hr COMP 1315 Specific Conductance 4000 umhos/cm
12-JUL-03 SATURDAY 1 Hr COMP 1315 pH 7.8 pH
12-JUL-03 SATURDAY 1 Hr COMP 1415 specific Conductance 3900 umhos/cm
12-JUL-03 SATURDAY 1 Hr COMP 1415 pH 7.8 pH
12-JUL-03 SATURDAY 1_Hr COMP 1515 Specific Conductance 3900 umhos/cm
12-JUL-03 SATURDAY 1 Hr COMP 1515 pH 7.8 pH
12-JUL-03 SATURDAY 1 Hr COMP 1615 sSpecific Conductance 4000 umhos/cm
12-JUL-03 SATURDAY 1 _Hr COMP 1615 pH 7.9 pH
12-JUL-03 SATURDAY 1_Hr COMP 1715 sSpecific Conductance 4000 umhos/cm
12-JUL-03 SATURDAY 1 Hr COMP 1715 pH 7.9 pH
12-JUL-03 SATURDAY 1 Hr COMP 1815 Specific Conductance 3900 umhos/cm
12-JUL-03 SATURDAY 1 _Hr COMP 1815 pH 7.9 pH
12-JUL-03 SATURDAY 1_Hr COMP 1915 specific Conductance 4000 umhos/cm
12-JUL-03 SATURDAY 1 Hr COMP 1915 pH 7.9 pH
12-JUL-03 SATURDAY 1 Hr COMP 2015 Specific Conductance 4000 umhos/cm
12-JUL-03 SATURDAY 1 _Hr COMP 2015 pH 7.9 pH
12-JUL-03 SATURDAY 1_Hr COMP 2115 Specific Conductance 4000 umhos/cm
12-JUL-03 SATURDAY 1 Hr COMP 2115 pH 7.9 pH
12-JUL-03 SATURDAY 1 Hr COMP 2215 Specific Conductance 4100 umhos/cm
12-JUL-03 SATURDAY 1 _Hr COMP 2215 pH 7.9 pH
12-JUL-03 SATURDAY 1_Hr COMP 2315 Specific Conductance 4000 umhos/cm
12-JUL-03 SATURDAY 1 Hr COMP 2315 pH 7.9 pH
13-JUL-03 SUNDAY 1 Hr COMP 15 Specific Conductance 4000 umhos/cm
13-JUL-03 SUNDAY 1 Hr COMP 15 pH 8 pH
13-JUL-03 SUNDAY 1 Hr COMP 115 Specific Conductance 4000 umhos/cm
13-JUL-03 SUNDAY 1 Hr COMP 115 pH 8 pH
13-JUL-03 SUNDAY 1 Hr COMP 215 specific Conductance 4100 umhos/cm
13-JUL-03 SUNDAY 1 Hr COMP 215 pH 8 pH
13-JUL-03 SUNDAY 1 Hr COMP 315 Specific Conductance 4000 umhos/cm
13-JUL-03 SUNDAY 1 Hr COMP 315 pH 8 pH
13-JUL-03 SUNDAY 1 Hr COMP 415 Specific Conductance 4100 umhos/cm
13-JUL-03 SUNDAY 1 Hr COMP 415 pH 7.9 pH
13-JUL-03 SUNDAY 1 Hr COMP 515 Specific Conductance 4100 umhos/cm
13-JUL-03 SUNDAY 1 Hr COMP 515 pH 7.9 pH
13-JUL-03 SUNDAY 1 Hr COMP 615 Specific Conductance 4000 umhos/cm
13-JUL-03 SUNDAY 1 Hr COMP 615 pH 7.9 pH
13-JUL-03 SUNDAY 1 Hr COMP 715 Specific Conductance 4100 umhos/cm
13-JUL-03 SUNDAY 1 Hr COMP 715 pH 7.9 pH
13-JUL-03 SUNDAY COMP_CONDUCT 800 Specific Conductance 4100 umhos/cm
13-JUL-03 SUNDAY COMP_PH 800 pH 8 pH
13-JUL-03 SUNDAY GRAB 815 Specific Conductance 4200 umhos/cm
13-JUL-03 SUNDAY GRAB 815 pH 7.8 pH
20-JUL-03 SUNDAY 1 Hr COMP 810 Specific Conductance 4500 umhos/cm
20-JUL-03 SUNDAY 1 Hr COMP 810 pH 7.8 pH
20-JUL-03 SUNDAY 1 _Hr COMP 910 sSpecific Conductance 4400 umhos/cm
20-JUL-03 SUNDAY 1 Hr COMP 910 pH 7.7 pH
20-JUL-03 SUNDAY 1 Hr COMP 1010 Specific Conductance 4400 umhos/cm
20-JUL-03 SUNDAY 1 Hr COMP 1010 pH 7.8 pH
20-JUL-03 SUNDAY 1 Hr COMP 1110 sSpecific Conductance 4300 umhos/cm
20-JUL-03 SUNDAY 1 Hr COMP 1110 pH 7.6 pH
20-JUL-03 SUNDAY 1 Hr COMP 1210 Specific Conductance 4200 umhos/cm
20-JUL-03 SUNDAY 1 Hr COMP 1210 pH 7.6 pH
20-JUL-03 SUNDAY 1 Hr COMP 1310 sSpecific Conductance 4100 umhos/cm
20-JUL-03 SUNDAY 1 Hr COMP 1310 pH 7.5 pH
20-JUL-03 SUNDAY 1 Hr COMP 1410 Specific Conductance 4000 umhos/cm
20-JUL-03 SUNDAY 1 Hr COMP 1410 pH 7.5 pH
20-JUL-03 SUNDAY 1 Hr COMP 1510 sSpecific Conductance 4000 umhos/cm
20-JUL-03 SUNDAY 1 Hr COMP 1510 pH 7.5 pH
20-JUL-03 SUNDAY 1 Hr COMP 1610 Specific Conductance 4000 umhos/cm
20-JUL-03 SUNDAY 1 Hr COMP 1610 pH 7.5 pH
20-JUL-03 SUNDAY 1 Hr COMP 1710 specific Conductance 4100 umhos/cm
20-JUL-03 SUNDAY 1 Hr COMP 1710 pH 7.6 pH
20-JUL-03 SUNDAY 1 Hr COMP 1810 Specific Conductance 4000 umhos/cm

20-JUL-03 SUNDAY 1 Hr COMP 1810 pH 7.6 pH



City of Ensenada
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20-JUL-03 SUNDAY 1 Hr COMP 1910 Specific Conductance 4200 umhos/cm
20-JUL-03 SUNDAY 1 Hr COMP 1910 pH 7.6 pH
20-JUL-03 SUNDAY 1 Hr COMP 2010 Specific Conductance 4100 umhos/cm
20-JUL-03 SUNDAY 1 Hr COMP 2010 pH 7.7 pH
20-JUL-03 SUNDAY 1 Hr COMP 2110 Specific Conductance 4100 umhos/cm
20-JUL-03 SUNDAY 1 Hr COMP 2110 pH 7.7 pH
20-JUL-03 SUNDAY 1 Hr COMP 2210 Specific Conductance 4100 umhos/cm
20-JUL-03 SUNDAY 1 Hr COMP 2210 pH 7.7 pH
20-JUL-03 SUNDAY 1 Hr COMP 2310 Specific Conductance 4100 umhos/cm
20-JUL-03 SUNDAY 1 Hr COMP 2310 pH 7.7 pH
21-JUL-03 MONDAY 1_Hr COMP 10 Specific Conductance 4100 umhos/cm
21-JUL-03 MONDAY 1 Hr COMP 10 pH 7.8 pH
21-JUL-03 MONDAY 1 Hr COMP 110 Specific Conductance 4300 umhos/cm
21-JUL-03 MONDAY 1 Hr COMP 110 pH 8.3 pH
21-JUL-03 MONDAY 1_Hr COMP 210 Specific Conductance 4700 umhos/cm
21-JUL-03 MONDAY 1 Hr COMP 210 pH 8.9 pH
21-JUL-03 MONDAY 1 Hr COMP 310 Specific Conductance 4800 umhos/cm
21-JUL-03 MONDAY 1 Hr COMP 310 pH 8.5 pH
21-JUL-03 MONDAY 1_Hr COMP 410 Specific Conductance 4700 umhos/cm
21-JUL-03 MONDAY 1 Hr COMP 410 pH 8 pH
21-JUL-03 MONDAY 1 Hr COMP 510 Specific Conductance 4200 umhos/cm
21-JUL-03 MONDAY 1 Hr COMP 510 pH 7.9 pH
21-JUL-03 MONDAY 1_Hr COMP 610 Specific Conductance 4000 umhos/cm
21-JUL-03 MONDAY 1 Hr COMP 610 pH 7.8 pH
21-JUL-03 MONDAY 1 Hr COMP 710 Specific Conductance 4300 umhos/cm
21-JUL-03 MONDAY 1 Hr COMP 710 pH 7.8 pH
21-JUL-03 MONDAY COMP_CONDUCT 835 Specific Conductance 4300 umhos/cm
21-JUL-03 MONDAY COMP_PH 835 pH 7.9 pH
21-JUL-03 MONDAY GRAB 850 Specific Conductance 4800 umhos/cm

21-JUL-03 MONDAY GRAB 850 pH 7.7 pH



SITE 3
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23-JAN-03 THURSDAY 1 _Hr COMP 1240 specific Conductance 3800 umhos/cm
23-JAN-03 THURSDAY 1 Hr COMP 1240 pH 7.6 pH
23-JAN-03 THURSDAY 1 Hr COMP 1340 Specific Conductance 3800 umhos/cm
23-JAN-03 THURSDAY 1 _Hr COMP 1340 pH 7.8 pH
23-JAN-03 THURSDAY 1_Hr COMP 1440 specific Conductance 3800 umhos/cm
23-JAN-03 THURSDAY 1 Hr COMP 1440 pH 7.8 pH
23-JAN-03 THURSDAY 1_Hr COMP 1540 Specific Conductance 3800 umhos/cm
23-JAN-03 THURSDAY 1 Hr COMP 1540 pH 7.9 pH
23-JAN-03 THURSDAY 1 Hr COMP 1640 Specific Conductance 3800 umhos/cm
23-JAN-03 THURSDAY 1 Hr COMP 1640 pH 7.8 pH
23-JAN-03 THURSDAY 1_Hr COMP 1740 Specific Conductance 3800 umhos/cm
23-JAN-03 THURSDAY 1 Hr COMP 1740 pH 7.9 pH
23-JAN-03 THURSDAY 1 Hr COMP 1840 Specific Conductance 3800 umhos/cm
23-JAN-03 THURSDAY 1 Hr COMP 1840 pH 7.8 pH
23-JAN-03 THURSDAY 1_Hr COMP 1940 Specific Conductance 4100 umhos/cm
23-JAN-03 THURSDAY 1 Hr COMP 1940 pH 7.8 pH
23-JAN-03 THURSDAY 1 Hr COMP 2040 Specific Conductance 4100 umhos/cm
23-JAN-03 THURSDAY 1 Hr COMP 2040 pH 7.8 pH
23-JAN-03 THURSDAY 1_Hr COMP 2140 Specific Conductance 4100 umhos/cm
23-JAN-03 THURSDAY 1 Hr COMP 2140 pH 7.8 pH
23-JAN-03 THURSDAY 1 _Hr COMP 2240 Specific Conductance 4100 umhos/cm
23-JAN-03 THURSDAY 1 Hr COMP 2240 pH 7.8 pH
23-JAN-03 THURSDAY 1_Hr COMP 2340 Specific Conductance 4100 umhos/cm
23-JAN-03 THURSDAY 1 Hr COMP 2340 pH 7.8 pH
24-JAN-03 FRIDAY 1 _Hr COMP 40 sSpecific Conductance 4100 umhos/cm
24-JAN-03 FRIDAY 1 Hr COMP 40 pH 7.8 pH
24-JAN-03 FRIDAY 1_Hr COMP 140 specific Conductance 4100 umhos/cm
24-JAN-03 FRIDAY 1 Hr COMP 140 pH 7.7 pH
24-JAN-03 FRIDAY 1 _Hr COMP 240 Specific Conductance 4100 umhos/cm
24-JAN-03 FRIDAY 1 Hr COMP 240 pH 7.7 pH
24-JAN-03 FRIDAY 1_Hr COMP 340 Specific Conductance 4100 umhos/cm
24-JAN-03 FRIDAY 1 Hr COMP 340 pH 7.7 pH
24-JAN-03 FRIDAY 1 Hr COMP 440 specific Conductance 4100 umhos/cm
24-JAN-03 FRIDAY 1 Hr COMP 440 pH 7.7 pH
24-JAN-03 FRIDAY 1_Hr COMP 540 Specific Conductance 4100 umhos/cm
24-JAN-03 FRIDAY 1 Hr COMP 540 pH 7.6 pH
24-JAN-03 FRIDAY 1 Hr COMP 640 Specific Conductance 4100 umhos/cm
24-JAN-03 FRIDAY 1 Hr COMP 640 pH 7.6 pH
24-JAN-03 FRIDAY 1_Hr COMP 740 Specific Conductance 4200 umhos/cm
24-JAN-03 FRIDAY 1 Hr COMP 740 pH 7.7 pH
24-JAN-03 FRIDAY 1 Hr COMP 840 Specific Conductance 4200 umhos/cm
24-JAN-03 FRIDAY 1 Hr COMP 840 pH 7.7 pH
24-JAN-03 FRIDAY 1_Hr COMP 940 specific Conductance 4200 umhos/cm
24-JAN-03 FRIDAY 1 Hr COMP 940 pH 7.7 pH
24-JAN-03 FRIDAY COMP_CONDUCT 1035 specific Conductance 4200 umhos/cm
24-JAN-03 FRIDAY COMP_PH 1035 pH 7.7 pH
24-JAN-03 FRIDAY GRAB 1045 Specific Conductance 4200 umhos/cm
24-JAN-03 FRIDAY GRAB 1045 pH 7.4 pH
08-FEB-03 SATURDAY 1 Hr COMP 1050 sSpecific Conductance 3900 umhos/cm
08-FEB-03 SATURDAY 1 _Hr COMP 1050 pH 7.9 pH
08-FEB-03 SATURDAY 1 Hr COMP 1150 Specific Conductance 3700 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 1150 pH 7.9 pH
08-FEB-03 SATURDAY 1 Hr COMP 1250 specific Conductance 3700 umhos/cm
08-FEB-03 SATURDAY 1 _Hr COMP 1250 pH 7.9 pH
08-FEB-03 SATURDAY 1 Hr COMP 1350 Specific Conductance 3700 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 1350 pH 7.8 pH
08-FEB-03 SATURDAY 1 Hr COMP 1450 Specific Conductance 3700 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 1450 pH 7.8 pH
08-FEB-03 SATURDAY 1 Hr COMP 1550 Specific Conductance 3700 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 1550 pH 7.8 pH
08-FEB-03 SATURDAY 1 Hr COMP 1650 Specific Conductance 3700 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 1650 pH 7.8 pH
08-FEB-03 SATURDAY 1 Hr COMP 1750 Specific Conductance 3700 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 1750 pH 7.8 pH
08-FEB-03 SATURDAY 1 Hr COMP 1850 Specific Conductance 3700 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 1850 pH 7.8 pH
08-FEB-03 SATURDAY 1 Hr COMP 1950 Specific Conductance 3700 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 1950 pH 7.7 pH
08-FEB-03 SATURDAY 1 Hr COMP 2050 Specific Conductance 3700 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 2050 pH 7.7 pH
08-FEB-03 SATURDAY 1 Hr COMP 2150 Specific Conductance 3700 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 2150 pH 7.7 pH

08-FEB-03 SATURDAY 1 Hr COMP 2250 Specific Conductance 3700 umhos/cm
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08-FEB-03 SATURDAY 1 Hr COMP 2250 pH 7.7 pH
08-FEB-03 SATURDAY 1 Hr COMP 2350 Specific Conductance 3700 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 2350 pH 7.7 pH
09-FEB-03 SUNDAY 1 Hr COMP 50 Specific Conductance 3700 umhos/cm
09-FEB-03 SUNDAY 1 Hr COMP 50 pH 7.6 pH
09-FEB-03 SUNDAY 1 Hr COMP 150 Specific Conductance 3700 umhos/cm
09-FEB-03 SUNDAY 1 Hr COMP 150 pH 7.6 pH
09-FEB-03 SUNDAY 1 Hr COMP 250 specific Conductance 3800 umhos/cm
09-FEB-03 SUNDAY 1 Hr COMP 250 pH 7.6 pH
09-FEB-03 SUNDAY 1 Hr COMP 350 Specific Conductance 3800 umhos/cm
09-FEB-03 SUNDAY 1 Hr COMP 350 pH 7.6 pH
09-FEB-03 SUNDAY 1 Hr COMP 450 specific Conductance 3800 umhos/cm
09-FEB-03 SUNDAY 1 Hr COMP 450 pH 7.5 pH
09-FEB-03 SUNDAY 1 Hr COMP 550 Specific Conductance 3800 umhos/cm
09-FEB-03 SUNDAY 1 Hr COMP 550 pH 7.5 pH
09-FEB-03 SUNDAY 1 Hr COMP 650 Specific Conductance 3800 umhos/cm
09-FEB-03 SUNDAY 1 Hr COMP 650 pH 7.5 pH
09-FEB-03 SUNDAY 1 Hr COMP 750 Specific Conductance 3800 umhos/cm
09-FEB-03 SUNDAY 1 Hr COMP 750 pH 7.4 pH
09-FEB-03 SUNDAY 1 Hr COMP 850 Specific Conductance 3800 umhos/cm
09-FEB-03 SUNDAY 1 Hr COMP 850 pH 7.4 pH
09-FEB-03 SUNDAY 1 Hr COMP 950 Specific Conductance 3800 umhos/cm
09-FEB-03 SUNDAY 1 Hr COMP 950 pH 7.4 pH
09-FEB-03 SUNDAY COMP_CONDUCT 1020 specific Conductance 3700 umhos/cm
09-FEB-03 SUNDAY COMP PH 1020 pH 7.5 pH
09-FEB-03 SUNDAY GRAB 1030 Specific Conductance 3700 umhos/cm
09-FEB-03 SUNDAY GRAB 1030 pH 7.3 pH
24-FEB-03 MONDAY 1 Hr COMP 1022 specific Conductance 3800 umhos/cm
24-FEB-03 MONDAY 1 Hr COMP 1022 pH 7.2 pH
24-FEB-03 MONDAY 1_Hr COMP 1122 specific Conductance 3800 umhos/cm
24-FEB-03 MONDAY 1 Hr COMP 1122 pH 7.2 pH
24-FEB-03 MONDAY 1_Hr COMP 1222 Specific Conductance 3800 umhos/cm
24-FEB-03 MONDAY 1 Hr COMP 1222 pH 7.2 pH
24-FEB-03 MONDAY 1 Hr COMP 1322 Specific Conductance 3500 umhos/cm
24-FEB-03 MONDAY 1 Hr COMP 1322 pH 7.1 pH
24-FEB-03 MONDAY 1_Hr COMP 1422 Specific Conductance 3500 umhos/cm
24-FEB-03 MONDAY 1 Hr COMP 1422 pH 7.2 pH
24-FEB-03 MONDAY 1 Hr COMP 1522 Specific Conductance 3500 umhos/cm
24-FEB-03 MONDAY 1 Hr COMP 1522 pH 7.2 pH
24-FEB-03 MONDAY 1_Hr COMP 1622 Specific Conductance 3800 umhos/cm
24-FEB-03 MONDAY 1 Hr COMP 1622 pH 7.1 pH
24-FEB-03 MONDAY 1 Hr COMP 1722 Specific Conductance 3800 umhos/cm
24-FEB-03 MONDAY 1 Hr COMP 1722 pH 7.1 pH
24-FEB-03 MONDAY 1_Hr COMP 1822 Specific Conductance 3800 umhos/cm
24-FEB-03 MONDAY 1 Hr COMP 1822 pH 7.1 pH
24-FEB-03 MONDAY 1 Hr COMP 1922 Specific Conductance 3800 umhos/cm
24-FEB-03 MONDAY 1 Hr COMP 1922 pH 7 pH
24-FEB-03 MONDAY 1_Hr COMP 2022 Specific Conductance 3700 umhos/cm
24-FEB-03 MONDAY 1 Hr COMP 2022 pH 7 pH
24-FEB-03 MONDAY 1 Hr COMP 2122 Specific Conductance 3700 umhos/cm
24-FEB-03 MONDAY 1 Hr COMP 2122 pH 7 pH
24-FEB-03 MONDAY 1_Hr COMP 2222 Specific Conductance 3600 umhos/cm
24-FEB-03 MONDAY 1 Hr COMP 2222 pH 7 pH
24-FEB-03 MONDAY 1 Hr COMP 2322 Specific Conductance 3800 umhos/cm
24-FEB-03 MONDAY 1 _Hr COMP 2322 pH 7 pH
25-FEB-03 TUESDAY 1_Hr COMP 22 Specific Conductance 3800 umhos/cm
25-FEB-03 TUESDAY 1 Hr COMP 22 pH 6.9 pH
25-FEB-03 TUESDAY 1 Hr COMP 122 Specific Conductance 3700 umhos/cm
25-FEB-03 TUESDAY 1 _Hr COMP 122 pH 6.9 pH
25-FEB-03 TUESDAY 1_Hr COMP 222 Specific Conductance 3800 umhos/cm
25-FEB-03 TUESDAY 1 Hr COMP 222 pH 6.9 pH
25-FEB-03 TUESDAY 1 Hr COMP 322 Specific Conductance 3700 umhos/cm
25-FEB-03 TUESDAY 1 _Hr COMP 322 pH 6.9 pH
25-FEB-03 TUESDAY 1_Hr COMP 422 Specific Conductance 3900 umhos/cm
25-FEB-03 TUESDAY 1 Hr COMP 422 pH 6.9 pH
25-FEB-03 TUESDAY 1 Hr COMP 522 specific Conductance 3500 umhos/cm
25-FEB-03 TUESDAY 1 Hr COMP 522 pH 6.9 pH
25-FEB-03 TUESDAY 1_Hr COMP 622 sSpecific Conductance 2800 umhos/cm
25-FEB-03 TUESDAY 1 Hr COMP 622 pH 6.9 pH
25-FEB-03 TUESDAY 1 Hr COMP 722 Specific Conductance 3600 umhos/cm
25-FEB-03 TUESDAY 1 Hr COMP 722 pH 7 pH
25-FEB-03 TUESDAY 1_Hr COMP 822 specific Conductance 3700 umhos/cm

25-FEB-03 TUESDAY 1 Hr COMP 822 pH 7 pH
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25-FEB-03 TUESDAY 1_Hr COMP 922 specific Conductance 3600 umhos/cm
25-FEB-03 TUESDAY 1 Hr COMP 922 pH 7 pH
25-FEB-03 TUESDAY COMP_CONDUCT 1125 specific Conductance 3800 umhos/cm
25-FEB-03 TUESDAY COMP_PH 1125 pH 7.1 pH
25-FEB-03 TUESDAY GRAB 1135 Specific Conductance 2600 umhos/cm

25-FEB-03 TUESDAY GRAB 1135 pH 6.9 pH
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23-JAN-03 THURSDAY 1_Hr COMP 1305 specific Conductance 4000 umhos/cm
23-JAN-03 THURSDAY 1 Hr COMP 1305 pH 7.5 pH
23-JAN-03 THURSDAY 1 Hr COMP 1405 specific Conductance 4000 umhos/cm
23-JAN-03 THURSDAY 1 Hr COMP 1405 pH 7.7 pH
23-JAN-03 THURSDAY 1_Hr COMP 1505 specific Conductance 4300 umhos/cm
23-JAN-03 THURSDAY 1 Hr COMP 1505 pH 7.7 pH
23-JAN-03 THURSDAY 1_Hr COMP 1605 Specific Conductance 3600 umhos/cm
23-JAN-03 THURSDAY 1 Hr COMP 1605 pH 7.7 pH
23-JAN-03 THURSDAY 1 _Hr COMP 1705 sSpecific Conductance 3500 umhos/cm
23-JAN-03 THURSDAY 1 Hr COMP 1705 pH 7.7 pH
23-JAN-03 THURSDAY 1_Hr COMP 1805 Specific Conductance 3700 umhos/cm
23-JAN-03 THURSDAY 1 Hr COMP 1805 pH 7.6 pH
23-JAN-03 THURSDAY 1 _Hr COMP 1905 specific Conductance 3800 umhos/cm
23-JAN-03 THURSDAY 1 Hr COMP 1905 pH 7.6 pH
23-JAN-03 THURSDAY 1_Hr COMP 2005 Specific Conductance 3800 umhos/cm
23-JAN-03 THURSDAY 1 Hr COMP 2005 pH 7.6 pH
23-JAN-03 THURSDAY 1 _Hr COMP 2105 Specific Conductance 3900 umhos/cm
23-JAN-03 THURSDAY 1 Hr COMP 2105 pH 7.6 pH
23-JAN-03 THURSDAY 1_Hr COMP 2205 Specific Conductance 3900 umhos/cm
23-JAN-03 THURSDAY 1 Hr COMP 2205 pH 7.8 pH
23-JAN-03 THURSDAY 1 _Hr COMP 2305 Specific Conductance 3700 umhos/cm
23-JAN-03 THURSDAY 1 Hr COMP 2305 pH 7.9 pH
24-JAN-03 FRIDAY 1_Hr COMP 5 Specific Conductance 3600 umhos/cm
24-JAN-03 FRIDAY 1 Hr COMP 5 pH 7.9 pH
24-JAN-03 FRIDAY 1 Hr COMP 105 Specific Conductance 3600 umhos/cm
24-JAN-03 FRIDAY 1 Hr COMP 105 pH 7.8 pH
24-JAN-03 FRIDAY 1_Hr COMP 205 Specific Conductance 3600 umhos/cm
24-JAN-03 FRIDAY 1 Hr COMP 205 pH 7.8 pH
24-JAN-03 FRIDAY 1 Hr COMP 305 Specific Conductance 3500 umhos/cm
24-JAN-03 FRIDAY 1 Hr COMP 305 pH 7.8 pH
24-JAN-03 FRIDAY 1_Hr COMP 405 Specific Conductance 3500 umhos/cm
24-JAN-03 FRIDAY 1 Hr COMP 405 pH 7.8 pH
24-JAN-03 FRIDAY 1 Hr COMP 505 Specific Conductance 3400 umhos/cm
24-JAN-03 FRIDAY 1 _Hr COMP 505 pH 7.8 pH
24-JAN-03 FRIDAY 1_Hr COMP 605 Specific Conductance 3400 umhos/cm
24-JAN-03 FRIDAY 1 Hr COMP 605 pH 7.8 pH
24-JAN-03 FRIDAY 1 Hr COMP 705 specific Conductance 3400 umhos/cm
24-JAN-03 FRIDAY 1 _Hr COMP 705 pH 7.8 pH
24-JAN-03 FRIDAY 1_Hr COMP 805 sSpecific Conductance 3900 umhos/cm
24-JAN-03 FRIDAY 1 Hr COMP 805 pH 7.8 pH
24-JAN-03 FRIDAY 1 Hr COMP 905 Specific Conductance 4300 umhos/cm
24-JAN-03 FRIDAY 1 _Hr COMP 905 pH 7.8 pH
24-JAN-03 FRIDAY 1_Hr COMP 1005 sSpecific Conductance 4000 umhos/cm
24-JAN-03 FRIDAY 1 Hr COMP 1005 pH 8 pH
24-JAN-03 FRIDAY 1 Hr COMP 1105 specific Conductance 3700 umhos/cm
24-JAN-03 FRIDAY 1 _Hr COMP 1105 pH 8.1 pH
24-JAN-03 FRIDAY 1_Hr COMP 1205 specific Conductance 3600 umhos/cm
24-JAN-03 FRIDAY 1 Hr COMP 1205 pH 8.2 pH
24-JAN-03 FRIDAY COMP_CONDUCT 1230 sSpecific Conductance 3700 umhos/cm
24-JAN-03 FRIDAY COMP_PH 1230 pH 7.7 pH
24-JAN-03 FRIDAY GRAB 1240 Specific Conductance 3700 umhos/cm
24-JAN-03 FRIDAY GRAB 1240 pH 8 pH
31-JAN-03 FRIDAY 1 Hr COMP 1130 specific Conductance 3600 umhos/cm
31-JAN-03 FRIDAY 1 Hr COMP 1130 pH 7.6 pH
31-JAN-03 FRIDAY 1 Hr COMP 1230 Specific Conductance 3700 umhos/cm
31-JAN-03 FRIDAY 1 Hr COMP 1230 pH 7.5 pH
31-JAN-03 FRIDAY 1_Hr COMP 1330 Specific Conductance 3600 umhos/cm
31-JAN-03 FRIDAY 1 Hr COMP 1330 pH 7.5 pH
31-JAN-03 FRIDAY 1 Hr COMP 1430 Specific Conductance 3500 umhos/cm
31-JAN-03 FRIDAY 1 Hr COMP 1430 pH 7.4 pH
31-JAN-03 FRIDAY 1_Hr COMP 1530 Specific Conductance 3500 umhos/cm
31-JAN-03 FRIDAY 1 Hr COMP 1530 pH 7.3 pH
31-JAN-03 FRIDAY 1 _Hr COMP 1630 Specific Conductance 3400 umhos/cm
31-JAN-03 FRIDAY 1 Hr COMP 1630 pH 7.3 pH
31-JAN-03 FRIDAY 1_Hr COMP 1730 Specific Conductance 3500 umhos/cm
31-JAN-03 FRIDAY 1 Hr COMP 1730 pH 7.3 pH
31-JAN-03 FRIDAY 1 _Hr COMP 1830 Specific Conductance 3500 umhos/cm
31-JAN-03 FRIDAY 1 Hr COMP 1830 pH 7.4 pH
31-JAN-03 FRIDAY 1_Hr COMP 1930 Specific Conductance 3600 umhos/cm
31-JAN-03 FRIDAY 1 Hr COMP 1930 pH 7.4 pH
31-JAN-03 FRIDAY 1 _Hr COMP 2030 Specific Conductance 3500 umhos/cm
31-JAN-03 FRIDAY 1 Hr COMP 2030 pH 7.4 pH

31-JAN-03 FRIDAY 1_Hr COMP 2130 Specific Conductance 3600 umhos/cm
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31-JAN-03 FRIDAY 1 Hr COMP 2130 pH 7.4 pH
31-JAN-03 FRIDAY 1_Hr COMP 2230 Specific Conductance 3700 umhos/cm
31-JAN-03 FRIDAY 1 Hr COMP 2230 pH 7.4 pH
31-JAN-03 FRIDAY 1 _Hr COMP 2330 Specific Conductance 3700 umhos/cm
31-JAN-03 FRIDAY 1 Hr COMP 2330 pH 7.4 pH
01-FEB-03 SATURDAY 1_Hr COMP 30 Specific Conductance 3700 umhos/cm
01-FEB-03 SATURDAY 1 Hr COMP 30 pH 7.4 pH
01-FEB-03 SATURDAY 1 Hr COMP 130 Specific Conductance 3600 umhos/cm
01-FEB-03 SATURDAY 1 Hr COMP 130 pH 7.5 pH
01-FEB-03 SATURDAY 1_Hr COMP 230 Specific Conductance 3400 umhos/cm
01-FEB-03 SATURDAY 1 Hr COMP 230 pH 7.5 pH
01-FEB-03 SATURDAY 1 Hr COMP 330 specific Conductance 3400 umhos/cm
01-FEB-03 SATURDAY 1 Hr COMP 330 pH 7.6 pH
01-FEB-03 SATURDAY 1_Hr COMP 430 Specific Conductance 3400 umhos/cm
01-FEB-03 SATURDAY 1 Hr COMP 430 pH 7.6 pH
01-FEB-03 SATURDAY 1 Hr COMP 530 sSpecific Conductance 3300 umhos/cm
01-FEB-03 SATURDAY 1 Hr COMP 530 pH 7.6 pH
01-FEB-03 SATURDAY 1_Hr COMP 630 sSpecific Conductance 3300 umhos/cm
01-FEB-03 SATURDAY 1 Hr COMP 630 pH 7.6 pH
01-FEB-03 SATURDAY 1 Hr COMP 730 Specific Conductance 3300 umhos/cm
01-FEB-03 SATURDAY 1 _Hr COMP 730 pH 7.6 pH
01-FEB-03 SATURDAY 1_Hr COMP 830 sSpecific Conductance 3500 umhos/cm
01-FEB-03 SATURDAY 1 Hr COMP 830 pH 7.7 pH
01-FEB-03 SATURDAY 1 Hr COMP 930 Specific Conductance 3700 umhos/cm
01-FEB-03 SATURDAY 1 _Hr COMP 930 pH 7.7 pH
01-FEB-03 SATURDAY 1_Hr COMP 1030 Specific Conductance 3800 umhos/cm
01-FEB-03 SATURDAY 1 Hr COMP 1030 pH 7.8 pH
01-FEB-03 SATURDAY COMP_CONDUCT 1250 sSpecific Conductance 3500 umhos/cm
01-FEB-03 SATURDAY COMP_PH 1250 pH 7.3 pH
01-FEB-03 SATURDAY GRAB 1300 Specific Conductance 3700 umhos/cm
01-FEB-03 SATURDAY GRAB 1300 pH 7.9 pH
08-FEB-03 SATURDAY 1 Hr COMP 1110 Specific Conductance 3700 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 1110 pH 7.7 pH
08-FEB-03 SATURDAY 1 Hr COMP 1210 Specific Conductance 3600 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 1210 pH 7.8 pH
08-FEB-03 SATURDAY 1 Hr COMP 1310 Specific Conductance 3600 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 1310 pH 7.6 pH
08-FEB-03 SATURDAY 1 Hr COMP 1410 Specific Conductance 3500 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 1410 pH 7.4 pH
08-FEB-03 SATURDAY 1 Hr COMP 1510 Specific Conductance 3600 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 1510 pH 7.4 pH
08-FEB-03 SATURDAY 1 Hr COMP 1610 Specific Conductance 3600 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 1610 pH 7.4 pH
08-FEB-03 SATURDAY 1 Hr COMP 1710 Specific Conductance 3500 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 1710 pH 7.5 pH
08-FEB-03 SATURDAY 1 Hr COMP 1810 Specific Conductance 3500 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 1810 pH 7 pH
08-FEB-03 SATURDAY 1 Hr COMP 1910 Specific Conductance 3600 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 1910 pH 7 pH
08-FEB-03 SATURDAY 1 Hr COMP 2010 Specific Conductance 3600 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 2010 pH 7 pH
08-FEB-03 SATURDAY 1 Hr COMP 2110 Specific Conductance 3500 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 2110 pH 7 pH
08-FEB-03 SATURDAY 1 _Hr COMP 2210 Specific Conductance 3500 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 2210 pH 7.2 pH
08-FEB-03 SATURDAY 1 Hr COMP 2310 Specific Conductance 3400 umhos/cm
08-FEB-03 SATURDAY 1 Hr COMP 2310 pH 7 pH
09-FEB-03 SUNDAY 1 Hr COMP 10 Specific Conductance 3400 umhos/cm
09-FEB-03 SUNDAY 1 Hr COMP 10 pH 7.1 pH
09-FEB-03 SUNDAY 1 Hr COMP 110 Specific Conductance 3500 umhos/cm
09-FEB-03 SUNDAY 1 Hr COMP 110 pH 7.1 pH
09-FEB-03 SUNDAY 1 Hr COMP 210 specific Conductance 3500 umhos/cm
09-FEB-03 SUNDAY 1 Hr COMP 210 pH 7 pH
09-FEB-03 SUNDAY 1 Hr COMP 310 Specific Conductance 3500 umhos/cm
09-FEB-03 SUNDAY 1 Hr COMP 310 pH 7 pH
09-FEB-03 SUNDAY 1 Hr COMP 410 specific Conductance 3400 umhos/cm
09-FEB-03 SUNDAY 1 Hr COMP 410 pH 7.1 pH
09-FEB-03 SUNDAY 1 Hr COMP 510 Specific Conductance 3400 umhos/cm
09-FEB-03 SUNDAY 1 Hr COMP 510 pH 7.2 pH
09-FEB-03 SUNDAY 1 Hr COMP 610 Specific Conductance 3600 umhos/cm
09-FEB-03 SUNDAY 1 Hr COMP 610 pH 7.4 pH
09-FEB-03 SUNDAY 1 Hr COMP 710 Specific Conductance 3800 umhos/cm

09-FEB-03 SUNDAY 1 Hr COMP 710 pH 7.4 pH
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09-FEB-03 SUNDAY 1 Hr COMP 810 Specific Conductance 3600 umhos/cm
09-FEB-03 SUNDAY 1 Hr COMP 810 pH 7.5 pH
09-FEB-03 SUNDAY 1 Hr COMP 910 Specific Conductance 3400 umhos/cm
09-FEB-03 SUNDAY 1 Hr COMP 910 pH 7.6 pH
09-FEB-03 SUNDAY 1 Hr COMP 1010 Specific Conductance 3500 umhos/cm
09-FEB-03 SUNDAY 1 Hr COMP 1010 pH 7.6 pH
09-FEB-03 SUNDAY COMP_CONDUCT 1110 Specific Conductance 3500 umhos/cm
09-FEB-03 SUNDAY COMP_PH 1110 pH 7.5 pH
09-FEB-03 SUNDAY GRAB 1130 Specific Conductance 3700 umhos/cm
09-FEB-03 SUNDAY GRAB 1130 pH 7.8 pH
24-FEB-03 MONDAY 1_Hr COMP 1055 Specific Conductance 3700 umhos/cm
24-FEB-03 MONDAY 1 Hr COMP 1055 pH 7.3 pH
24-FEB-03 MONDAY 1 Hr COMP 1155 Specific Conductance 3800 umhos/cm
24-FEB-03 MONDAY 1 Hr COMP 1155 pH 7.1 pH
24-FEB-03 MONDAY 1_Hr COMP 1255 Specific Conductance 3800 umhos/cm
24-FEB-03 MONDAY 1 Hr COMP 1255 pH 7.1 pH
24-FEB-03 MONDAY 1 Hr COMP 1355 Specific Conductance 3600 umhos/cm
24-FEB-03 MONDAY 1 Hr COMP 1355 pH 7 pH
24-FEB-03 MONDAY 1_Hr COMP 1455 Specific Conductance 3600 umhos/cm
24-FEB-03 MONDAY 1 Hr COMP 1455 pH 7.1 pH
24-FEB-03 MONDAY 1 Hr COMP 1555 Specific Conductance 3600 umhos/cm
24-FEB-03 MONDAY 1 Hr COMP 1555 pH 6.9 pH
24-FEB-03 MONDAY 1_Hr COMP 1655 Specific Conductance 3600 umhos/cm
24-FEB-03 MONDAY 1 Hr COMP 1655 pH 7 pH
24-FEB-03 MONDAY 1 Hr COMP 1755 Specific Conductance 3700 umhos/cm
24-FEB-03 MONDAY 1 Hr COMP 1755 pH 7.1 pH
24-FEB-03 MONDAY 1_Hr COMP 1855 Specific Conductance 3600 umhos/cm
24-FEB-03 MONDAY 1 Hr COMP 1855 pH 7.1 pH
24-FEB-03 MONDAY 1 Hr COMP 1955 Specific Conductance 3500 umhos/cm
24-FEB-03 MONDAY 1 Hr COMP 1955 pH 7.1 pH
24-FEB-03 MONDAY 1_Hr COMP 2055 Specific Conductance 3500 umhos/cm
24-FEB-03 MONDAY 1 Hr COMP 2055 pH 7.1 pH
24-FEB-03 MONDAY 1 Hr COMP 2155 Specific Conductance 3500 umhos/cm
24-FEB-03 MONDAY 1 _Hr COMP 2155 pH 7.2 pH
24-FEB-03 MONDAY 1_Hr COMP 2255 Specific Conductance 3400 umhos/cm
24-FEB-03 MONDAY 1 Hr COMP 2255 pH 7.2 pH
24-FEB-03 MONDAY 1 Hr COMP 2355 Specific Conductance 3500 umhos/cm
24-FEB-03 MONDAY 1 Hr COMP 2355 pH 7.2 pH
25-FEB-03 TUESDAY 1_Hr COMP 55 Specific Conductance 3500 umhos/cm
25-FEB-03 TUESDAY 1 Hr COMP 55 pH 7.3 pH
25-FEB-03 TUESDAY 1 Hr COMP 155 Specific Conductance 3200 umhos/cm
25-FEB-03 TUESDAY 1 Hr COMP 155 pH 7.3 pH
25-FEB-03 TUESDAY 1_Hr COMP 255 Specific Conductance 3500 umhos/cm
25-FEB-03 TUESDAY 1 Hr COMP 255 pH 7.3 pH
25-FEB-03 TUESDAY 1 Hr COMP 355 specific Conductance 3400 umhos/cm
25-FEB-03 TUESDAY 1 Hr COMP 355 pH 7.3 pH
25-FEB-03 TUESDAY 1_Hr COMP 455 Specific Conductance 3500 umhos/cm
25-FEB-03 TUESDAY 1 Hr COMP 455 pH 7.4 pH
25-FEB-03 TUESDAY 1 Hr COMP 555 Specific Conductance 3500 umhos/cm
25-FEB-03 TUESDAY 1 Hr COMP 555 pH 7.4 pH
25-FEB-03 TUESDAY 1_Hr COMP 655 Specific Conductance 2500 umhos/cm
25-FEB-03 TUESDAY 1 Hr COMP 655 pH 7.4 pH
25-FEB-03 TUESDAY 1 Hr COMP 755 specific Conductance 1800 umhos/cm
25-FEB-03 TUESDAY 1 Hr COMP 755 pH 7.4 pH
25-FEB-03 TUESDAY 1 _Hr COMP 855 Specific Conductance 1600 umhos/cm
25-FEB-03 TUESDAY 1 Hr COMP 855 pH 7.4 pH
25-FEB-03 TUESDAY COMP_CONDUCT 1155 Specific Conductance 3400 umhos/cm
25-FEB-03 TUESDAY COMP_PH 1155 pH 7.3 pH
25-FEB-03 TUESDAY GRAB 1205 Specific Conductance 1400 umhos/cm
25-FEB-03 TUESDAY GRAB 1205 pH 7.5 pH
04-MAR-03 TUESDAY 1_Hr COMP 1120 Specific Conductance 2800 umhos/cm
04-MAR-03 TUESDAY 1 Hr COMP 1120 pH 7.2 pH
04-MAR-03 TUESDAY 1 _Hr COMP 1220 specific Conductance 1500 umhos/cm
04-MAR-03 TUESDAY 1 Hr COMP 1220 pH 7.1 pH
04-MAR-03 TUESDAY 1_Hr COMP 1320 Specific Conductance 1400 umhos/cm
04-MAR-03 TUESDAY 1 Hr COMP 1320 pH 7.2 pH
04-MAR-03 TUESDAY 1 _Hr COMP 1420 specific Conductance 1500 umhos/cm
04-MAR-03 TUESDAY 1 Hr COMP 1420 pH 7.2 pH
04-MAR-03 TUESDAY 1_Hr COMP 1520 Specific Conductance 1600 umhos/cm
04-MAR-03 TUESDAY 1 Hr COMP 1520 pH 7.3 pH
04-MAR-03 TUESDAY 1 Hr COMP 1620 Specific Conductance 1800 umhos/cm
04-MAR-03 TUESDAY 1 Hr COMP 1620 pH 7.4 pH

04-MAR-03 TUESDAY 1_Hr COMP 1720 Specific Conductance 1900 umhos/cm
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04-MAR-03 TUESDAY 1 Hr COMP 1720 pH 7.3 pH
04-MAR-03 TUESDAY 1_Hr COMP 1820 Specific Conductance 2100 umhos/cm
04-MAR-03 TUESDAY 1 Hr COMP 1820 pH 7.3 pH
04-MAR-03 TUESDAY 1 Hr COMP 1920 Specific Conductance 2600 umhos/cm
04-MAR-03 TUESDAY 1 Hr COMP 1920 pH 7.5 pH
04-MAR-03 TUESDAY 1_Hr COMP 2020 Specific Conductance 2500 umhos/cm
04-MAR-03 TUESDAY 1 Hr COMP 2020 pH 7.5 pH
04-MAR-03 TUESDAY 1 Hr COMP 2120 Specific Conductance 2700 umhos/cm
04-MAR-03 TUESDAY 1 _Hr COMP 2120 pH 7.4 pH
04-MAR-03 TUESDAY 1_Hr COMP 2220 Specific Conductance 2800 umhos/cm
04-MAR-03 TUESDAY 1 Hr COMP 2220 pH 7.5 pH
04-MAR-03 TUESDAY 1 Hr COMP 2320 Specific Conductance 2400 umhos/cm
04-MAR-03 TUESDAY 1 _Hr COMP 2320 pH 7.7 pH
05-MAR-03 WEDNESDAY 1 Hr COMP 20 Specific Conductance 2700 umhos/cm
05-MAR-03 WEDNESDAY 1 Hr COMP 20 pH 7.7 pH
05-MAR-03 WEDNESDAY 1 Hr COMP 120 Specific Conductance 3300 umhos/cm
05-MAR-03 WEDNESDAY 1 _Hr COMP 120 pH 8 pH
05-MAR-03 WEDNESDAY 1 Hr COMP 220 Specific Conductance 3500 umhos/cm
05-MAR-03 WEDNESDAY 1 Hr COMP 220 pH 8 pH
05-MAR-03 WEDNESDAY 1 Hr COMP 320 Specific Conductance 3700 umhos/cm
05-MAR-03 WEDNESDAY 1 _Hr COMP 320 pH 7.6 pH
05-MAR-03 WEDNESDAY 1 Hr COMP 420 Specific Conductance 3600 umhos/cm
05-MAR-03 WEDNESDAY 1 Hr COMP 420 pH 7.4 pH
05-MAR-03 WEDNESDAY 1 Hr COMP 520 Specific Conductance 3600 umhos/cm
05-MAR-03 WEDNESDAY 1 _Hr COMP 520 pH 7.2 pH
05-MAR-03 WEDNESDAY 1 Hr COMP 620 Specific Conductance 3600 umhos/cm
05-MAR-03 WEDNESDAY 1 Hr COMP 620 pH 7.2 pH
05-MAR-03 WEDNESDAY 1 Hr COMP 720 specific Conductance 3600 umhos/cm
05-MAR-03 WEDNESDAY 1 Hr COMP 720 pH 7.3 pH
05-MAR-03 WEDNESDAY 1 Hr COMP 820 Specific Conductance 3300 umhos/cm
05-MAR-03 WEDNESDAY 1 Hr COMP 820 pH 7.2 pH
05-MAR-03 WEDNESDAY 1 Hr COMP 920 Specific Conductance 3300 umhos/cm
05-MAR-03 WEDNESDAY 1 Hr COMP 920 pH 7.1 pH
05-MAR-03 WEDNESDAY 1 Hr COMP 1020 Specific Conductance 3300 umhos/cm
05-MAR-03 WEDNESDAY 1 Hr COMP 1020 pH 7.1 pH
05-MAR-03 WEDNESDAY COMP_CONDUCT 1420 Specific Conductance 2700 umhos/cm
05-MAR-03 WEDNESDAY COMP_PH 1420 pH 7.4 pH
05-MAR-03 WEDNESDAY GRAB 1430 Specific Conductance 3400 umhos/cm
05-MAR-03 WEDNESDAY GRAB 1430 pH 7.6 pH
12-MAR-03 WEDNESDAY 1_Hr COMP 1010 Specific Conductance 3600 umhos/cm
12-MAR-03 WEDNESDAY 1 Hr COMP 1010 pH 7.3 pH
12-MAR-03 WEDNESDAY 1 _Hr COMP 1110 Specific Conductance 3600 umhos/cm
12-MAR-03 WEDNESDAY 1 Hr COMP 1110 pH 7.2 pH
12-MAR-03 WEDNESDAY 1_Hr COMP 1210 Specific Conductance 3600 umhos/cm
12-MAR-03 WEDNESDAY 1 Hr COMP 1210 pH 7.3 pH
12-MAR-03 WEDNESDAY 1 _Hr COMP 1310 specific Conductance 3700 umhos/cm
12-MAR-03 WEDNESDAY 1 Hr COMP 1310 pH 7.3 pH
12-MAR-03 WEDNESDAY 1_Hr COMP 1410 Specific Conductance 3700 umhos/cm
12-MAR-03 WEDNESDAY 1 Hr COMP 1410 pH 7.3 pH
12-MAR-03 WEDNESDAY 1 _Hr COMP 1510 Specific Conductance 3600 umhos/cm
12-MAR-03 WEDNESDAY 1 Hr COMP 1510 pH 7.4 pH
12-MAR-03 WEDNESDAY 1_Hr COMP 1610 Specific Conductance 3600 umhos/cm
12-MAR-03 WEDNESDAY 1 Hr COMP 1610 pH 7.4 pH
12-MAR-03 WEDNESDAY 1 _Hr COMP 1710 sSpecific Conductance 3500 umhos/cm
12-MAR-03 WEDNESDAY 1 Hr COMP 1710 pH 7.4 pH
12-MAR-03 WEDNESDAY 1_Hr COMP 1810 Specific Conductance 3500 umhos/cm
12-MAR-03 WEDNESDAY 1 Hr COMP 1810 pH 7.4 pH
12-MAR-03 WEDNESDAY 1 Hr COMP 1910 specific Conductance 3500 umhos/cm
12-MAR-03 WEDNESDAY 1 Hr COMP 1910 pH 7.5 pH
12-MAR-03 WEDNESDAY 1_Hr COMP 2010 Specific Conductance 3600 umhos/cm
12-MAR-03 WEDNESDAY 1 Hr COMP 2010 pH 7.4 pH
12-MAR-03 WEDNESDAY 1 Hr COMP 2110 Specific Conductance 3500 umhos/cm
12-MAR-03 WEDNESDAY 1 Hr COMP 2110 pH 7.5 pH
12-MAR-03 WEDNESDAY 1_Hr COMP 2210 Specific Conductance 3400 umhos/cm
12-MAR-03 WEDNESDAY 1 Hr COMP 2210 pH 7.5 pH
12-MAR-03 WEDNESDAY 1 Hr COMP 2310 Specific Conductance 3500 umhos/cm
12-MAR-03 WEDNESDAY 1 _Hr COMP 2310 pH 7.6 pH
13-MAR-03 THURSDAY 1_Hr COMP 10 Specific Conductance 3800 umhos/cm
13-MAR-03 THURSDAY 1 Hr COMP 10 pH 7.9 pH
13-MAR-03 THURSDAY 1 Hr COMP 110 Specific Conductance 4100 umhos/cm
13-MAR-03 THURSDAY 1 _Hr COMP 110 pH 8 pH
13-MAR-03 THURSDAY 1_Hr COMP 210 Specific Conductance 3900 umhos/cm

13-MAR-03 THURSDAY 1 Hr COMP 210 pH 7.6 pH
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13-MAR-03 THURSDAY 1 _Hr COMP 310 Specific Conductance 3800 umhos/cm
13-MAR-03 THURSDAY 1 Hr COMP 310 pH 7.5 pH
13-MAR-03 THURSDAY 1 Hr COMP 410 Specific Conductance 3700 umhos/cm
13-MAR-03 THURSDAY 1 _Hr COMP 410 pH 7.3 pH
13-MAR-03 THURSDAY 1_Hr COMP 510 Specific Conductance 3400 umhos/cm
13-MAR-03 THURSDAY 1 Hr COMP 510 pH 7.4 pH
13-MAR-03 THURSDAY 1_Hr COMP 610 Specific Conductance 3700 umhos/cm
13-MAR-03 THURSDAY 1 Hr COMP 610 pH 7.3 pH
13-MAR-03 THURSDAY 1 Hr COMP 710 Specific Conductance 3500 umhos/cm
13-MAR-03 THURSDAY 1 Hr COMP 710 pH 7.4 pH
13-MAR-03 THURSDAY 1_Hr COMP 810 Specific Conductance 3500 umhos/cm
13-MAR-03 THURSDAY 1 Hr COMP 810 pH 7.3 pH
13-MAR-03 THURSDAY 1 Hr COMP 910 Specific Conductance 3500 umhos/cm
13-MAR-03 THURSDAY 1 Hr COMP 910 pH 7.3 pH
13-MAR-03 THURSDAY COMP_CONDUCT 1145 Specific Conductance 3600 umhos/cm
13-MAR-03 THURSDAY COMP_PH 1145 pH 7.5 pH
13-MAR-03 THURSDAY GRAB 1155 Specific Conductance 3600 umhos/cm
13-MAR-03 THURSDAY GRAB 1155 pH 7.7 pH
20-MAR-03 THURSDAY 1_Hr COMP 955 Specific Conductance 3900 umhos/cm
20-MAR-03 THURSDAY 1 Hr COMP 955 pH 7.7 pH
20-MAR-03 THURSDAY 1 Hr COMP 1055 Specific Conductance 3600 umhos/cm
20-MAR-03 THURSDAY 1 Hr COMP 1055 pH 7.5 pH
20-MAR-03 THURSDAY 1_Hr COMP 1155 Specific Conductance 3800 umhos/cm
20-MAR-03 THURSDAY 1 Hr COMP 1155 pH 7.4 pH
20-MAR-03 THURSDAY 1 Hr COMP 1255 Specific Conductance 3900 umhos/cm
20-MAR-03 THURSDAY 1 Hr COMP 1255 pH 7.3 pH
20-MAR-03 THURSDAY 1_Hr COMP 1355 Specific Conductance 3800 umhos/cm
20-MAR-03 THURSDAY 1 Hr COMP 1355 pH 7.3 pH
20-MAR-03 THURSDAY 1 _Hr COMP 1455 Specific Conductance 3900 umhos/cm
20-MAR-03 THURSDAY 1 Hr COMP 1455 pH 7.4 pH
20-MAR-03 THURSDAY 1_Hr COMP 1555 sSpecific Conductance 3700 umhos/cm
20-MAR-03 THURSDAY 1 Hr COMP 1555 pH 7.4 pH
20-MAR-03 THURSDAY 1 Hr COMP 1655 Specific Conductance 3700 umhos/cm
20-MAR-03 THURSDAY 1 Hr COMP 1655 pH 7.4 pH
20-MAR-03 THURSDAY 1_Hr COMP 1755 sSpecific Conductance 3600 umhos/cm
20-MAR-03 THURSDAY 1 Hr COMP 1755 pH 7.2 pH
20-MAR-03 THURSDAY 1 Hr COMP 1855 sSpecific Conductance 3900 umhos/cm
20-MAR-03 THURSDAY 1 Hr COMP 1855 pH 7.4 pH
20-MAR-03 THURSDAY 1_Hr COMP 1955 sSpecific Conductance 3700 umhos/cm
20-MAR-03 THURSDAY 1 Hr COMP 1955 pH 7.4 pH
20-MAR-03 THURSDAY 1 Hr COMP 2055 Specific Conductance 3700 umhos/cm
20-MAR-03 THURSDAY 1 Hr COMP 2055 pH 7.4 pH
20-MAR-03 THURSDAY 1_Hr COMP 2155 Specific Conductance 3700 umhos/cm
20-MAR-03 THURSDAY 1 Hr COMP 2155 pH 7.3 pH
20-MAR-03 THURSDAY 1 Hr COMP 2255 Specific Conductance 3700 umhos/cm
20-MAR-03 THURSDAY 1 Hr COMP 2255 pH 7.4 pH
20-MAR-03 THURSDAY 1_Hr COMP 2355 Specific Conductance 3700 umhos/cm
20-MAR-03 THURSDAY 1 Hr COMP 2355 pH 7.5 pH
21-MAR-03 FRIDAY 1 Hr COMP 55 Specific Conductance 3700 umhos/cm
21-MAR-03 FRIDAY 1 Hr COMP 55 pH 7.5 pH
21-MAR-03 FRIDAY 1_Hr COMP 155 specific Conductance 3600 umhos/cm
21-MAR-03 FRIDAY 1 Hr COMP 155 pH 7.5 pH
21-MAR-03 FRIDAY 1 Hr COMP 255 specific Conductance 3600 umhos/cm
21-MAR-03 FRIDAY 1 Hr COMP 255 pH 7.6 pH
21-MAR-03 FRIDAY 1 Hr COMP 355 Specific Conductance 3600 umhos/cm
21-MAR-03 FRIDAY 1 Hr COMP 355 pH 7.6 pH
21-MAR-03 FRIDAY 1_Hr COMP 455 Specific Conductance 3500 umhos/cm
21-MAR-03 FRIDAY 1 Hr COMP 455 pH 7.5 pH
21-MAR-03 FRIDAY 1 Hr COMP 555 Specific Conductance 3400 umhos/cm
21-MAR-03 FRIDAY 1 Hr COMP 555 pH 7.6 pH
21-MAR-03 FRIDAY 1_Hr COMP 655 Specific Conductance 3400 umhos/cm
21-MAR-03 FRIDAY 1 Hr COMP 655 pH 7.6 pH
21-MAR-03 FRIDAY 1 Hr COMP 755 Specific Conductance 3400 umhos/cm
21-MAR-03 FRIDAY 1 Hr COMP 755 pH 7.6 pH
21-MAR-03 FRIDAY 1_Hr COMP 855 Specific Conductance 3500 umhos/cm
21-MAR-03 FRIDAY 1 Hr COMP 855 pH 7.6 pH
21-MAR-03 FRIDAY COMP CONDUCT 1010 Specific Conductance 3700 umhos/cm
21-MAR-03 FRIDAY COMP_PH 1010 pH 7.5 pH
21-MAR-03 FRIDAY GRAB 1030 Specific Conductance 3500 umhos/cm
21-MAR-03 FRIDAY GRAB 1030 pH 7.6 pH
28-MAR-03 FRIDAY 1 Hr COMP 1005 Specific Conductance 3800 umhos/cm
28-MAR-03 FRIDAY 1 Hr COMP 1005 pH 7.3 pH

28-MAR-03 FRIDAY 1_Hr COMP 1105 Specific Conductance 3600 umhos/cm
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28-MAR-03 FRIDAY 1 Hr COMP 1105 pH 7.5 pH
28-MAR-03 FRIDAY 1_Hr COMP 1205 Specific Conductance 3700 umhos/cm
28-MAR-03 FRIDAY 1 Hr COMP 1205 pH 7.3 pH
28-MAR-03 FRIDAY 1 Hr COMP 1305 Specific Conductance 3700 umhos/cm
28-MAR-03 FRIDAY 1 Hr COMP 1305 pH 7.3 pH
28-MAR-03 FRIDAY 1_Hr COMP 1405 Specific Conductance 3700 umhos/cm
28-MAR-03 FRIDAY 1 Hr COMP 1405 pH 7.1 pH
28-MAR-03 FRIDAY 1 Hr COMP 1505 sSpecific Conductance 3700 umhos/cm
28-MAR-03 FRIDAY 1 Hr COMP 1505 pH 7.1 pH
28-MAR-03 FRIDAY 1_Hr COMP 1605 Specific Conductance 3500 umhos/cm
28-MAR-03 FRIDAY 1 Hr COMP 1605 pH 7.2 pH
28-MAR-03 FRIDAY 1 Hr COMP 1705 specific Conductance 3400 umhos/cm
28-MAR-03 FRIDAY 1 Hr COMP 1705 pH 7.1 pH
28-MAR-03 FRIDAY 1_Hr COMP 1805 Specific Conductance 3400 umhos/cm
28-MAR-03 FRIDAY 1 Hr COMP 1805 pH 7.2 pH
28-MAR-03 FRIDAY 1 Hr COMP 1905 sSpecific Conductance 3500 umhos/cm
28-MAR-03 FRIDAY 1 Hr COMP 1905 pH 7.1 pH
28-MAR-03 FRIDAY 1_Hr COMP 2005 Specific Conductance 3500 umhos/cm
28-MAR-03 FRIDAY 1 Hr COMP 2005 pH 7.2 pH
28-MAR-03 FRIDAY 1 Hr COMP 2105 Specific Conductance 3500 umhos/cm
28-MAR-03 FRIDAY 1 Hr COMP 2105 pH 7.3 pH
28-MAR-03 FRIDAY 1_Hr COMP 2205 Specific Conductance 3500 umhos/cm
28-MAR-03 FRIDAY 1 Hr COMP 2205 pH 7.3 pH
28-MAR-03 FRIDAY 1 Hr COMP 2305 Specific Conductance 3500 umhos/cm
28-MAR-03 FRIDAY 1 Hr COMP 2305 pH 7.4 pH
29-MAR-03 SATURDAY 1_Hr COMP 5 Specific Conductance 3500 umhos/cm
29-MAR-03 SATURDAY 1 Hr COMP 5 pH 7.5 pH
29-MAR-03 SATURDAY 1 Hr COMP 105 Specific Conductance 3400 umhos/cm
29-MAR-03 SATURDAY 1 Hr COMP 105 pH 7.5 pH
29-MAR-03 SATURDAY 1_Hr COMP 205 Specific Conductance 3400 umhos/cm
29-MAR-03 SATURDAY 1 Hr COMP 205 pH 7.5 pH
29-MAR-03 SATURDAY 1_Hr COMP 305 Specific Conductance 3400 umhos/cm
29-MAR-03 SATURDAY 1 Hr COMP 305 pH 7.5 pH
29-MAR-03 SATURDAY 1 _Hr COMP 405 Specific Conductance 3400 umhos/cm
29-MAR-03 SATURDAY 1 Hr COMP 405 pH 7.6 pH
29-MAR-03 SATURDAY 1_Hr COMP 505 Specific Conductance 3400 umhos/cm
29-MAR-03 SATURDAY 1 Hr COMP 505 pH 7.6 pH
29-MAR-03 SATURDAY 1 _Hr COMP 605 Specific Conductance 3500 umhos/cm
29-MAR-03 SATURDAY 1 Hr COMP 605 pH 7.6 pH
29-MAR-03 SATURDAY 1_Hr COMP 705 Specific Conductance 3500 umhos/cm
29-MAR-03 SATURDAY 1 Hr COMP 705 pH 7.6 pH
29-MAR-03 SATURDAY 1 Hr COMP 805 Specific Conductance 3500 umhos/cm
29-MAR-03 SATURDAY 1 Hr COMP 805 pH 7.6 pH
29-MAR-03 SATURDAY 1_Hr COMP 905 specific Conductance 3500 umhos/cm
29-MAR-03 SATURDAY 1 Hr COMP 905 pH 7.6 pH
29-MAR-03 SATURDAY GRAB 920 Specific Conductance 3500 umhos/cm
29-MAR-03 SATURDAY GRAB 920 pH 7.6 pH
29-MAR-03 SATURDAY COMP_CONDUCT 930 specific Conductance 3500 umhos/cm
29-MAR-03 SATURDAY COMP_PH 930 pH 7.4 pH
06-APR-03 SUNDAY 1 Hr COMP 1020 Specific Conductance 3300 umhos/cm
06-APR-03 SUNDAY 1 Hr COMP 1020 pH 7.8 pH
06-APR-03 SUNDAY 1 Hr COMP 1120 Specific Conductance 3400 umhos/cm
06-APR-03 SUNDAY 1 Hr COMP 1120 pH 7.7 pH
06-APR-03 SUNDAY 1 Hr COMP 1220 Specific Conductance 3600 umhos/cm
06-APR-03 SUNDAY 1 _Hr COMP 1220 pH 7.7 pH
06-APR-03 SUNDAY 1 Hr COMP 1320 Specific Conductance 3700 umhos/cm
06-APR-03 SUNDAY 1 Hr COMP 1320 pH 7.7 pH
06-APR-03 SUNDAY 1 Hr COMP 1420 specific Conductance 3700 umhos/cm
06-APR-03 SUNDAY 1 _Hr COMP 1420 pH 7.5 pH
06-APR-03 SUNDAY 1 Hr COMP 1520 Specific Conductance 3600 umhos/cm
06-APR-03 SUNDAY 1 Hr COMP 1520 pH 7.6 pH
06-APR-03 SUNDAY 1 Hr COMP 1620 Specific Conductance 3500 umhos/cm
06-APR-03 SUNDAY 1 _Hr COMP 1620 pH 7.5 pH
06-APR-03 SUNDAY 1 Hr COMP 1720 Specific Conductance 3300 umhos/cm
06-APR-03 SUNDAY 1 Hr COMP 1720 pH 7.4 pH
06-APR-03 SUNDAY 1 Hr COMP 1820 sSpecific Conductance 3200 umhos/cm
06-APR-03 SUNDAY 1 _Hr COMP 1820 pH 7.5 pH
06-APR-03 SUNDAY 1 Hr COMP 1920 Specific Conductance 3300 umhos/cm
06-APR-03 SUNDAY 1 Hr COMP 1920 pH 7.5 pH
06-APR-03 SUNDAY 1 Hr COMP 2020 Specific Conductance 3200 umhos/cm
06-APR-03 SUNDAY 1 _Hr COMP 2020 pH 7.5 pH
06-APR-03 SUNDAY 1 Hr COMP 2120 Specific Conductance 3300 umhos/cm

06-APR-03 SUNDAY 1 Hr COMP 2120 pH 7.6 pH
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06-APR-03 SUNDAY 1 Hr COMP 2220 Specific Conductance 3300 umhos/cm
06-APR-03 SUNDAY 1 Hr COMP 2220 pH 7.6 pH
06-APR-03 SUNDAY 1 Hr COMP 2320 Specific Conductance 3300 umhos/cm
06-APR-03 SUNDAY 1 Hr COMP 2320 pH 7.6 pH
07-APR-03 MONDAY 1_Hr COMP 20 Specific Conductance 3400 umhos/cm
07-APR-03 MONDAY 1 Hr COMP 20 pH 7.6 pH
07-APR-03 MONDAY 1_Hr COMP 120 specific Conductance 3300 umhos/cm
07-APR-03 MONDAY 1 Hr COMP 120 pH 7.6 pH
07-APR-03 MONDAY 1 _Hr COMP 220 Specific Conductance 3300 umhos/cm
07-APR-03 MONDAY 1 Hr COMP 220 pH 7.6 pH
07-APR-03 MONDAY 1_Hr COMP 320 Specific Conductance 3300 umhos/cm
07-APR-03 MONDAY 1 Hr COMP 320 pH 7.6 pH
07-APR-03 MONDAY 1 _Hr COMP 420 Specific Conductance 3200 umhos/cm
07-APR-03 MONDAY 1 Hr COMP 420 pH 7.7 pH
07-APR-03 MONDAY 1_Hr COMP 520 Specific Conductance 3300 umhos/cm
07-APR-03 MONDAY 1 Hr COMP 520 pH 7.7 pH
07-APR-03 MONDAY 1 _Hr COMP 620 Specific Conductance 3300 umhos/cm
07-APR-03 MONDAY 1 Hr COMP 620 pH 7.7 pH
07-APR-03 MONDAY 1_Hr COMP 720 Specific Conductance 3400 umhos/cm
07-APR-03 MONDAY 1 Hr COMP 720 pH 7.7 pH
07-APR-03 MONDAY 1 _Hr COMP 820 Specific Conductance 3300 umhos/cm
07-APR-03 MONDAY 1 Hr COMP 820 pH 7.7 pH
07-APR-03 MONDAY 1_Hr COMP 920 specific Conductance 3500 umhos/cm
07-APR-03 MONDAY 1 Hr COMP 920 pH 7.8 pH
07-APR-03 MONDAY GRAB 1025 Specific Conductance 3700 umhos/cm
07-APR-03 MONDAY GRAB 1025 pH 7.7 pH
07-APR-03 MONDAY COMP_CONDUCT 1035 Specific Conductance 3400 umhos/cm
07-APR-03 MONDAY COMP_PH 1035 pH 7.4 pH
15-APR-03 TUESDAY 1 _Hr COMP 930 Specific Conductance 3400 umhos/cm
15-APR-03 TUESDAY 1 Hr COMP 930 pH 7.4 pH
15-APR-03 TUESDAY 1_Hr COMP 1030 specific Conductance 3400 umhos/cm
15-APR-03 TUESDAY 1 Hr COMP 1030 pH 7.4 pH
15-APR-03 TUESDAY 1 Hr COMP 1130 Specific Conductance 3500 umhos/cm
15-APR-03 TUESDAY 1 Hr COMP 1130 pH 7.4 pH
15-APR-03 TUESDAY 1_Hr COMP 1230 sSpecific Conductance 3500 umhos/cm
15-APR-03 TUESDAY 1 Hr COMP 1230 pH 7.4 pH
15-APR-03 TUESDAY 1 Hr COMP 1330 sSpecific Conductance 3500 umhos/cm
15-APR-03 TUESDAY 1 Hr COMP 1330 pH 7.4 pH
15-APR-03 TUESDAY 1_Hr COMP 1430 specific Conductance 3600 umhos/cm
15-APR-03 TUESDAY 1 Hr COMP 1430 pH 7.4 pH
15-APR-03 TUESDAY 1 Hr COMP 1530 Specific Conductance 3600 umhos/cm
15-APR-03 TUESDAY 1 _Hr COMP 1530 pH 7.4 pH
15-APR-03 TUESDAY 1_Hr COMP 1630 Specific Conductance 3700 umhos/cm
15-APR-03 TUESDAY 1 Hr COMP 1630 pH 7.5 pH
15-APR-03 TUESDAY 1 Hr COMP 1730 specific Conductance 3700 umhos/cm
15-APR-03 TUESDAY 1 _Hr COMP 1730 pH 7.5 pH
15-APR-03 TUESDAY 1_Hr COMP 1830 Specific Conductance 3700 umhos/cm
15-APR-03 TUESDAY 1 Hr COMP 1830 pH 7.5 pH
15-APR-03 TUESDAY 1 Hr COMP 1930 sSpecific Conductance 3800 umhos/cm
15-APR-03 TUESDAY 1 _Hr COMP 1930 pH 7.5 pH
15-APR-03 TUESDAY 1_Hr COMP 2030 Specific Conductance 3700 umhos/cm
15-APR-03 TUESDAY 1 Hr COMP 2030 pH 7.6 pH
15-APR-03 TUESDAY 1 Hr COMP 2130 Specific Conductance 3600 umhos/cm
15-APR-03 TUESDAY 1 _Hr COMP 2130 pH 7.5 pH
15-APR-03 TUESDAY 1 Hr COMP 2230 Specific Conductance 3500 umhos/cm
15-APR-03 TUESDAY 1 Hr COMP 2230 pH 7.5 pH
15-APR-03 TUESDAY 1_Hr COMP 2330 Specific Conductance 3500 umhos/cm
15-APR-03 TUESDAY 1 Hr COMP 2330 pH 7.6 pH
16-APR-03 WEDNESDAY 1 Hr COMP 30 Specific Conductance 3400 umhos/cm
16-APR-03 WEDNESDAY 1 Hr COMP 30 pH 7.6 pH
16-APR-03 WEDNESDAY 1_Hr COMP 130 specific Conductance 2600 umhos/cm
16-APR-03 WEDNESDAY 1 Hr COMP 130 pH 7.5 pH
16-APR-03 WEDNESDAY 1 Hr COMP 230 Specific Conductance 3500 umhos/cm
16-APR-03 WEDNESDAY 1 Hr COMP 230 pH 7.7 pH
16-APR-03 WEDNESDAY 1_Hr COMP 330 Specific Conductance 3000 umhos/cm
16-APR-03 WEDNESDAY 1 Hr COMP 330 pH 7.6 pH
16-APR-03 WEDNESDAY 1 Hr COMP 430 Specific Conductance 3000 umhos/cm
16-APR-03 WEDNESDAY 1 Hr COMP 430 pH 7.5 pH
16-APR-03 WEDNESDAY 1_Hr COMP 530 Specific Conductance 3400 umhos/cm
16-APR-03 WEDNESDAY 1 Hr COMP 530 pH 7.4 pH
16-APR-03 WEDNESDAY 1 Hr COMP 630 Specific Conductance 3300 umhos/cm
16-APR-03 WEDNESDAY 1 Hr COMP 630 pH 7.3 pH

16-APR-03 WEDNESDAY 1_Hr COMP 730 Specific Conductance 3400 umhos/cm
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16-APR-03 WEDNESDAY 1 Hr COMP 730 pH 7.3 pH
16-APR-03 WEDNESDAY 1_Hr COMP 830 Specific Conductance 3400 umhos/cm
16-APR-03 WEDNESDAY 1 Hr COMP 830 pH 7.4 pH
16-APR-03 WEDNESDAY GRAB 1035 Specific Conductance 3800 umhos/cm
16-APR-03 WEDNESDAY GRAB 1035 pH 7.6 pH
16-APR-03 WEDNESDAY COMP_CONDUCT 1045 Specific Conductance 3500 umhos/cm
16-APR-03 WEDNESDAY COMP_PH 1045 pH 7.5 pH
23-APR-03 WEDNESDAY 1 Hr COMP 930 Specific Conductance 3600 umhos/cm
23-APR-03 WEDNESDAY 1 Hr COMP 930 pH 7.5 pH
23-APR-03 WEDNESDAY 1_Hr COMP 1030 specific Conductance 3800 umhos/cm
23-APR-03 WEDNESDAY 1 Hr COMP 1030 pH 7.5 pH
23-APR-03 WEDNESDAY 1 Hr COMP 1130 sSpecific Conductance 3900 umhos/cm
23-APR-03 WEDNESDAY 1 Hr COMP 1130 pH 7.5 pH
23-APR-03 WEDNESDAY 1_Hr COMP 1230 specific Conductance 3900 umhos/cm
23-APR-03 WEDNESDAY 1 Hr COMP 1230 pH 7.3 pH
23-APR-03 WEDNESDAY 1 Hr COMP 1330 sSpecific Conductance 3600 umhos/cm
23-APR-03 WEDNESDAY 1 Hr COMP 1330 pH 7.2 pH
23-APR-03 WEDNESDAY 1_Hr COMP 1430 specific Conductance 4100 umhos/cm
23-APR-03 WEDNESDAY 1 Hr COMP 1430 pH 7.3 pH
23-APR-03 WEDNESDAY 1 Hr COMP 1530 sSpecific Conductance 4000 umhos/cm
23-APR-03 WEDNESDAY 1 Hr COMP 1530 pH 7.3 pH
23-APR-03 WEDNESDAY 1_Hr COMP 1630 Specific Conductance 4000 umhos/cm
23-APR-03 WEDNESDAY 1 Hr COMP 1630 pH 7.3 pH
23-APR-03 WEDNESDAY 1 Hr COMP 1730 Specific Conductance 4200 umhos/cm
23-APR-03 WEDNESDAY 1 Hr COMP 1730 pH 7.3 pH
23-APR-03 WEDNESDAY 1_Hr COMP 1830 Specific Conductance 3400 umhos/cm
23-APR-03 WEDNESDAY 1 Hr COMP 1830 pH 7.4 pH
23-APR-03 WEDNESDAY 1 Hr COMP 1930 sSpecific Conductance 3400 umhos/cm
23-APR-03 WEDNESDAY 1 Hr COMP 1930 pH 7.4 pH
23-APR-03 WEDNESDAY 1_Hr COMP 2030 Specific Conductance 3700 umhos/cm
23-APR-03 WEDNESDAY 1 Hr COMP 2030 pH 7.3 pH
23-APR-03 WEDNESDAY 1_Hr COMP 2130 Specific Conductance 3600 umhos/cm
23-APR-03 WEDNESDAY 1 Hr COMP 2130 pH 7.3 pH
23-APR-03 WEDNESDAY 1 Hr COMP 2230 Specific Conductance 3600 umhos/cm
23-APR-03 WEDNESDAY 1 Hr COMP 2230 pH 7.3 pH
23-APR-03 WEDNESDAY 1_Hr COMP 2330 Specific Conductance 3600 umhos/cm
23-APR-03 WEDNESDAY 1 Hr COMP 2330 pH 7.4 pH
24-APR-03 THURSDAY 1 Hr COMP 30 Specific Conductance 3600 umhos/cm
24-APR-03 THURSDAY 1 Hr COMP 30 pH 7.4 pH
24-APR-03 THURSDAY 1_Hr COMP 130 specific Conductance 3500 umhos/cm
24-APR-03 THURSDAY 1 Hr COMP 130 pH 7.5 pH
24-APR-03 THURSDAY 1 Hr COMP 230 Specific Conductance 3500 umhos/cm
24-APR-03 THURSDAY 1 Hr COMP 230 pH 7.4 pH
24-APR-03 THURSDAY 1_Hr COMP 330 Specific Conductance 3400 umhos/cm
24-APR-03 THURSDAY 1 Hr COMP 330 pH 7.4 pH
24-APR-03 THURSDAY COMP_ CONDUCT 1015 Specific Conductance 3800 umhos/cm
24-APR-03 THURSDAY COMP_PH 1015 pH 7.5 pH
24-APR-03 THURSDAY GRAB 1030 Specific Conductance 3800 umhos/cm
24-APR-03 THURSDAY GRAB 1030 pH 7.4 pH
01-MAY-03 THURSDAY 1 Hr COMP 840 Specific Conductance 3400 umhos/cm
01-MAY-03 THURSDAY 1 Hr COMP 840 pH 7.4 pH
01-MAY-03 THURSDAY 1_Hr COMP 940 specific Conductance 3500 umhos/cm
01-MAY-03 THURSDAY 1 Hr COMP 940 pH 7.3 pH
01-MAY-03 THURSDAY 1 Hr COMP 1040 Specific Conductance 3600 umhos/cm
01-MAY-03 THURSDAY 1 Hr COMP 1040 pH 7.4 pH
01-MAY-03 THURSDAY 1_Hr COMP 1140 sSpecific Conductance 3800 umhos/cm
01-MAY-03 THURSDAY 1 Hr COMP 1140 pH 7.3 pH
01-MAY-03 THURSDAY 1 Hr COMP 1240 specific Conductance 3900 umhos/cm
01-MAY-03 THURSDAY 1 Hr COMP 1240 pH 7.3 pH
01-MAY-03 THURSDAY 1_Hr COMP 1340 Specific Conductance 3700 umhos/cm
01-MAY-03 THURSDAY 1 Hr COMP 1340 pH 7.3 pH
01-MAY-03 THURSDAY 1 Hr COMP 1440 Specific Conductance 3400 umhos/cm
01-MAY-03 THURSDAY 1 Hr COMP 1440 pH 7.2 pH
01-MAY-03 THURSDAY 1_Hr COMP 1540 specific Conductance 3500 umhos/cm
01-MAY-03 THURSDAY 1 Hr COMP 1540 pH 7.1 pH
01-MAY-03 THURSDAY 1 Hr COMP 1640 sSpecific Conductance 3500 umhos/cm
01-MAY-03 THURSDAY 1 Hr COMP 1640 pH 7.1 pH
01-MAY-03 THURSDAY 1_Hr COMP 1740 specific Conductance 3400 umhos/cm
01-MAY-03 THURSDAY 1 Hr COMP 1740 pH 7.1 pH
01-MAY-03 THURSDAY 1 Hr COMP 1840 specific Conductance 3500 umhos/cm
01-MAY-03 THURSDAY 1 Hr COMP 1840 pH 7.2 pH
01-MAY-03 THURSDAY 1_Hr COMP 1940 specific Conductance 3500 umhos/cm

01-MAY-03 THURSDAY 1 Hr COMP 1940 pH 7.1 pH
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01-MAY-03 THURSDAY 1_Hr COMP 2040 Specific Conductance 3400 umhos/cm
01-MAY-03 THURSDAY 1 Hr COMP 2040 pH 7.3 pH
01-MAY-03 THURSDAY 1 Hr COMP 2140 Specific Conductance 3500 umhos/cm
01-MAY-03 THURSDAY 1 Hr COMP 2140 pH 7.3 pH
01-MAY-03 THURSDAY 1_Hr COMP 2240 Specific Conductance 3500 umhos/cm
01-MAY-03 THURSDAY 1 Hr COMP 2240 pH 7.4 pH
01-MAY-03 THURSDAY 1_Hr COMP 2340 Specific Conductance 3400 umhos/cm
01-MAY-03 THURSDAY 1 Hr COMP 2340 pH 7.4 pH
02-MAY-03 FRIDAY 1 _Hr COMP 40 Specific Conductance 3400 umhos/cm
02-MAY-03 FRIDAY 1 Hr COMP 40 pH 7.4 pH
02-MAY-03 FRIDAY 1_Hr COMP 140 specific Conductance 3500 umhos/cm
02-MAY-03 FRIDAY 1 Hr COMP 140 pH 7.4 pH
02-MAY-03 FRIDAY 1 _Hr COMP 240 Specific Conductance 3500 umhos/cm
02-MAY-03 FRIDAY 1 Hr COMP 240 pH 7.5 pH
02-MAY-03 FRIDAY 1_Hr COMP 340 Specific Conductance 3400 umhos/cm
02-MAY-03 FRIDAY 1 Hr COMP 340 pH 7.5 pH
02-MAY-03 FRIDAY 1 Hr COMP 440 Specific Conductance 3400 umhos/cm
02-MAY-03 FRIDAY 1 Hr COMP 440 pH 7.5 pH
02-MAY-03 FRIDAY 1_Hr COMP 540 Specific Conductance 3400 umhos/cm
02-MAY-03 FRIDAY 1 Hr COMP 540 pH 7.5 pH
02-MAY-03 FRIDAY 1 Hr COMP 640 Specific Conductance 3400 umhos/cm
02-MAY-03 FRIDAY 1 Hr COMP 640 pH 7.5 pH
02-MAY-03 FRIDAY 1_Hr COMP 740 Specific Conductance 3500 umhos/cm
02-MAY-03 FRIDAY 1 Hr COMP 740 pH 7.6 pH
09-MAY-03 FRIDAY 1 Hr COMP 935 Specific Conductance 3900 umhos/cm
09-MAY-03 FRIDAY 1 Hr COMP 935 pH 7.5 pH
09-MAY-03 FRIDAY 1 Hr COMP 1035 Specific Conductance 3700 umhos/cm
09-MAY-03 FRIDAY 1 Hr COMP 1035 pH 7.4 pH
09-MAY-03 FRIDAY 1 Hr COMP 1135 Specific Conductance 3600 umhos/cm
09-MAY-03 FRIDAY 1 Hr COMP 1135 pH 7.4 pH
09-MAY-03 FRIDAY 1 Hr COMP 1235 Specific Conductance 3700 umhos/cm
09-MAY-03 FRIDAY 1 Hr COMP 1235 pH 7.4 pH
09-MAY-03 FRIDAY 1 Hr COMP 1335 Specific Conductance 3700 umhos/cm
09-MAY-03 FRIDAY 1 _Hr COMP 1335 pH 7.4 pH
09-MAY-03 FRIDAY 1 Hr COMP 1435 Specific Conductance 3600 umhos/cm
09-MAY-03 FRIDAY 1 Hr COMP 1435 pH 7.3 pH
09-MAY-03 FRIDAY 1 Hr COMP 1535 Specific Conductance 3600 umhos/cm
09-MAY-03 FRIDAY 1 _Hr COMP 1535 pH 7.3 pH
09-MAY-03 FRIDAY 1 Hr COMP 1635 Specific Conductance 3500 umhos/cm
09-MAY-03 FRIDAY 1 Hr COMP 1635 pH 7.2 pH
09-MAY-03 FRIDAY 1 Hr COMP 1735 Specific Conductance 3500 umhos/cm
09-MAY-03 FRIDAY 1 _Hr COMP 1735 pH 7.2 pH
09-MAY-03 FRIDAY 1 Hr COMP 1835 Specific Conductance 3500 umhos/cm
09-MAY-03 FRIDAY 1 Hr COMP 1835 pH 7.3 pH
09-MAY-03 FRIDAY 1 Hr COMP 1935 sSpecific Conductance 3500 umhos/cm
09-MAY-03 FRIDAY 1 Hr COMP 1935 pH 7.3 pH
09-MAY-03 FRIDAY 1 Hr COMP 2035 Specific Conductance 3500 umhos/cm
09-MAY-03 FRIDAY 1 Hr COMP 2035 pH 7.3 pH
09-MAY-03 FRIDAY 1 Hr COMP 2135 Specific Conductance 3500 umhos/cm
09-MAY-03 FRIDAY 1 Hr COMP 2135 pH 7.4 pH
09-MAY-03 FRIDAY 1 Hr COMP 2235 Specific Conductance 3500 umhos/cm
09-MAY-03 FRIDAY 1 Hr COMP 2235 pH 7.4 pH
09-MAY-03 FRIDAY 1 Hr COMP 2335 Specific Conductance 3600 umhos/cm
09-MAY-03 FRIDAY 1 Hr COMP 2335 pH 7.4 pH
10-MAY-03 SATURDAY 1 _Hr COMP 35 Specific Conductance 3500 umhos/cm
10-MAY-03 SATURDAY 1 Hr COMP 35 pH 7.5 pH
10-MAY-03 SATURDAY 1_Hr COMP 135 sSpecific Conductance 3500 umhos/cm
10-MAY-03 SATURDAY 1 Hr COMP 135 pH 7.5 pH
10-MAY-03 SATURDAY 1 _Hr COMP 235 Specific Conductance 3400 umhos/cm
10-MAY-03 SATURDAY 1 Hr COMP 235 pH 7.5 pH
10-MAY-03 SATURDAY 1_Hr COMP 335 Specific Conductance 3500 umhos/cm
10-MAY-03 SATURDAY 1 Hr COMP 335 pH 7.5 pH
10-MAY-03 SATURDAY 1 _Hr COMP 435 Specific Conductance 3500 umhos/cm
10-MAY-03 SATURDAY 1 Hr COMP 435 pH 7.5 pH
10-MAY-03 SATURDAY 1_Hr COMP 535 Specific Conductance 3400 umhos/cm
10-MAY-03 SATURDAY 1 Hr COMP 535 pH 7.5 pH
10-MAY-03 SATURDAY 1 _Hr COMP 635 Specific Conductance 3500 umhos/cm
10-MAY-03 SATURDAY 1 Hr COMP 635 pH 7.6 pH
10-MAY-03 SATURDAY 1_Hr COMP 735 Specific Conductance 3500 umhos/cm
10-MAY-03 SATURDAY 1 Hr COMP 735 pH 7.6 pH
10-MAY-03 SATURDAY 1 _Hr COMP 835 Specific Conductance 3500 umhos/cm
10-MAY-03 SATURDAY 1 Hr COMP 835 pH 7.7 pH

17-MAY-03 SATURDAY 1_Hr COMP 900 specific Conductance 3800 umhos/cm
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17-MAY-03 SATURDAY 1 Hr COMP 900 pH 7.3 pH
17-MAY-03 SATURDAY 1_Hr COMP 1000 Specific Conductance 3700 umhos/cm
17-MAY-03 SATURDAY 1 Hr COMP 1000 pH 7.3 pH
17-MAY-03 SATURDAY 1 _Hr COMP 1100 specific Conductance 3800 umhos/cm
17-MAY-03 SATURDAY 1 Hr COMP 1100 pH 7.2 pH
17-MAY-03 SATURDAY 1_Hr COMP 1200 Specific Conductance 3800 umhos/cm
17-MAY-03 SATURDAY 1 Hr COMP 1200 pH 7.1 pH
17-MAY-03 SATURDAY 1 Hr COMP 1300 sSpecific Conductance 3800 umhos/cm
17-MAY-03 SATURDAY 1 Hr COMP 1300 pH 7.2 pH
17-MAY-03 SATURDAY 1_Hr COMP 1400 sSpecific Conductance 3800 umhos/cm
17-MAY-03 SATURDAY 1 Hr COMP 1400 pH 7.2 pH
17-MAY-03 SATURDAY 1 Hr COMP 1500 sSpecific Conductance 3600 umhos/cm
17-MAY-03 SATURDAY 1 _Hr COMP 1500 pH 7.2 pH
17-MAY-03 SATURDAY 1_Hr COMP 1600 sSpecific Conductance 3500 umhos/cm
17-MAY-03 SATURDAY 1 Hr COMP 1600 pH 7.3 pH
17-MAY-03 SATURDAY 1 Hr COMP 1700 specific Conductance 3400 umhos/cm
17-MAY-03 SATURDAY 1 _Hr COMP 1700 pH 7.2 pH
17-MAY-03 SATURDAY 1_Hr COMP 1800 Specific Conductance 3500 umhos/cm
17-MAY-03 SATURDAY 1 Hr COMP 1800 pH 7.2 pH
18-MAY-03 SUNDAY COMP CONDUCT 945 Specific Conductance 3700 umhos/cm
18-MAY-03 SUNDAY COMP_PH 945 pH 7.2 pH
18-MAY-03 SUNDAY GRAB 1000 Specific Conductance 3500 umhos/cm
18-MAY-03 SUNDAY GRAB 1000 pH 7.4 pH
25-MAY-03 SUNDAY 1 Hr COMP 925 Specific Conductance 3200 umhos/cm
25-MAY-03 SUNDAY 1 _Hr COMP 925 pH 7.5 pH
25-MAY-03 SUNDAY 1_Hr COMP 1025 specific Conductance 3600 umhos/cm
25-MAY-03 SUNDAY 1 Hr COMP 1025 pH 7.5 pH
25-MAY-03 SUNDAY 1 Hr COMP 1125 specific Conductance 3600 umhos/cm
25-MAY-03 SUNDAY 1 _Hr COMP 1125 pH 7.5 pH
25-MAY-03 SUNDAY 1_Hr COMP 1225 specific Conductance 3700 umhos/cm
25-MAY-03 SUNDAY 1 Hr COMP 1225 pH 7.5 pH
25-MAY-03 SUNDAY 1_Hr COMP 1325 Specific Conductance 3500 umhos/cm
25-MAY-03 SUNDAY 1 _Hr COMP 1325 pH 7.5 pH
25-MAY-03 SUNDAY 1 Hr COMP 1425 Specific Conductance 3300 umhos/cm
25-MAY-03 SUNDAY 1 Hr COMP 1425 pH 7.4 pH
25-MAY-03 SUNDAY 1_Hr COMP 1525 Specific Conductance 3100 umhos/cm
25-MAY-03 SUNDAY 1 _Hr COMP 1525 pH 7.4 pH
25-MAY-03 SUNDAY 1 Hr COMP 1625 Specific Conductance 3000 umhos/cm
25-MAY-03 SUNDAY 1 Hr COMP 1625 pH 7.4 pH
25-MAY-03 SUNDAY 1_Hr COMP 1725 Specific Conductance 3100 umhos/cm
25-MAY-03 SUNDAY 1 Hr COMP 1725 pH 7.4 pH
25-MAY-03 SUNDAY 1 Hr COMP 1825 Specific Conductance 3000 umhos/cm
25-MAY-03 SUNDAY 1 Hr COMP 1825 pH 7.4 pH
25-MAY-03 SUNDAY 1_Hr COMP 1925 Specific Conductance 3100 umhos/cm
25-MAY-03 SUNDAY 1 _Hr COMP 1925 pH 7.4 pH
25-MAY-03 SUNDAY 1 _Hr COMP 2025 Specific Conductance 3300 umhos/cm
25-MAY-03 SUNDAY 1 Hr COMP 2025 pH 7.4 pH
25-MAY-03 SUNDAY 1_Hr COMP 2125 Specific Conductance 3200 umhos/cm
25-MAY-03 SUNDAY 1 _Hr COMP 2125 pH 7.4 pH
25-MAY-03 SUNDAY 1 _Hr COMP 2225 Specific Conductance 3100 umhos/cm
25-MAY-03 SUNDAY 1 Hr COMP 2225 pH 7.5 pH
25-MAY-03 SUNDAY 1_Hr COMP 2325 Specific Conductance 3100 umhos/cm
25-MAY-03 SUNDAY 1 _Hr COMP 2325 pH 7.6 pH
26-MAY-03 MONDAY 1 _Hr COMP 25 Specific Conductance 3100 umhos/cm
26-MAY-03 MONDAY 1 Hr COMP 25 pH 7.6 pH
26-MAY-03 MONDAY 1_Hr COMP 125 specific Conductance 3200 umhos/cm
26-MAY-03 MONDAY 1 Hr COMP 125 pH 7.6 pH
26-MAY-03 MONDAY 1 Hr COMP 225 specific Conductance 3200 umhos/cm
26-MAY-03 MONDAY 1 Hr COMP 225 pH 7.6 pH
26-MAY-03 MONDAY 1_Hr COMP 325 Specific Conductance 3100 umhos/cm
26-MAY-03 MONDAY 1 Hr COMP 325 pH 7.6 pH
26-MAY-03 MONDAY 1 Hr COMP 425 specific Conductance 3100 umhos/cm
26-MAY-03 MONDAY 1 Hr COMP 425 pH 7.6 pH
26-MAY-03 MONDAY 1_Hr COMP 525 Specific Conductance 3100 umhos/cm
26-MAY-03 MONDAY 1 Hr COMP 525 pH 7.6 pH
26-MAY-03 MONDAY 1 Hr COMP 625 Specific Conductance 3100 umhos/cm
26-MAY-03 MONDAY 1 Hr COMP 625 pH 7.5 pH
26-MAY-03 MONDAY 1_Hr COMP 725 Specific Conductance 3100 umhos/cm
26-MAY-03 MONDAY 1 Hr COMP 725 pH 7.6 pH
26-MAY-03 MONDAY 1 Hr COMP 825 Specific Conductance 3500 umhos/cm
26-MAY-03 MONDAY 1 Hr COMP 825 pH 7.8 pH
26-MAY-03 MONDAY COMP_CONDUCT 1120 sSpecific Conductance 3300 umhos/cm

26-MAY-03 MONDAY COMP_PH 1120 pH 7.5 pH
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26-MAY-03 MONDAY GRAB 1140 Specific Conductance 3300 umhos/cm
26-MAY-03 MONDAY GRAB 1140 pH 7.9 pH
02-JUN-03 MONDAY 1 Hr COMP 940 Specific Conductance 3500 umhos/cm
02-JUN-03 MONDAY 1 _Hr COMP 940 pH 7.5 pH
02-JUN-03 MONDAY 1_Hr COMP 1040 sSpecific Conductance 3600 umhos/cm
02-JUN-03 MONDAY 1 Hr COMP 1040 pH 7.4 pH
02-JUN-03 MONDAY 1_Hr COMP 1140 Specific Conductance 3400 umhos/cm
02-JUN-03 MONDAY 1 Hr COMP 1140 pH 7.4 pH
02-JUN-03 MONDAY 1 Hr COMP 1240 Specific Conductance 3500 umhos/cm
02-JUN-03 MONDAY 1 Hr COMP 1240 pH 7.4 pH
02-JUN-03 MONDAY 1_Hr COMP 1340 Specific Conductance 3500 umhos/cm
02-JUN-03 MONDAY 1 Hr COMP 1340 pH 7.3 pH
02-JUN-03 MONDAY 1 Hr COMP 1440 Specific Conductance 3600 umhos/cm
02-JUN-03 MONDAY 1 Hr COMP 1440 pH 7.3 pH
02-JUN-03 MONDAY 1_Hr COMP 1540 Specific Conductance 3500 umhos/cm
02-JUN-03 MONDAY 1 Hr COMP 1540 pH 7.3 pH
02-JUN-03 MONDAY 1 Hr COMP 1640 Specific Conductance 3300 umhos/cm
02-JUN-03 MONDAY 1 Hr COMP 1640 pH 7.3 pH
02-JUN-03 MONDAY 1_Hr COMP 1740 Specific Conductance 3300 umhos/cm
02-JUN-03 MONDAY 1 Hr COMP 1740 pH 7.3 pH
02-JUN-03 MONDAY 1 Hr COMP 1840 Specific Conductance 3300 umhos/cm
02-JUN-03 MONDAY 1 Hr COMP 1840 pH 7.3 pH
02-JUN-03 MONDAY 1_Hr COMP 1940 Specific Conductance 3500 umhos/cm
02-JUN-03 MONDAY 1 Hr COMP 1940 pH 7.3 pH
02-JUN-03 MONDAY 1 Hr COMP 2040 Specific Conductance 3300 umhos/cm
02-JUN-03 MONDAY 1 Hr COMP 2040 pH 7.4 pH
02-JUN-03 MONDAY 1_Hr COMP 2140 Specific Conductance 3300 umhos/cm
02-JUN-03 MONDAY 1 Hr COMP 2140 pH 7.4 pH
02-JUN-03 MONDAY 1 Hr COMP 2240 Specific Conductance 3300 umhos/cm
02-JUN-03 MONDAY 1 Hr COMP 2240 pH 7.4 pH
02-JUN-03 MONDAY 1_Hr COMP 2340 Specific Conductance 3300 umhos/cm
02-JUN-03 MONDAY 1 Hr COMP 2340 pH 7.4 pH
03-JUN-03 TUESDAY 1 Hr COMP 40 Specific Conductance 3300 umhos/cm
03-JUN-03 TUESDAY 1 Hr COMP 40 pH 7.5 pH
03-JUN-03 TUESDAY 1 Hr COMP 140 Specific Conductance 3300 umhos/cm
03-JUN-03 TUESDAY 1 Hr COMP 140 pH 7.5 pH
03-JUN-03 TUESDAY 1 Hr COMP 240 specific Conductance 3300 umhos/cm
03-JUN-03 TUESDAY 1 Hr COMP 240 pH 7.5 pH
03-JUN-03 TUESDAY 1 Hr COMP 340 Specific Conductance 3400 umhos/cm
03-JUN-03 TUESDAY 1 Hr COMP 340 pH 7.5 pH
03-JUN-03 TUESDAY 1 Hr COMP 440 specific Conductance 3500 umhos/cm
03-JUN-03 TUESDAY 1 Hr COMP 440 pH 7.5 pH
03-JUN-03 TUESDAY 1 Hr COMP 540 Specific Conductance 3400 umhos/cm
03-JUN-03 TUESDAY 1 Hr COMP 540 pH 7.5 pH
03-JUN-03 TUESDAY 1 Hr COMP 640 Specific Conductance 3300 umhos/cm
03-JUN-03 TUESDAY 1 Hr COMP 640 pH 7.5 pH
03-JUN-03 TUESDAY 1 Hr COMP 740 Specific Conductance 3300 umhos/cm
03-JUN-03 TUESDAY 1 Hr COMP 740 pH 7.6 pH
03-JUN-03 TUESDAY 1 Hr COMP 840 Specific Conductance 3300 umhos/cm
03-JUN-03 TUESDAY 1 Hr COMP 840 pH 7.6 pH
03-JUN-03 TUESDAY COMP_CONDUCT 1125 Specific Conductance 3500 umhos/cm
03-JUN-03 TUESDAY COMP_PH 1125 pH 7.4 pH
03-JUN-03 TUESDAY GRAB 1140 Specific Conductance 3300 umhos/cm
03-JUN-03 TUESDAY GRAB 1140 pH 7.8 pH
10-JUN-03 TUESDAY 1 _Hr COMP 1050 Specific Conductance 3600 umhos/cm
10-JUN-03 TUESDAY 1 Hr COMP 1050 pH 7.5 pH
10-JUN-03 TUESDAY 1_Hr COMP 1150 Specific Conductance 3600 umhos/cm
10-JUN-03 TUESDAY 1 Hr COMP 1150 pH 7.4 pH
10-JUN-03 TUESDAY 1 _Hr COMP 1250 Specific Conductance 4000 umhos/cm
10-JUN-03 TUESDAY 1 Hr COMP 1250 pH 7.3 pH
10-JUN-03 TUESDAY 1_Hr COMP 1350 Specific Conductance 3600 umhos/cm
10-JUN-03 TUESDAY 1 Hr COMP 1350 pH 7.4 pH
10-JUN-03 TUESDAY 1 Hr COMP 1450 Specific Conductance 3500 umhos/cm
10-JUN-03 TUESDAY 1 Hr COMP 1450 pH 7.5 pH
10-JUN-03 TUESDAY 1_Hr COMP 1550 Specific Conductance 3400 umhos/cm
10-JUN-03 TUESDAY 1 Hr COMP 1550 pH 7.4 pH
10-JUN-03 TUESDAY 1 Hr COMP 1650 Specific Conductance 3400 umhos/cm
10-JUN-03 TUESDAY 1 Hr COMP 1650 pH 7.4 pH
10-JUN-03 TUESDAY 1_Hr COMP 1750 Specific Conductance 3400 umhos/cm
10-JUN-03 TUESDAY 1 Hr COMP 1750 pH 7.5 pH
10-JUN-03 TUESDAY 1 Hr COMP 1850 Specific Conductance 3400 umhos/cm
10-JUN-03 TUESDAY 1 Hr COMP 1850 pH 7.4 pH

10-JUN-03 TUESDAY 1_Hr COMP 1950 Specific Conductance 3400 umhos/cm
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10-JUN-03 TUESDAY 1 Hr COMP 1950 pH 7.5 pH
10-JUN-03 TUESDAY 1_Hr COMP 2050 Specific Conductance 3500 umhos/cm
10-JUN-03 TUESDAY 1 Hr COMP 2050 pH 7.4 pH
10-JUN-03 TUESDAY 1 Hr COMP 2150 Specific Conductance 3500 umhos/cm
10-JUN-03 TUESDAY 1 Hr COMP 2150 pH 7.4 pH
10-JUN-03 TUESDAY 1_Hr COMP 2250 Specific Conductance 3700 umhos/cm
10-JUN-03 TUESDAY 1 Hr COMP 2250 pH 7.5 pH
10-JUN-03 TUESDAY 1 Hr COMP 2350 Specific Conductance 3500 umhos/cm
10-JUN-03 TUESDAY 1 _Hr COMP 2350 pH 7.5 pH
11-JUN-03 WEDNESDAY 1_Hr COMP 50 Specific Conductance 3400 umhos/cm
11-JUN-03 WEDNESDAY 1 Hr COMP 50 pH 7.6 pH
11-JUN-03 WEDNESDAY 1 Hr COMP 150 Specific Conductance 3400 umhos/cm
11-JUN-03 WEDNESDAY 1 _Hr COMP 150 pH 7.5 pH
11-JUN-03 WEDNESDAY 1_Hr COMP 250 Specific Conductance 3400 umhos/cm
11-JUN-03 WEDNESDAY 1 Hr COMP 250 pH 7.5 pH
11-JUN-03 WEDNESDAY 1 Hr COMP 350 sSpecific Conductance 3400 umhos/cm
11-JUN-03 WEDNESDAY 1 _Hr COMP 350 pH 7.7 pH
11-JUN-03 WEDNESDAY 1_Hr COMP 450 Specific Conductance 3300 umhos/cm
11-JUN-03 WEDNESDAY 1 Hr COMP 450 pH 7.7 pH
11-JUN-03 WEDNESDAY 1 Hr COMP 550 Specific Conductance 3200 umhos/cm
11-JUN-03 WEDNESDAY 1 Hr COMP 550 pH 7.6 pH
11-JUN-03 WEDNESDAY 1_Hr COMP 650 sSpecific Conductance 3100 umhos/cm
11-JUN-03 WEDNESDAY 1 Hr COMP 650 pH 7.6 pH
11-JUN-03 WEDNESDAY 1 Hr COMP 750 Specific Conductance 3300 umhos/cm
11-JUN-03 WEDNESDAY 1 Hr COMP 750 pH 7.7 pH
11-JUN-03 WEDNESDAY 1_Hr COMP 850 sSpecific Conductance 3500 umhos/cm
11-JUN-03 WEDNESDAY 1 Hr COMP 850 pH 7.7 pH
11-JUN-03 WEDNESDAY 1 Hr COMP 950 Specific Conductance 3700 umhos/cm
11-JUN-03 WEDNESDAY 1 Hr COMP 950 pH 7.8 pH
11-JUN-03 WEDNESDAY COMP_CONDUCT 1140 specific Conductance 3500 umhos/cm
11-JUN-03 WEDNESDAY COMP PH 1140 pH 7.6 pH
11-JUN-03 WEDNESDAY GRAB 1155 Specific Conductance 3500 umhos/cm
11-JUN-03 WEDNESDAY GRAB 1155 pH 7.5 pH
18-JUN-03 WEDNESDAY 1 _Hr COMP 1005 specific Conductance 3700 umhos/cm
18-JUN-03 WEDNESDAY 1 Hr COMP 1005 pH 7.5 pH
18-JUN-03 WEDNESDAY 1_Hr COMP 1105 Specific Conductance 3600 umhos/cm
18-JUN-03 WEDNESDAY 1 Hr COMP 1105 pH 7.5 pH
18-JUN-03 WEDNESDAY 1 _Hr COMP 1205 specific Conductance 3600 umhos/cm
18-JUN-03 WEDNESDAY 1 Hr COMP 1205 pH 7.4 pH
18-JUN-03 WEDNESDAY 1_Hr COMP 1305 Specific Conductance 3800 umhos/cm
18-JUN-03 WEDNESDAY 1 Hr COMP 1305 pH 7.2 pH
18-JUN-03 WEDNESDAY 1 _Hr COMP 1405 specific Conductance 3700 umhos/cm
18-JUN-03 WEDNESDAY 1 Hr COMP 1405 pH 7.3 pH
18-JUN-03 WEDNESDAY 1_Hr COMP 1505 Specific Conductance 3600 umhos/cm
18-JUN-03 WEDNESDAY 1 Hr COMP 1505 pH 7.3 pH
18-JUN-03 WEDNESDAY 1 _Hr COMP 1605 Specific Conductance 3600 umhos/cm
18-JUN-03 WEDNESDAY 1 Hr COMP 1605 pH 7.5 pH
18-JUN-03 WEDNESDAY 1_Hr COMP 1705 Specific Conductance 3500 umhos/cm
18-JUN-03 WEDNESDAY 1 Hr COMP 1705 pH 7.4 pH
18-JUN-03 WEDNESDAY 1 _Hr COMP 1805 sSpecific Conductance 3600 umhos/cm
18-JUN-03 WEDNESDAY 1 Hr COMP 1805 pH 7.5 pH
18-JUN-03 WEDNESDAY 1_Hr COMP 1905 Specific Conductance 3600 umhos/cm
18-JUN-03 WEDNESDAY 1 Hr COMP 1905 pH 7.5 pH
18-JUN-03 WEDNESDAY 1 Hr COMP 2005 Specific Conductance 3600 umhos/cm
18-JUN-03 WEDNESDAY 1 Hr COMP 2005 pH 7.5 pH
18-JUN-03 WEDNESDAY 1_Hr COMP 2105 Specific Conductance 3800 umhos/cm
18-JUN-03 WEDNESDAY 1 Hr COMP 2105 pH 7.5 pH
18-JUN-03 WEDNESDAY 1 Hr COMP 2205 Specific Conductance 3700 umhos/cm
18-JUN-03 WEDNESDAY 1 _Hr COMP 2205 pH 7.5 pH
18-JUN-03 WEDNESDAY 1_Hr COMP 2305 Specific Conductance 3600 umhos/cm
18-JUN-03 WEDNESDAY 1 Hr COMP 2305 pH 7.5 pH
19-JUN-03 THURSDAY 1 Hr COMP 5 Specific Conductance 3500 umhos/cm
19-JUN-03 THURSDAY 1 _Hr COMP 5 pH 7.5 pH
19-JUN-03 THURSDAY 1_Hr COMP 105 specific Conductance 3500 umhos/cm
19-JUN-03 THURSDAY 1 Hr COMP 105 pH 7.6 pH
19-JUN-03 THURSDAY 1 Hr COMP 205 specific Conductance 3500 umhos/cm
19-JUN-03 THURSDAY 1 _Hr COMP 205 pH 7.5 pH
19-JUN-03 THURSDAY 1_Hr COMP 305 Specific Conductance 3600 umhos/cm
19-JUN-03 THURSDAY 1 Hr COMP 305 pH 7.5 pH
19-JUN-03 THURSDAY 1 Hr COMP 405 Specific Conductance 3500 umhos/cm
19-JUN-03 THURSDAY 1 _Hr COMP 405 pH 7.6 pH
19-JUN-03 THURSDAY 1_Hr COMP 505 Specific Conductance 3500 umhos/cm

19-JUN-03 THURSDAY 1 Hr COMP 505 pH 7.7 pH
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19-JUN-03 THURSDAY 1 _Hr COMP 605 sSpecific Conductance 3400 umhos/cm
19-JUN-03 THURSDAY 1 Hr COMP 605 pH 7.8 pH
19-JUN-03 THURSDAY 1 Hr COMP 705 Specific Conductance 3400 umhos/cm
19-JUN-03 THURSDAY 1 _Hr COMP 705 pH 7.6 pH
19-JUN-03 THURSDAY 1_Hr COMP 805 sSpecific Conductance 3600 umhos/cm
19-JUN-03 THURSDAY 1 Hr COMP 805 pH 7.7 pH
19-JUN-03 THURSDAY 1_Hr COMP 905 specific Conductance 3700 umhos/cm
19-JUN-03 THURSDAY 1 Hr COMP 905 pH 7.2 pH
19-JUN-03 THURSDAY COMP CONDUCT 1035 Specific Conductance 3600 umhos/cm
19-JUN-03 THURSDAY COMP PH 1035 pH 7.5 pH
19-JUN-03 THURSDAY GRAB 1050 Specific Conductance 3700 umhos/cm
19-JUN-03 THURSDAY GRAB 1050 pH 7.8 pH
26-JUN-03 THURSDAY 1 Hr COMP 925 Specific Conductance 3800 umhos/cm
26-JUN-03 THURSDAY 1 Hr COMP 925 pH 7.5 pH
26-JUN-03 THURSDAY 1_Hr COMP 1025 Specific Conductance 3800 umhos/cm
26-JUN-03 THURSDAY 1 Hr COMP 1025 pH 7.5 pH
26-JUN-03 THURSDAY 1 Hr COMP 1125 Specific Conductance 3800 umhos/cm
26-JUN-03 THURSDAY 1 Hr COMP 1125 pH 7.5 pH
26-JUN-03 THURSDAY 1_Hr COMP 1225 Specific Conductance 3800 umhos/cm
26-JUN-03 THURSDAY 1 Hr COMP 1225 pH 7.4 pH
26-JUN-03 THURSDAY 1 _Hr COMP 1325 Specific Conductance 3900 umhos/cm
26-JUN-03 THURSDAY 1 Hr COMP 1325 pH 7.5 pH
26-JUN-03 THURSDAY 1_Hr COMP 1425 Specific Conductance 3700 umhos/cm
26-JUN-03 THURSDAY 1 Hr COMP 1425 pH 7.4 pH
26-JUN-03 THURSDAY 1 _Hr COMP 1525 Specific Conductance 3400 umhos/cm
26-JUN-03 THURSDAY 1 Hr COMP 1525 pH 7.5 pH
26-JUN-03 THURSDAY 1_Hr COMP 1625 Specific Conductance 3500 umhos/cm
26-JUN-03 THURSDAY 1 Hr COMP 1625 pH 7.4 pH
26-JUN-03 THURSDAY 1 _Hr COMP 1725 specific Conductance 3500 umhos/cm
26-JUN-03 THURSDAY 1 Hr COMP 1725 pH 7.4 pH
26-JUN-03 THURSDAY 1_Hr COMP 1825 sSpecific Conductance 3800 umhos/cm
26-JUN-03 THURSDAY 1 Hr COMP 1825 pH 7.4 pH
26-JUN-03 THURSDAY 1 Hr COMP 1925 specific Conductance 3900 umhos/cm
26-JUN-03 THURSDAY 1 Hr COMP 1925 pH 7.4 pH
26-JUN-03 THURSDAY 1_Hr COMP 2025 Specific Conductance 3800 umhos/cm
26-JUN-03 THURSDAY 1 Hr COMP 2025 pH 7.4 pH
26-JUN-03 THURSDAY 1 Hr COMP 2125 Specific Conductance 3600 umhos/cm
26-JUN-03 THURSDAY 1 Hr COMP 2125 pH 7.4 pH
26-JUN-03 THURSDAY 1_Hr COMP 2225 Specific Conductance 3400 umhos/cm
26-JUN-03 THURSDAY 1 Hr COMP 2225 pH 7.5 pH
26-JUN-03 THURSDAY 1 Hr COMP 2325 Specific Conductance 3500 umhos/cm
26-JUN-03 THURSDAY 1 Hr COMP 2325 pH 7.5 pH
27-JUN-03 FRIDAY 1_Hr COMP 25 Specific Conductance 3500 umhos/cm
27-JUN-03 FRIDAY 1 Hr COMP 25 pH 7.5 pH
27-JUN-03 FRIDAY 1 Hr COMP 125 Specific Conductance 3500 umhos/cm
27-JUN-03 FRIDAY 1 Hr COMP 125 pH 7.6 pH
27-JUN-03 FRIDAY 1_Hr COMP 225 Specific Conductance 3300 umhos/cm
27-JUN-03 FRIDAY 1 Hr COMP 225 pH 7.6 pH
27-JUN-03 FRIDAY 1 Hr COMP 325 specific Conductance 3400 umhos/cm
27-JUN-03 FRIDAY 1 _Hr COMP 325 pH 7.5 pH
27-JUN-03 FRIDAY 1_Hr COMP 425 Specific Conductance 3300 umhos/cm
27-JUN-03 FRIDAY 1 Hr COMP 425 pH 7.5 pH
27-JUN-03 FRIDAY 1 Hr COMP 525 specific Conductance 3400 umhos/cm
27-JUN-03 FRIDAY 1 _Hr COMP 525 pH 7.5 pH
27-JUN-03 FRIDAY 1 Hr COMP 625 Specific Conductance 3300 umhos/cm
27-JUN-03 FRIDAY 1 Hr COMP 625 pH 7.6 pH
27-JUN-03 FRIDAY 1_Hr COMP 725 Specific Conductance 3500 umhos/cm
27-JUN-03 FRIDAY 1 Hr COMP 725 pH 7.6 pH
27-JUN-03 FRIDAY 1 Hr COMP 825 Specific Conductance 3700 umhos/cm
27-JUN-03 FRIDAY 1 Hr COMP 825 pH 7.6 pH
04-JUL-03 FRIDAY 1_Hr COMP 835 Specific Conductance 4100 umhos/cm
04-JUL-03 FRIDAY 1 Hr COMP 835 pH 7.5 pH
04-JUL-03 FRIDAY 1 Hr COMP 935 Specific Conductance 3900 umhos/cm
04-JUL-03 FRIDAY 1 Hr COMP 935 pH 7.3 pH
04-JUL-03 FRIDAY 1_Hr COMP 1035 Specific Conductance 3700 umhos/cm
04-JUL-03 FRIDAY 1 Hr COMP 1035 pH 7.5 pH
04-JUL-03 FRIDAY 1 Hr COMP 1135 Specific Conductance 3600 umhos/cm
04-JUL-03 FRIDAY 1 Hr COMP 1135 pH 7.4 pH
04-JUL-03 FRIDAY 1_Hr COMP 1235 Specific Conductance 3700 umhos/cm
04-JUL-03 FRIDAY 1 Hr COMP 1235 pH 7.4 pH
04-JUL-03 FRIDAY 1 Hr COMP 1335 Specific Conductance 3500 umhos/cm
04-JUL-03 FRIDAY 1 Hr COMP 1335 pH 7.3 pH

04-JUL-03 FRIDAY 1_Hr COMP 1435 Specific Conductance 3500 umhos/cm
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04-JUL-03 FRIDAY 1 Hr COMP 1435 pH 7.4 pH
04-JUL-03 FRIDAY 1_Hr COMP 1535 Specific Conductance 3500 umhos/cm
04-JUL-03 FRIDAY 1 Hr COMP 1535 pH 7.3 pH
04-JUL-03 FRIDAY 1 Hr COMP 1635 Specific Conductance 3600 umhos/cm
04-JUL-03 FRIDAY 1 Hr COMP 1635 pH 7.2 pH
04-JUL-03 FRIDAY 1_Hr COMP 1735 Specific Conductance 3600 umhos/cm
04-JUL-03 FRIDAY 1 Hr COMP 1735 pH 7.3 pH
04-JUL-03 FRIDAY 1 Hr COMP 1835 Specific Conductance 3700 umhos/cm
04-JUL-03 FRIDAY 1 Hr COMP 1835 pH 7.2 pH
04-JUL-03 FRIDAY 1_Hr COMP 1935 specific Conductance 3600 umhos/cm
04-JUL-03 FRIDAY 1 Hr COMP 1935 pH 7.3 pH
04-JUL-03 FRIDAY 1 Hr COMP 2035 Specific Conductance 3600 umhos/cm
04-JUL-03 FRIDAY 1 Hr COMP 2035 pH 7.4 pH
04-JUL-03 FRIDAY 1_Hr COMP 2135 Specific Conductance 3700 umhos/cm
04-JUL-03 FRIDAY 1 Hr COMP 2135 pH 7.5 pH
04-JUL-03 FRIDAY 1 Hr COMP 2235 Specific Conductance 3700 umhos/cm
04-JUL-03 FRIDAY 1 Hr COMP 2235 pH 7.5 pH
04-JUL-03 FRIDAY 1_Hr COMP 2335 Specific Conductance 3800 umhos/cm
04-JUL-03 FRIDAY 1 Hr COMP 2335 pH 7.5 pH
05-JUL-03 SATURDAY 1 Hr COMP 35 Specific Conductance 3700 umhos/cm
05-JUL-03 SATURDAY 1 Hr COMP 35 pH 7.5 pH
05-JUL-03 SATURDAY 1 Hr COMP 135 Specific Conductance 3700 umhos/cm
05-JUL-03 SATURDAY 1 Hr COMP 135 pH 7.5 pH
05-JUL-03 SATURDAY 1 Hr COMP 235 specific Conductance 3700 umhos/cm
05-JUL-03 SATURDAY 1 Hr COMP 235 pH 7.5 pH
05-JUL-03 SATURDAY 1 Hr COMP 335 Specific Conductance 3600 umhos/cm
05-JUL-03 SATURDAY 1 Hr COMP 335 pH 7.5 pH
05-JUL-03 SATURDAY 1 Hr COMP 435 specific Conductance 3500 umhos/cm
05-JUL-03 SATURDAY 1 Hr COMP 435 pH 7.5 pH
05-JUL-03 SATURDAY 1 Hr COMP 535 Specific Conductance 3500 umhos/cm
05-JUL-03 SATURDAY 1 Hr COMP 535 pH 7.5 pH
05-JUL-03 SATURDAY 1 Hr COMP 635 Specific Conductance 3500 umhos/cm
05-JUL-03 SATURDAY 1 Hr COMP 635 pH 7.6 pH
05-JUL-03 SATURDAY 1 Hr COMP 735 Specific Conductance 3700 umhos/cm
05-JUL-03 SATURDAY 1 Hr COMP 735 pH 7.6 pH
05-JUL-03 SATURDAY COMP_CONDUCT 1010 Specific Conductance 3700 umhos/cm
05-JUL-03 SATURDAY COMP_PH 1010 pH 7.4 pH
05-JUL-03 SATURDAY GRAB 1020 Specific Conductance 3800 umhos/cm
05-JUL-03 SATURDAY GRAB 1020 pH 7.6 pH
12-JUL-03 SATURDAY 1_Hr COMP 910 specific Conductance 3700 umhos/cm
12-JUL-03 SATURDAY 1 Hr COMP 910 pH 7.9 pH
12-JUL-03 SATURDAY 1 Hr COMP 1010 Specific Conductance 3800 umhos/cm
12-JUL-03 SATURDAY 1 Hr COMP 1010 pH 7.6 pH
12-JUL-03 SATURDAY 1_Hr COMP 1110 Specific Conductance 3700 umhos/cm
12-JUL-03 SATURDAY 1 Hr COMP 1110 pH 7.6 pH
12-JUL-03 SATURDAY 1 Hr COMP 1210 Specific Conductance 3700 umhos/cm
12-JUL-03 SATURDAY 1 Hr COMP 1210 pH 7.6 pH
12-JUL-03 SATURDAY 1_Hr COMP 1310 Specific Conductance 3600 umhos/cm
12-JUL-03 SATURDAY 1 Hr COMP 1310 pH 7.6 pH
12-JUL-03 SATURDAY 1 Hr COMP 1410 Specific Conductance 3600 umhos/cm
12-JUL-03 SATURDAY 1 Hr COMP 1410 pH 7.6 pH
12-JUL-03 SATURDAY 1_Hr COMP 1510 Specific Conductance 3500 umhos/cm
12-JUL-03 SATURDAY 1 Hr COMP 1510 pH 7.6 pH
12-JUL-03 SATURDAY 1 Hr COMP 1610 Specific Conductance 3400 umhos/cm
12-JUL-03 SATURDAY 1 _Hr COMP 1610 pH 7.5 pH
12-JUL-03 SATURDAY 1_Hr COMP 1710 Specific Conductance 3300 umhos/cm
12-JUL-03 SATURDAY 1 Hr COMP 1710 pH 7.5 pH
12-JUL-03 SATURDAY 1 Hr COMP 1810 Specific Conductance 3300 umhos/cm
12-JUL-03 SATURDAY 1 _Hr COMP 1810 pH 7.6 pH
12-JUL-03 SATURDAY 1_Hr COMP 1910 specific Conductance 3300 umhos/cm
12-JUL-03 SATURDAY 1 Hr COMP 1910 pH 7.6 pH
12-JUL-03 SATURDAY 1 Hr COMP 2010 Specific Conductance 3400 umhos/cm
12-JUL-03 SATURDAY 1 _Hr COMP 2010 pH 7.6 pH
12-JUL-03 SATURDAY 1_Hr COMP 2110 Specific Conductance 3500 umhos/cm
12-JUL-03 SATURDAY 1 Hr COMP 2110 pH 7.6 pH
12-JUL-03 SATURDAY 1 Hr COMP 2210 Specific Conductance 3400 umhos/cm
12-JUL-03 SATURDAY 1 Hr COMP 2210 pH 7.6 pH
12-JUL-03 SATURDAY 1_Hr COMP 2310 Specific Conductance 3400 umhos/cm
12-JUL-03 SATURDAY 1 Hr COMP 2310 pH 7.6 pH
13-JUL-03 SUNDAY 1 Hr COMP 10 Specific Conductance 3500 umhos/cm
13-JUL-03 SUNDAY 1 Hr COMP 10 pH 7.6 pH
13-JUL-03 SUNDAY 1 Hr COMP 110 Specific Conductance 3500 umhos/cm

13-JUL-03 SUNDAY 1 Hr COMP 110 pH 7.6 pH
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13-JUL-03 SUNDAY 1 Hr COMP 210 Specific Conductance 3500 umhos/cm
13-JUL-03 SUNDAY 1 Hr COMP 210 pH 7.7 pH
13-JUL-03 SUNDAY 1 Hr COMP 310 specific Conductance 3400 umhos/cm
13-JUL-03 SUNDAY 1 Hr COMP 310 pH 7.7 pH
13-JUL-03 SUNDAY 1 Hr COMP 410 Specific Conductance 3400 umhos/cm
13-JUL-03 SUNDAY 1 Hr COMP 410 pH 7.7 pH
13-JUL-03 SUNDAY 1 Hr COMP 510 Specific Conductance 3500 umhos/cm
13-JUL-03 SUNDAY 1 Hr COMP 510 pH 7.7 pH
13-JUL-03 SUNDAY 1 _Hr COMP 610 Specific Conductance 3400 umhos/cm
13-JUL-03 SUNDAY 1 Hr COMP 610 pH 7.7 pH
13-JUL-03 SUNDAY 1 Hr COMP 710 Specific Conductance 3400 umhos/cm
13-JUL-03 SUNDAY 1 Hr COMP 710 pH 7.8 pH
13-JUL-03 SUNDAY 1 _Hr COMP 810 Specific Conductance 3500 umhos/cm
13-JUL-03 SUNDAY 1 Hr COMP 810 pH 7.8 pH
13-JUL-03 SUNDAY COMP_CONDUCT 945 Specific Conductance 3500 umhos/cm
13-JUL-03 SUNDAY COMP_PH 945 pH 7.7 pH
13-JUL-03 SUNDAY GRAB 1000 Specific Conductance 3600 umhos/cm
13-JUL-03 SUNDAY GRAB 1000 pH 7.4 pH
20-JUL-03 SUNDAY 1 Hr COMP 925 Specific Conductance 3500 umhos/cm
20-JUL-03 SUNDAY 1 Hr COMP 925 pH 7.3 pH
20-JUL-03 SUNDAY 1 _Hr COMP 1025 specific Conductance 4000 umhos/cm
20-JUL-03 SUNDAY 1 Hr COMP 1025 pH 7.2 pH
20-JUL-03 SUNDAY 1 Hr COMP 1125 Specific Conductance 4000 umhos/cm
20-JUL-03 SUNDAY 1 Hr COMP 1125 pH 7.2 pH
20-JUL-03 SUNDAY 1 Hr COMP 1225 Specific Conductance 3900 umhos/cm
20-JUL-03 SUNDAY 1 Hr COMP 1225 pH 7.4 pH
20-JUL-03 SUNDAY 1 Hr COMP 1325 Specific Conductance 4000 umhos/cm
20-JUL-03 SUNDAY 1 Hr COMP 1325 pH 7.2 pH
20-JUL-03 SUNDAY 1 Hr COMP 1425 Specific Conductance 3600 umhos/cm
20-JUL-03 SUNDAY 1 Hr COMP 1425 pH 7.2 pH
20-JUL-03 SUNDAY 1 Hr COMP 1525 Specific Conductance 3600 umhos/cm
20-JUL-03 SUNDAY 1 Hr COMP 1525 pH 7.2 pH
20-JUL-03 SUNDAY 1 Hr COMP 1625 Specific Conductance 3600 umhos/cm
20-JUL-03 SUNDAY 1 _Hr COMP 1625 pH 7.2 pH
20-JUL-03 SUNDAY 1 Hr COMP 1725 Specific Conductance 3400 umhos/cm
20-JUL-03 SUNDAY 1 Hr COMP 1725 pH 7.2 pH
20-JUL-03 SUNDAY 1 Hr COMP 1825 sSpecific Conductance 3600 umhos/cm
20-JUL-03 SUNDAY 1 _Hr COMP 1825 pH 7.2 pH
20-JUL-03 SUNDAY 1 Hr COMP 1925 sSpecific Conductance 3500 umhos/cm
20-JUL-03 SUNDAY 1 Hr COMP 1925 pH 7.2 pH
20-JUL-03 SUNDAY 1 Hr COMP 2025 Specific Conductance 3500 umhos/cm
20-JUL-03 SUNDAY 1 _Hr COMP 2025 pH 7.3 pH
20-JUL-03 SUNDAY 1 Hr COMP 2125 Specific Conductance 3500 umhos/cm
20-JUL-03 SUNDAY 1 Hr COMP 2125 pH 7.2 pH
20-JUL-03 SUNDAY 1 Hr COMP 2225 Specific Conductance 3500 umhos/cm
20-JUL-03 SUNDAY 1 _Hr COMP 2225 pH 7.3 pH
20-JUL-03 SUNDAY 1 Hr COMP 2325 Specific Conductance 3500 umhos/cm
20-JUL-03 SUNDAY 1 Hr COMP 2325 pH 7.3 pH
21-JUL-03 MONDAY 1 Hr COMP 25 Specific Conductance 3500 umhos/cm
21-JUL-03 MONDAY 1 _Hr COMP 25 pH 7.5 pH
21-JUL-03 MONDAY 1_Hr COMP 125 specific Conductance 3500 umhos/cm
21-JUL-03 MONDAY 1 Hr COMP 125 pH 7.5 pH
21-JUL-03 MONDAY 1 Hr COMP 225 specific Conductance 3500 umhos/cm
21-JUL-03 MONDAY 1 _Hr COMP 225 pH 7.5 pH
21-JUL-03 MONDAY 1 Hr COMP 325 Specific Conductance 3500 umhos/cm
21-JUL-03 MONDAY 1 Hr COMP 325 pH 7.5 pH
21-JUL-03 MONDAY 1_Hr COMP 425 Specific Conductance 3500 umhos/cm
21-JUL-03 MONDAY 1 Hr COMP 425 pH 7.4 pH
21-JUL-03 MONDAY 1 Hr COMP 525 Specific Conductance 3400 umhos/cm
21-JUL-03 MONDAY 1 Hr COMP 525 pH 7.4 pH
21-JUL-03 MONDAY 1_Hr COMP 625 Specific Conductance 3500 umhos/cm
21-JUL-03 MONDAY 1 Hr COMP 625 pH 7.5 pH
21-JUL-03 MONDAY 1 Hr COMP 725 Specific Conductance 3500 umhos/cm
21-JUL-03 MONDAY 1 Hr COMP 725 pH 7.6 pH
21-JUL-03 MONDAY 1_Hr COMP 825 Specific Conductance 3700 umhos/cm
21-JUL-03 MONDAY 1 Hr COMP 825 pH 7.6 pH
21-JUL-03 MONDAY COMP_CONDUCT 1040 specific Conductance 3600 umhos/cm
21-JUL-03 MONDAY COMP PH 1040 pH 7.3 pH
21-JUL-03 MONDAY GRAB 1105 Specific Conductance 3900 umhos/cm

21-JUL-03 MONDAY GRAB 1105 pH 7.5 pH





